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BLOWER STATIC 

PRESSURE DROP

MINIMUM 

BLOWER 

CAPACITY

MAXIMUM 

BLOWER 

CAPACITY

SELECTED 

BLOWER 

CAPACITY

MOTOR 

CAPACITY

BLOWER 

CAPACITY 

WITH 10% 

SAFETY

MOTOR 

CAPACITY

SELECTED 

MOTOR 

CAPACITY

REMARKS

QTY

MINIMUM 

EXHAUST CFM 

/ HOOD

TOTAL 

MINIMUM 

EXHAUST

MAXIMUM 

EXHAUST CFM 

/ HOOD

TOTAL 

MAXIMUM 

EXHAUST CFM

QTY
EXHAUST CFM 

/ HOOD

TOTAL 

EXHAUST CFM
INCH IN WG CFM CFM CFM KW CFM KW IN Kw

"A" TOP
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
DR. CHINMOY CAT ROOM SNORKEL --- --- --- --- --- 1 100 100

ECHEM ROOM SNORKEL --- --- --- --- --- 1 100 100
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
GLOVE BOX --- --- --- --- --- 1 150 150

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

SOLVENT CABINET --- --- --- --- --- 2 30 60
6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
EAB-1 3000 10800 1110 5 4110 11910 11910 16.76 13101 18.44 18.50

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

DR. P. THILAGAR FUME 5' SOLVENT FUME HOOD 1 200 200 750 750 --- --- ---

DR. P. THILAGAR MAIN LAB GLOVE BOX --- --- --- --- --- 1 150 150

DR. P. THILAGAR
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-2 1950 7050 1750 5 3700 8800 8800 12.39 9680 13.63 15.00
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
5' SOLVENT FUME HOOD 2 200 400 750 1500 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

SOLVENT CABINET --- --- --- --- --- 2 30 60
EAB-3 2400 8700 980 5 3380 9680 9680 13.63 10648 14.99 15.00

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

BIO SAFETY CABINET --- --- --- --- --- 1 150 150
CANOPY HOOD --- --- --- --- --- 1 300 300

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

DR. UMAPATHY

WEST SIDE 

NORTH WING

EQUIPMENT NAME

FUME HOOD

PROJECT :  LABORATORY INTERIOR WORKS FOR CHEMICAL SCIENCES BUILDING.
CONSULTANT : M J ASSOCIATES, BANGALORE. DATE : 27.10.18

DOC NO: MJ 324 - ESS1

UNIT NO

CLIENT : M/s. INIDAN INSTITUE OF SCIENCE

REVISION : R1EXHAUST SUMMARY SHEET 

SNORKEL / CABINET / CANOPY HOOD

ROOM NO.

DR. CHINMOY MAIN LAB

EXHAUST SUMMARY SHEET 

BLOCK NAME

GF-

DR. P. THILAGAR MAIN LABFF-

DR. PS MUKHEERJI

SF- DR. PS MUKHEERJI

ROOM NAME

EAST SIDE 

NORTH WING

SF-

TF- DR. RAMKI

DR. VASU

LAB NO.

GF-

FF- DR. G. MUGESH

DR. BALAJI

EAST SIDE 

SOUTH WING

GF-

TF- DR. RAMKI

FF-

SF- DR. BALAJI

TF- DR. SAMPATHIPC - 2

WEST SIDE 

SOUTH WING

GF- DR. UMAPATHY

FF- DR. G. MUGESH

SF-

IPC - 8

IPC - 6

IPC - 4

IPC - 7

IPC - 5

IPC - 3

IPC - 1

IPC - 7

IPC - 5

IPC - 3

IPC - 1

IPC - 8

IPC - 6

IPC - 4



TF- IPC - 2 DR. SAMPATH
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-4 1750 6300 2050 5 3800 8350 8350 11.75 9185 12.93 15.00
"B" TOP

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

GLOVE BOX --- --- --- --- --- 1 150 150
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
GLOVE BOX --- --- --- --- --- 1 150 150

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-5 2000 7200 2100 5 4100 9300 9300 13.09 10230 14.40 15.00
GF- IPC - 11 DR. DAS 4' SOLVENT FUME HOOD 1 150 150 600 600 --- --- ---

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
EAB-6 2400 8700 660 5 3060 9360 9360 13.17 10296 14.49 15.00

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
SOLVENT CABINET --- --- --- --- --- 1 30 30

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-7 2250 8100 1530 5 3780 9630 9630 13.55 10593 14.91 15.00
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 1 30 30

GLOVE BOX --- --- --- --- --- 1 150 150
6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
EAB-8 3000 10800 980 5 3980 11780 11780 18.42 12958 20.27 22.00

"C" TOP
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---

TF- DR. S. BHATTACHARYA

DR. ATANUIPC - 11

IPC - 9

EAST SIDE 

NORTH WING

GF-

FF- DR. NETHAJI

SF- DR. MRINMOY DE

OC - 7

FUTURE LAB

EAST SIDE 

SOUTH WING

FF- DR. A R. CHAKRAVARTY

SF- DR. MRINMOY DE

TF- DR. S. BHATTACHARYA

IPC - 9

FUTURE LAB

WEST SIDE 

NORTH WING

GF- DR. ARUNAN

FF- DR. AGS

SF- DR. UDAY MAITRA

TF-

WEST SIDE 

SOUTH WING

GF- DR. ARUNAN

FF- DR. GEETHA

SF- DR. UDAY MAITRA

TF-

EAST SIDE 

NORTH WING

GF- HEAVY EQUIPMENTS

FF- DR. T K. CHAKRABARTY

OC - 9

OC - 9

OC - 7

IPC - 12

IPC - 10

OC - 10

OC - 8

IPC - 12

IPC - 10

OC - 10

OC - 8

OC / IPC

OC - 5



7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

SOLVENT CABINET --- --- --- --- --- 2 30 60
6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

EAB-9 3000 10800 980 5 3980 11780 11780 18.42 12958 20.27 22.00
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

5' SOLVENT FUME HOOD 2 200 400 750 1500 --- --- ---
6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

5' SOLVENT FUME HOOD 2 200 400 750 1500 --- --- ---
6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-10 2800 10200 2000 5 4800 12200 12200 19.08 13420 20.99 22.00
6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
SOLVENT CABINET --- --- --- --- --- 2 30 60

5' SOLVENT FUME HOOD 2 200 400 750 1500 --- --- ---
6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 4 30 120

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

DR. SANTANU MUKHERJEE 

INSTRUMENT ROOM
GLOVE BOX --- --- --- --- --- 1 150 150

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

SOLVENT CABINET --- --- --- --- --- 2 30 60
EAB-11 2900 10500 1150 5 4050 11650 11650 18.22 12815 20.04 22.00

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

5' SOLVENT FUME HOOD 2 200 400 750 1500 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
7' WALK IN FUME HOOD 1 350 350 1200 1200 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-12 3000 10800 1800 5 4800 12600 12600 19.71 13860 21.68 22.00

"A" BOTTOM
DR. N. PHANI WET LAB 5' SOLVENT FUME HOOD 1 200 200 750 750 --- --- ---

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SOLVENT CABINET --- --- --- --- --- 1 30 30
GLOVE BOX --- --- --- --- --- 1 150 150
PLD SYSTEM --- --- --- --- --- 1 300 300

ISOLATOR --- --- --- --- --- 1 100 100

DR. A T. BIJU

SF-

NORTH WING
SF- DR. K R. PRABHU

TF-

DR. A T. BIJU

WEST SIDE 

NORTH WING

GF- DR. ENP

FF- DR. N. JAYARAMAN

DR. SANTANU MUKHERJEE

TF- DR.K R. PRASAD

DR.K R. PRASAD

EAST SIDE 

SOUTH WING

GF- HEAVY EQUIPMENTS

FF- DR. T K. CHAKRABARTY

SF- DR. K R. PRABHU

TF-

GF-

WEST SIDE 

SOUTH WING

GF- DR. ENP

FF- DR. N. JAYARAMAN

SF- DR. SANTANU MUKHERJEE

TF-

DR. N. PHANI CLEAN ROOM

DR. N. PHANI MAIN LAB

OC - 3

OC - 1

OC / IPC

OC - 5

OC - 3

OC - 1

OC - 11

OC - 6

OC - 4

OC - 2

OC - 11

OC - 6

OC - 4

OC - 2

SSCU - 3



INSTRUMENTATION STORE 

ROOM

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

SOLVENT CABINET --- --- --- --- --- 2 30 60
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

SF- IPC THEORY FUTURE
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

TF-
SSCU 

THEORY
DR. YASHONATH

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-13 700 2550 2040 5 2740 4590 4590 8.08 5049 8.88 11.00
6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

SOLVENT CABINET --- --- --- --- --- 1 30 30
FF- SSCU - 1 DR. SR THEORY SNORKEL --- --- --- --- --- 1 100 100

EAB-14 250 900 130 5 380 1030 1030 1.45 1133 1.59 2.20

GF- SSCU - 4 ISOLATED AREA
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 2 300 600

DR. SP (AIRLOCK) 6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

DR. SP INSTRUMENT ROOM SNORKEL --- --- --- --- --- 1 100 100

DR. SP INSTRUMENT STORE
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

SF- IPC THEORY
DR. BINNY INSTRUMENT 

STORE

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

TF-
SSCU 

THEORY
DR. G REDDY

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-15 250 900 1600 5 1850 2500 2500 3.52 2750 3.87 5.50
5' SOLVENT FUME HOOD 3 200 600 750 2250 --- --- ---

SNORKEL --- --- --- --- --- 1 100 100
SOLVENT CABINET --- --- --- --- --- 2 30 60

GLOVE BOX --- --- --- --- --- 2 150 300
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
DR. AKS INSTRUMENT 

ROOM
SNORKEL --- --- --- --- --- 1 100 100

SF- IPC THEORY DR. SAI RAMESH

TF-
SSCU 

THEORY
DR. B. BAGCHI

EAB-16 1350 4950 760 5 2110 5710 5710 8.04 6281 8.84 9.30

"C" BOTTOM
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

6' SOLVENT FUME HOOD 2 250 500 900 1800 --- --- ---
SNORKEL --- --- --- --- --- 2 100 200

SOLVENT CABINET --- --- --- --- --- 2 30 60
TF- IPC - 13 UNALLOTED

EAB-17 2000 7200 720 5 2720 7920 7920 11.15 8712 12.26 15.00
6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

SNORKEL --- --- --- --- --- 2 100 200
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

SNORKEL --- --- --- --- --- 1 100 100
SOLVENT CABINET --- --- --- --- --- 2 30 60

SNORKEL --- --- --- --- --- 2 100 200
SOLVENT CABINET --- --- --- --- --- 2 30 60

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

TF- IPC - 13 UNALLOTED
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-18 750 2700 2020 5 2770 4720 4720 6.64 5192 7.31 7.50
GF- IPC / SSCU SHARED SPACE

SF- DR. UPENDRA HARBOLA

TF- FUTURE FACULTY

DR. V. JAYARAM

EAST SIDE 

NORTH WING

FF- DR. DDS

WEST SIDE 

NORTH WING

FF-

EAST SIDE 

SOUTH WING

GF-

EAST SIDE 

SOUTH WING

GF-

FF-

HEAVY EQUIPMENT

FF-

WEST SIDE 

SOUTH WING

GF- DR. ANSHU PANDEY

DR. AKS

DR. S. NATRAJAN

SF-

DR. A. GOVINDARAJ

DR. ABHISHEK MONDAL

EAST SIDE 

NORTH WING

GF- HEAVY EQUIPMENT

FF-

DR. C. SHIVA KUMAR

SF-

DR. TNG

SSCU - 1

SSCU - 5

SSCU - 6

SSCU - 8

SSCU - 3

IPC THEORY

SSCU 

THEORY

SSCU - 2

SSCU - 4

SSCU - 2

SSCU - 5

SSCU - 6

SSCU - 8



SNORKEL --- --- --- --- --- 1 100 100
SOLVENT CABINET --- --- --- --- --- 2 30 60

GLOVE BOX --- --- --- --- --- 4 150 600
SF- SSCU - 9 FUTURE
TF- IPC - 14 UNALLOTED

EAB-19 0 0 760 5 760 760 760 1.19 836 1.31 2.20

GF- IPC / SSCU SHARED SPACE
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

6' SOLVENT FUME HOOD 3 250 750 900 2700 --- --- ---
SNORKEL --- --- --- --- --- 1 100 100

VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

SNORKEL --- --- --- --- --- 1 100 100
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

DR. G. DESIRAJU FUME 

HOOD ROOM
6' SOLVENT FUME HOOD 1 250 250 900 900 --- --- ---

TF- IPC - 14 UNALLOTED
VENT POINT FOR STORE 

ROOM
--- --- --- --- --- 1 300 300

EAB-20 1000 3600 1400 5 2400 5000 5000 7.04 5500 7.74 7.50

"A" TOP
GF- IPC - 7 DR. CHINMOY MAIN LAB 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 5 DR. P. THILAGAR MAIN LAB 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- IPC - 3 DR. PS MUKHEERJI 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- IPC - 1 DR. RAMKI 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-1 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30
GF- IPC - 7 DR. VASU 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 5 DR. P. THILAGAR MAIN LAB --- --- --- --- --- 0 --- --- ---
SF- IPC - 3 DR. PS MUKHEERJI 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- IPC - 1 DR. RAMKI 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-2 750 2700 0 8 750 2700 2700 6.08 2970 6.69 7.50
GF- IPC - 8 DR. UMAPATHY 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 6 DR. G. MUGESH 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- IPC - 4 DR. BALAJI 5' ACID FUME HOOD 1 200 200 750 750 --- --- ---
TF- IPC - 2 DR. SAMPATH 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-3 950 3450 0 8 950 3450 3450 7.77 3795 8.55 9.30
GF- IPC - 8 DR. UMAPATHY 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 6 DR. G. MUGESH --- --- --- --- --- 0 --- --- ---
SF- IPC - 4 DR. BALAJI 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- IPC - 2 DR. SAMPATH --- --- --- --- --- 0 --- --- ---

SCB-4 500 1800 0 8 500 1800 1800 4.05 1980 4.46 5.50
"B" TOP

GF- IPC - 11 DR. ATANU 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 9 DR. NETHAJI 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 9 DR. MRINMOY DE 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 7 DR. S. BHATTACHARYA 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-5 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30
GF- IPC - 11 DR. DAS 4' ACID FUME HOOD 1 150 150 600 600 --- --- ---
FF- IPC - 9 DR. A R. CHAKRAVARTY 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 9 DR. MRINMOY DE 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 7 DR. S. BHATTACHARYA 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-6 900 3300 0 8 900 3300 3300 7.43 3630 8.18 9.30
GF- IPC - 12 DR. ARUNAN 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 10 DR. AGS 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 10 DR. UDAY MAITRA 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 8 FUTURE LAB 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-7 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30
GF- IPC - 12 DR. ARUNAN 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- IPC - 10 DR. GEETHA 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 10 DR. UDAY MAITRA 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 8 FUTURE LAB 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-8 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30
"C" TOP

GF- OC / IPC HEAVY EQUIPMENTS 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- OC - 5 DR. T K. CHAKRABARTY 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 3 DR. K R. PRABHU 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 1 DR. A T. BIJU 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-9 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30
GF- OC / IPC HEAVY EQUIPMENTS 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- OC - 5 DR. T K. CHAKRABARTY 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 3 DR. K R. PRABHU 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 1 DR. A T. BIJU 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-10 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30

EAST SIDE 

NORTH WING

WEST SIDE 

NORTH WING

WEST SIDE 

SOUTH WING

EAST SIDE 

NORTH WING

WEST SIDE 

SOUTH WING

EAST SIDE 

NORTH WING

EAST SIDE 

SOUTH WING

WEST SIDE 

NORTH WING

EAST SIDE 

SOUTH WING

SCRUBBER EXHAUST

EAST SIDE 

NORTH WING

WEST SIDE 

NORTH WING

FF- TNG WET SPACE

WEST SIDE 

SOUTH WING

FF- DR. A. J. BHATTACHARYA

DR. G. DESIRAJU
SF-

SSCU - 7

SSCU - 7

SSCU - 9



GF- OC - 11 DR. ENP 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- OC - 6 DR. N. JAYARAMAN 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 4 DR. SANTANU MUKHERJEE 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 2 DR.K R. PRASAD 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-11 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30
GF- OC - 11 DR. ENP 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- OC - 6 DR. N. JAYARAMAN 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- OC - 4 DR. SANTANU MUKHERJEE 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- OC - 2 DR.K R. PRASAD 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SCB-12 1000 3600 0 8 1000 3600 3600 8.11 3960 8.92 9.30

"A" BOTTOM
DR. N. PHANI WET LAB 5' ACID FUME HOOD 1 200 200 750 750 --- --- ---

DR. N. PHANI CLEAN ROOM 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

FF- SSCU - 1 DR. DDS 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SF- IPC THEORY DR. FUTURE

TF-
SSCU 

THEORY
DR. YASHONATH

SCB-13 500 2550 0 8 500 2550 2550 5.74 2805 6.32 7.50
GF- SSCU - 3 DR. V. JAYARAM 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- SSCU - 1 DR. SR THEORY

SF- IPC THEORY DR. UPENDRA HARBOLA

TF-
SSCU 

THEORY
FUTURE FACULTY

SCB-14 250 900 0 8 250 900 900 2.25 990 2.48 3.70
GF- SSCU - 4 DR. ANSHU PANDEY 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- SSCU - 2 DR. AKS 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SF- IPC THEORY DR. SAI RAMESH --- --- --- --- --- --- --- --- ---

TF-
SSCU 

THEORY
DR. B. BAGCHI --- --- --- --- --- --- --- --- ---

SCB-15 500 1800 0 8 500 1800 1800 4.05 1980 4.46 5.50

"C" BOTTOM
GF- SSCU - 5 HEAVY EQUIPMENT 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- SSCU - 6 DR. S. NATRAJAN 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- SSCU - 8 DR. ABHISHEK MONDAL 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
TF- IPC - 13 UNALLOTED --- --- --- --- --- --- --- --- ---

SCB-16 750 2700 0 8 750 2700 2700 6.08 2970 6.69 7.50
GF- SSCU - 5 HEAVY EQUIPMENT 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
FF- SSCU - 6 DR. C. SHIVA KUMAR 6' ACID FUME HOOD 2 250 500 900 1800 --- --- ---
SF- SSCU - 8 DR. A. GOVINDARAJ 6' ACID FUME HOOD 2 250 500 900 1800 --- --- ---
TF- IPC - 13 UNALLOTED --- --- --- --- --- --- --- --- ---

SCB-17 1250 4500 0 8 1250 4500 4500 10.13 4950 11.15 11.00
GF- IPC / SSCU SHARED SPACE --- --- --- --- --- --- --- --- ---
FF- SSCU - 7 DR. TNG WET SPACE 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---
SF- SSCU - 9 FUTURE --- --- --- --- --- --- --- --- ---
TF- IPC - 14 UNALLOTED --- --- --- --- --- --- --- --- ---

SCB-18 250 900 0 8 250 900 900 2.25 990 2.48 3.70
GF- IPC / SSCU SHARED SPACE --- --- --- --- --- --- --- --- ---
FF- SSCU - 7 DR. A. J. BHATTACHARYA 6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

SF- SSCU - 9
DR. G. DESIRAJU FUME 

HOOD ROOM
6' ACID FUME HOOD 1 250 250 900 900 --- --- ---

TF- IPC - 14 UNALLOTED --- --- --- --- --- --- --- --- ---
SCB-19 500 1800 0 8 500 1800 1800 4.05 1980 4.46 5.50

WEST SIDE 

SOUTH WING

EAST SIDE 

NORTH WING

EAST SIDE 

SOUTH WING

WEST SIDE 

NORTH WING

EAST SIDE 

NORTH WING

GF-

EAST SIDE 

SOUTH WING

WEST SIDE 

SOUTH WING

WEST SIDE 

NORTH WING

WEST SIDE 

SOUTH WING

SSCU - 3



DATE : 27.10.18
REVISION : R1

UNIT NO

SELECTED EXHAUST 

BLOWER CAPACITY IN 

CFM

STATIC 

(INCH WG)
MJA REMARKS

EAB-1 11910 5 18.5
EAB-2 8800 5 15
EAB-3 9680 5 15
EAB-4 8350 5 15
EAB-5 9300 5 15
EAB-6 9360 5 15
EAB-7 9630 5 15
EAB-8 11780 5 22
EAB-9 11780 5 22

EAB-10 12200 5 22
EAB-11 11650 5 22
EAB-12 12600 5 22
EAB-13 4590 5 11
EAB-14 1030 5 2.2
EAB-15 2500 5 5.5
EAB-16 5710 5 9.3
EAB-17 7920 5 15
EAB-18 4720 5 7.5
EAB-19 760 5 2.2
EAB-20 5000 5 7.5

SCB-1 3600 8 9.3
SCB-2 2700 8 7.5
SCB-3 3450 8 9.3
SCB-4 1800 8 5.5
SCB-5 3600 8 9.3
SCB-6 3300 8 9.3
SCB-7 3600 8 9.3
SCB-8 3600 8 9.3
SCB-9 3600 8 9.3

SCB-10 3600 8 9.3

CONSULTANT : M J ASSOCIATES, BANGALORE.

EXHAUST BLOWER SCHEDULE SHEET 

PROJECT :  LABORATORY INTERIOR WORKS FOR CHEMICAL SCIENCES BUILDING.
CLIENT : INIDAN INSTITUE OF SCIENCE, BANGALORE.

SCRUBBER EXHAUST BLOWERS

EXHAUST BLOWERS



SCB-11 3600 8 9.3
SCB-12 3600 8 9.3
SCB-13 2550 8 7.5
SCB-14 900 8 3.7
SCB-15 1800 8 5.5
SCB-16 2700 8 7.5
SCB-17 4500 8 11
SCB-18 900 8 3.7
SCB-19 1800 8 5.5

R EAB-1 11910 5 18.5
R EAB-2 9680 5 15
R EAB-3 9360 5 15
R EAB-4 11780 5 22
R EAB-5 12200 5 22
R EAB-6 12600 5 22
R EAB-7 4590 5 11
R EAB-8 5710 5 9.3
R EAB-9 7920 5 15

R EAB-10 5000 5 7.5

REDUNDANCY EXHAUST BLOWERS
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1.            13.02.2014         ISSUED FOR TENDER

3. ALL DIMENSIONS ARE IN MILLIMETERES UNLESS SPECIFIED

4. ALL DIMENSIONS ARE TO BE READ AND NOT SCALED

1. LAB BENCH MODULES CAN BE FACTORY MANUFACTURED,
   CORNER OR BINDING PIECES SHOULD BE MADE TO SUITE SITE CONDITIONS.

2. GRANITE BENCH HEIGHTS ARE 900MM/750MM INCLUDING GRANITE
     WORK TOP(FINISHED HT).
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