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1.  Tender Notification 

Tender No: IISc/Tender-ELE-1/2023-24 

Scope of Work 
Annual Operation and Maintenance of HT 
& LT Electrical installations in IISc Campus, 
Bangalore 

Estimated value of work Rs. 1,31,48,062.00 
 

Period of Work Completion 12 Months 

Name of the Client Indian Institute of Science, Bangalore 
 

Address of the Client 

The Registrar 
Indian Institute of Science 
Bangalore – 560 012 
Tel No. 080-2293 2020/2202 
e-mail: office.ccmd@iisc.ac.in 
 

Submission of Tender Document 

e-procurement portal :  
https://eprocure.gov.in/eprocure/app  
Helpline no: 0120-4001005 
 

Earnest Money to be deposited with the 
Tender Rs. 1,97,221.00(1.5% of the Estimated value) 

Last date and Time for online submission 
(uploading) of tender   08-05-2023 at 15.30 hrs. 

Date and Time of opening of Tender 
(Technical Bid)  09-05-2023 at 15:30 hrs. 

Date and Time of opening of Tender 
(Financial Bid) 

Shall be intimated to technically qualified 
bidders thro’ CPP portal. 
 

Pre-bid meeting Date, Time & Venue  

 24-04-2023 at 15.30 hrs. 
Pre bid meeting will be held on the Teams 
App. The web link will be forwarded to the 
intending bidders. Bidders are requested to 
send the request to the email id: 
office.ccmd@iisc.ac.in 

 

 

 



2. Notice Inviting Tender 

The Registrar, Indian Institute of Science invites tenders in two bid (Technical and Financial) system 
from eligible Bidders, for Annual Operation and Maintenance of HT & LT Electrical installations in IISc 
Campus, Bangalore. 

Bidders shall not be under a declaration of ineligibility for corrupt and fraudulent practices issued 
by the Government of India or any State Government of Union of India. (Authorized signatory should 
provide an undertaking). Tenders from Joint ventures are not acceptable. 

2.1 All Bidders shall provide the required information accurately and enough as per details in Section 
4: Eligibility Criteria 

2.2 The Tenderer shall upload the valid certificate copies of the documents as mentioned in Chapter-4 
(Eligibility criteria) in technical bid, failing which the tender will be rejected. If necessary, the 
bidder shall produce all the original documents for verification. 

2.3 The work shall be carried out as per the directions of the Project Engineer cum Estate Officer. 

2.4 Blacklisted contractors in State / Central Govt. Departments / BBMP / PSU/ Central PSUs/ 
Autonomous bodies / Institutions are not eligible to quote, if found such tenders will be rejected. 
The contractors who are penalized due to the delay in completion of the previous works will be 
rejected. 

2.5 The successful Bidder shall execute an Agreement within 10 days from the date of Receipt of 
intimation from this office, The Tender Document will form the part and parcel of the agreement, 
failing which the tender will deem to be get cancelled. 

2.6 The material shall be got approved by the Project Engineer cum Estate Officer, IISc before the 
execution of the work. 

2.7 Further details of the work can be obtained from this office. 

2.8 The rates quoted should reflect all taxes. The bid evaluation will be done inclusive of all Taxes / 
Cess. / Royalty etc. The statutory levies as per Govt. guidelines will be deducted. The IISc reserves 
the right to accept / reject any or all the tenders without assigning any reasons. 

2.9 The work shall be commenced with all men and machinery within 10 days from the date of work 
order, failing which it would be presumed that the successful tenderer is not interested in the work 
and action will be taken to get the work executed through alternate agency at the risk and cost of 
the former Tenderer. 

2.10 Conditional tenders will not be accepted and is liable for rejection. 

2.11 Bidders who meet the above specified minimum qualifying criteria, shall be eligible. 

2.12 Even though the Bidders meet the above criteria, they are subject to be disqualified if they have: 

-  Made misleading or false representations in the forms, statements and attachments submitted 
in proof of the qualification requirements; and/or 

-  Record of poor performance such as abandoning the works, not properly completed the 
contract, inordinate delays in completion, litigation history, or financial failures etc. 

2.13 Site visit: 



The Bidder at his own responsibility is encouraged to visit and examine the Site of Works and its 
surroundings and obtain all information that may be necessary for preparing the Tender and 
entering a contract for the Works. The cost of visiting the Site shall be at the Bidder’s own expense. 

The Tender document can be downloaded from e-procurement website: 
https://eprocure.gov.in/eprocure/app.It may be noted that all subsequent notifications, changes and 
amendments on the project/document would be posted only on the same website. The bidders are 
advised to visit e-procurement portal and get familiarized with the procedure for submission of the 
tenders.  

2.14  Content of Tender documents 

The bidders should go through the Tender Document and submit online response through e-
procurement portal only. 

2.15 Amendment of Tender documents 

Before the deadline for submission of tenders, the IISc may modify the tender documents by issuing 
corrigendum / addendum. 

Such corrigendum/ addendum thus issued shall be part of the tender documents and shall be 
published online in e-Procurement portal. 

To give prospective Bidders reasonable time in which to take corrigendum/ addendum into 
account in preparing. 

2.16 Documents comprising the Tender. 

The Technical Bid submitted by the Bidder shall contain the documents as follows: 

a) Earnest Money Deposit paid in the specified form as mentioned in the e-Procurement platform. 

b) Qualification Information as per formats to comply the task created in the e-Procurement Portal 
under General Terms and Conditions and Technical parameters and Documents required from 
Bidder. 

c) Any other documents / materials required to be completed and submitted by Bidders in 
accordance with these instructions. The required documents shall be filled in without exception. 

The bidder shall submit the hard copies of the documents / credentials which are uploaded in 
the tender portal. The documents shall reach the designated office within 3 days from the tender 
opening date.  

The Financial bid shall be submitted by the bidder through e-procurement portal only and no 
hardcopy of financial bid should be attached or disclosed. 

The contract shall be for a category of works / whole works based on the priced Bill of Quantities 
submitted by the Bidder. 

All prevailing duties, taxes, and other levies like CESS/Royalty payable by the contractor under the 
contract, or for any other cause, shall be included in the rates, prices and total Tender Price 
submitted by the Bidder. 

2.17 Tender validity 

Tenders shall remain valid for a period not less than 180 days after the deadline date for tender 
submission. A tender valid for a shorter period shall be rejected by the IISc as non-responsive. 



In exceptional circumstances, prior to expiry of the original time limit, the IISc. may request that 
the Bidders extend the period of validity for a specified additional period. The request and the 
Bidders' responses shall be made in writing or by email. A Bidder may refuse the request without 
forfeiting his earnest money deposit. A Bidder agreeing to the request will not be required or 
permitted to modify his tender but will be required to extend the validity of his earnest money 
deposit for a period of the extension, and in compliance with Clause 2.18 and 2.22 in all respects. 

2.18 Earnest money deposit: 

The Bidder shall furnish, as part of his tender, earnest money deposit (EMD)draft drawn on “The 
Registrar, IISc” payable at “Bangalore” in the form of Insurance Surety Bonds, Account Payee, 
Demand Draft, Fixed Deposit Receipt, Banker's Cheque or Bank Guarantee from any of the 
Commercial Banks. The EMD is normally to remain valid for a period of forty-five days beyond the 
final bid validity period. 

The bidder must scan the EMD and submit it with Technical Bid Documents for our reference. The 
original EMD must be submitted along with the hard copies of all the documents in a sealed cover 
as a pre-qualification bid (Technical bid) which were uploaded through e-procurement portal. 

The EMD amount will have to be submitted by the bidder considering the following conditions: 
 
a) The entire amount must be paid in a single transaction. 
b) The earnest money deposit of unsuccessful Bidders will be returned after awarding the contract 
to the successful bidder. 
 
The earnest money deposit may be forfeited: 
a) If the Bidder withdraws the tender after tender opening during the period of tender validity. 
b) If the Bidder fails within the specified time limit to 
i) Sign the Agreement; or 
ii) Furnish the required Security deposit 
 

2.19 Provisions for Micro and Small Enterprises (MSE):  

The MSE bidder should upload the registration certificate in the CPP portal along with the technical 
bid documents. The MSE registration certificate to specify manufacturing / service of the tender 
item(s).  

Policy is meant for procurement of only goods produced and services rendered by MSMEs. 
However, traders are excluded from the purview of Public Procurement Policy. The guidelines as 
defined in MSE Procurement Policy issued by Department of Micro, Small and Medium Enterprises 
(MSME) from time to time shall be applicable. 

Participating Micro and Small Enterprises quoting price within price band of L1+15%, will qualify 
to supply a portion of requirement by bringing down price to L1 price in a situation where L1 price 
is from someone other than a Micro and Small Enterprises.  

2.20 Format and signing of Tender. 

Successful Bidder shall sign all the pages of the tender document as a token of acceptance of all the 
terms and conditions of the contract. 

2.21 Submission of Tenders 



Tenders must be submitted on-line in the e-Procurement portal by the Bidder before the notified 
date and time. 

2.22 Deadline for submission of the Tenders 

The Bidder shall submit a set of hard copies of all the documents in a sealed cover to IISc required 
as a pre-qualification bid (Technical bid) which were uploaded through e-procurement portal. In 
the event of any discrepancy between them, the original uploaded document in e-procurement shall 
govern. 

The IISc may extend the deadline for submission of tenders by issuing an amendment, in which 
case all rights and obligations of the IISc and the Bidders previously subject to the original deadline 
will then be subject to the new deadline. 

2.23 Late Tenders 

In e-procurement system, Bidder shall not be able to submit the bid after the bid submission time 
and date as the icon or the task in the e-procurement portal will not be available. IISc will not be 
liable (or) responsible for any delay due to unavailability of the portal and the Internet link. 

2.24 Modification and Withdrawal of Tenders 

Bidder has all the time to modify and correct or upload any relevant document in the portal till last 
date and time for Bid submission, as published in the e-procurement portal. 

The Bidder may withdraw his tender before the notified last date and time of tender submission. 
No Tender may be modified after the deadline for submission of Tenders. 

Withdrawal or modification of a Tender between the deadline for submission of Tenders and the 
expiration of the original period of Tender validity specified in Clause 2.21 above may result in the 
forfeiture of the earnest money deposit. 

2.25 Tender Opening: 

The IISc will open all the Tenders received through online mode, in the presence of the Bidders or 
their representatives who choose to attend on the specified date, time and place specified. In the 
event of the specified date of Tender opening being declared a holiday for the IISc. The Tenders 
will be opened at the appointed time and location on the next working day. 

The IISc will evaluate and determine whether each tender meets the minimum qualification 
eligibility criteria. 

Bidder to submit all the Original Documents, which are submitted in e-procurement portal, to the 
IISc for verification at the time of opening of Tender. The IISc will record the Tender opening. 

2.26 Process to be confidential. 

Information relating to the examination, clarification, evaluation, and comparison of Tenders and 
recommendations for the award of a contract shall not be disclosed to Bidders or any other persons 
not officially concerned with such process until the award to the successful Bidder has been 
announced. 

2.27 Clarification of Tenders 

To assist in the examination and evaluation, the IISc may, at his discretion, ask any Bidder for 
clarification of his Tender. The request for clarification and the response shall be in writing or by-
mail along with the section number, page number and subject of clarification, but no change in the 
price or substance of the Tender shall be sought, offered, or permitted. 



Subject to clause 2.31, no Bidder shall contact the IISc on any matter relating to its Tender from the 
time of the Tender opening to the time the contract is awarded. If the Bidder wishes to bring 
additional information to the notice of the IISc, he/she should do so in writing. 

Any effort by the Bidder to influence the IISc in the Tender evaluation, or contract award decisions 
may result in the rejection of the Bidders’ Tender. 

2.28 Examination of Tenders and determination of responsiveness 

Prior to the detailed evaluation of Tenders, the IISc will determine whether each Tender (a) meets 
the eligibility criteria (b) is accompanied by the required earnest money deposit and (c) is 
substantially responsive to the requirements of the Tender documents. 

A substantially responsive Tender is one which conforms to all the terms, conditions, and 
specifications of the Tender documents, without material deviation or reservation. A material 
deviation or reservation is one (a) which affects in any substantial way the scope, quality, or 
performance of the Works; (b) which limits in any substantial way, inconsistent with the Tender 
documents, the IISc's rights or the Bidder's obligations under the Contract; or (c) whose rectification 
would affect unfairly the competitive position of other Bidders presenting substantially responsive 
Tenders. 

If a Tender is not substantially responsive, it will be rejected by the IISc., and may not subsequently 
be made responsive by correction or withdrawal of the nonconforming deviation or reservation. 

2.29 Correction of errors 

No corrections to uploaded bid is permitted by the portal. Tenders determined to be substantially 
responsive will be checked by IISc. 

2.30 Evaluation and comparison of Tenders 

Opening of the Financial bid will be preceded by the evaluation of the Pre-qualification Offer 
(Technical bid), vis-a-vis the capability, capacity and credibility of the Bidder. Evaluation of the 
prequalification offer will be done by the Evaluation Committee constituted for the purpose. After 
evaluation is completed, all the Bidders who are qualified will be notified and will be intimated at 
the time of opening of the financial bid. Financial bid will be opened in the presence of those who 
choose to be present or even in the absence of any Bidder. 

The IISc will evaluate and compare the Tenders as per comparative statement downloaded from e-
procurement portal. 

In evaluating the Tenders, the IISc. will determine for each Tender the evaluated Tender Price by 
adjusting the Tender Price as follows: 

a) Making any correction for errors and 

b) Making appropriate adjustments to reflect discounts or other price modifications offered 

The IISc reserves the right to accept or reject any variation, deviation, or alternative offer. Variations, 
deviations, and alternative offers and other factors which are in excess of the requirements of the 
Tender documents or otherwise result in unsolicited benefits for the IISc shall not be taken into 
account in Tender evaluation. 

2.31 Negotiations 



The Bidder though technically qualified and whose financial offer is the lowest, fails to convince 
the Tender Evaluation Committee of his capability, capacity, credibility, his offer may be reviewed, 
and the Bidder intimated accordingly.  

2.32 Award criteria 

Subject to Clause 2.36, the IISc will award the Contract to the Bidder whose Tender has been 
determined to be substantially responsive to the Tender documents and who has offered the lowest 
evaluated Tender Price. After technical evaluation the technically qualified bidders will be 
considered for opening of the financial bids provided that such Bidder has been determined to be 
eligible in accordance with the provisions of this tender document and subsequent technical 
clarifications offered by the responsive bidders. 

2.33 Right to accept any Tender and to reject any or all Tenders 

Notwithstanding Clause 2.35, the IISc reserves the right to accept or reject any Tender, and to cancel 
the Tender process and reject all Tenders, at any time prior to the award of Contract, without 
thereby incurring any liability to the affected Bidder or Bidders or any obligation to inform the 
affected Bidder or Bidders of the grounds for the IISc's action. 

2.34 Notification of award and signing of Agreement 

The Bidder whose Tender has been accepted will be notified of the award by IISc, prior to expiration 
of the Tender validity period by e-mail or confirmed by letter. This letter (hereinafter and in the 
Conditions of Contract called the "Letter of Acceptance") will state the sum that the IISc will pay 
the Contractor in consideration of the execution, completion, and maintenance of the works by the 
Contractor as prescribed by the Contract (hereinafter and in the Contract called the "Contract 
Price"). 

The notification of award will constitute the formation of the Contract, subject only to the furnishing 
of a performance security in accordance with the provisions of clause 2.39. 

The Agreement will incorporate all agreements between the IISc and the successful Bidder 
/Bidders. It will be kept ready for signature of the successful Bidder in the office of IISc, following 
the notification of award along with the Letter of intent. The successful Bidder will sign the 
Agreement and deliver it to the IISC. 

Upon the furnishing by the successful Bidder of the Security deposit, the IISc will issue formal work 
order. 

The successful bidder is required to sign an agreement for the due fulfillment of the contract and 
start the work immediately on of the acceptance of his tender.  A draft of the Articles of the 
Agreement is enclosed.  The Earnest Money will be forfeited and at the absolute disposal of the 
Employer if the Contractor defaults from signing the Agreement of in starting the work. 

2.35 Further Security deposit (FSD) 

Further percentage on the running bills and final bill in addition to Earnest Money Deposit shall be 
levied from the contractor. When the FSD deducted from R.A Bills of the contractor @ 1.5% of the 
bill amount exceeds Rs.1.00 Lakh, the amount in excess of Rs. 1.00 Lakh may, at the request of the 
bidder, be released to him against the production of the bank guarantee issued from a Scheduled 
Commercial Bank only for an equal amount in the prescribed form. The bank guarantee should be 
valid till the completion of the defect liability period. 



If the security deposit is provided by the successful bidder in the form of a Bank Guarantee, it shall 
be issued by a Scheduled Commercial bank. 

Failure of the successful Bidder to comply with the requirements of clause 2.38 shall constitute 
sufficient grounds for cancellation of the award and forfeiture of the earnest money deposit. 

2.36 Corrupt or Fraudulent practices 

The IISc requires that the Bidders observe the highest standard of ethics during the procurement 
and execution of such contracts. In pursuance of this policy, IISc. 

a) will reject a proposal for award if it determines that the Bidder recommended for award has 
engaged in corrupt or fraudulent practices in competing for the contract in question. 

b) will declare a firm ineligible, either indefinitely or for a stated period of time, to be awarded a 
IISc contract if it at any time determines that the firm has engaged in corrupt or fraudulent 
practices in competing for, or in executing, a IISc contract. 

2.37 Payment Terms 

For Civil works: Monthly running account bills. 

For Electrical works: 80% against the supply of material and 10% after installation and 10% after 
testing and commissioning, subject to the other provisions of the tender document. 

2.38 Work done as a sub- contractor under a prime contractor will not be considered for qualification. 
“Prime Contractor” means a firm that performs construction work itself and that the work is directly 
entrusted to the firm by the owner/ government/ local body/ quasi government/ Government 
undertaking bodies. 



3 Declaration of Tenderer 
 

Name of Work: Annual Operation and Maintenance of HT & LT Electrical installations in IISc Campus, 
Bangalore. 
 
 

3.1 I/We, declare that specifications, plans, designs and conditions of contract on which the rates have 
been quoted are completely studied by me/us before submitting this tender. 

3.2 I/We declare that I/We have inspected the work spot and have made myself/ourselves thoroughly 
conversant and satisfied as regards the field conditions prevalent there, regarding the materials, 
labour and the particulars of various leads with which the materials required to be brought for the 
work. 

3.3 I/We, declare that the rates quoted for items of works for which now tenders are called for are 
inclusive of leads with which I/We propose to bring the materials. I/We will not have any claims 
for higher leads, and my/our quoted rates are with all leads and lifts etc., 

3.4 I/We, declare that the rates tendered by me/us for this work have not been witnessed by any other 
contractor/s who has/have tendered for this work. 

3.5 I/We, declare that I/We, have understood all the conditions mentioned above and also the 
specifications stipulated in tender condition either by going through myself/ourselves or by getting 
translated into my/our own mother tongue. 

 

 

                                                                                                                                    Signature



4. Eligibility Criteria 
 

Technical Criteria: 

4.1 The bidder should have satisfactorily completed as a Prime contractor during the last seven years, 
ending March 2022 in PWD/CPWD/Railways/BSNL/MES//Central PSUs or any Government 
Department. 

a) Three similar works each costing not less than 40% (forty percent) of the estimated cost i.e. 
Rs.52,59,225 or completed two similar works each costing not less than 60% (sixty percent) of the 
estimated cost i.e. Rs. 78,88,837 or completed one similar work costing not less than 80% (eighty 
percent) of the estimated cost i.e. Rs. 1,05,18,450. 

b) Work completion certificate for having completed work of similar nature of contract certified from 
the competent authority not below the rank of Executive Engineer or equivalent shall be uploaded. 
The work completion certificate shall mention the nature of work, items of work executed, the 
agreement number & date, the value of work, the date of commencement, the stipulated date of 
completion, the actual date of completion of the work and reason for delay (if any). 

c) The bidder should have valid CLASS I (ELECTRICAL) contractor licence issued by State Electrical 
Licencing Authority.  

Financial Criteria 

4.2 The bidder should have registered for a minimum period of Ten years. 

4.3 The average annual financial gross turnover should be 30% of estimated cost in that last five years. 

4.4 The minimum annual financial turnover for the two consecutive years should be 30% of estimated cost. 

4.5 The bidder should have not incurred any loss in more than two years. 

4.6 The bidder should submit the solvency certificate from the bank for 30% of estimated cost. 

4.7 The average net worth of the bidder as of 2021-22should be not less than25% of estimated cost. 
Necessary certificate by the Charted Accountant shall be submitted. 

4.8 The bidder should have not been blacklisted by any State / Central Govt. Departments / BBMP / PSU/ 
Central PSUs/ Autonomous bodies / Institutions. 

4.9 The bidding capacity of the bidder should be 75% or more of the estimated cost. 

The bidder should possess the bidding capacity as calculated by the following formula.  

Available bid capacity = A x M x N -B, where 

A = Maximum value of engineering (Civil/ Electrical/ Mechanical as relevant to work being procured) 
works executed in any one year during the last five years (updated at the current price level), taking 
into account the completed as well as works in progress. 

M = Multiplier Factor (usually 1.5) 

N = Number of years prescribed for completion of the work in question. 

B = Value (updated at the current price level) of the existing commitments and ongoing works to be 
completed in the next ‘N’ years. 

4.10 Information on works for which tenders have been submitted and ongoing works as on the date of this 
Tender. 



 

(A) Existing commitments and on-going works: 

Description  
Of work 

Place & 
State 

Contract 
number 
&date 

Name & 
address of 

the 
customer 

Value of 
Contract in 

Lakhs 

Stipulated 
period of 

completion 

Value of work 
remaining to be 

completed in 
Lakhs 

Anticipated 
date of 

completion 

1 2 3 4 5 6 7 8 
        
        

 

[Details to be furnished with necessary work order signed from concerned project in-charge not below the 
rank of Executive Engineer or Competent Authority. The Work order/Testimonials will be verified, if 
required] 

(B) Works for which Tenders already submitted: 

Description 
of work 

Place & 
State 

Name & 
address of the

customer 

Estimated 
value of 

work 
in lakhs 

Stipulated 
period of 

completion 

Date when 
decision is 
expected 

Remark 
if any 

1 2 3 4 5 6 7 
       
       

 

4.11  Certificate from Charted Accountant stating turn over for the last five financial years is also to be 
uploaded. 

Sl.No Year Turn over 
amount 

Profit / (Loss) Remark 

1 2017-18    
2 2018-19    
3 2019-20    
4 2020-21    
5 2021-22    

 

Litigation and Arbitral Issues: 

4.12 Net pending litigations should not be more than 50% of the bidder’s net worth. 

4.13 No consistent history of court/arbitral award decisions against the bidder for the last five years. 



5 Special Conditions 

 

5.1 Establishment of Labour Camp is strictly prohibited in the premises of Indian Institute of Science 
Campus. Essential labor for round the clock work at site will be allowed with prior permission of 
Project Engineer cum Estate Officer. 

5.2 Any damage to the existing service lines during execution of work shall be rectified by the bidder at 
his own cost and risk. 

5.3 Debris shall be disposed-off to an undisputed place of Bangalore outskirts as per the direction of the 
Engineer-in-Charge, whenever required. If the item is not found in the Bill of quantities and the rate in 
the contract for haulage of debris, it shall be paid as per the KPWD SR. 

5.4 Labor employed at the site will not be allowed to use cell phones while working at the site. 

5.5 Supply of Electricity:  Electricity required for construction shall be arranged by the contractor himself. 
Electricity, if supplied to the contractor by the Institute, will be metered and the amount will be 
recovered in the bills as per actual at rates fixed by the Institute. Supplying electricity from the Institute 
is not mandatory. Non-supply of electricity by the Institute cannot be held as reason for shortfall in 
progress. 

5.6 Water supply:  The Contractor has to make his own arrangement for water supply.  However, if water 
supply to the site at one convenient point is made available by the Institute, the charges for the 
consumption of water will be borne by the Contractor at 1.50% of the value of the work items which 
require water. 

5.7 Schedule of Quantities (Bill of Quantities) is attached herewith.  It should, however, be clearly 
understood that these quantities are liable to alterations by omission, addition or variation, at the 
discretion of the Architects/Project Engineer Cum Estate Officer 

5.8 Specifications and conditions of the contract are enclosed. These should be studied carefully by the 
intending tenderers.  In the absence of specifications for any item of work, material or ingredient in the 
specifications, CPWD / KPWD specifications shall be followed and in the absence of specification for 
any item, materials are ingredient shall be fixed in all respects in accordance with the instructions and 
requirements of the Project Engineer Cum Estate Officer, the work will be the best of the kind. 

5.9 The tenderer is expected to inspect the site and acquaint himself with the local conditions and will be 
deemed to have so done before submitting the tender. The rates quoted shall be for finished work and 
shall include for all necessary incidental work. GST or any other taxes on materials/services in respect 
of this contract will be payable by the Contractor. The Contractors cannot presume any details 
regarding the contract. 

5.10 It is entirely the responsibility of the Contractor to arrange manpower required for successful 
completion of the work. 

5.11 Tenders determined to be substantially responsive will be checked by IISc for any arithmetic errors. 
Errors will be corrected by the Employer as follows. 

a. Where there is a discrepancy between the rates in figures and in words, the lower of the two will 
be governed. 

b. Where there is a discrepancy between the unit rate and the line-item total resulting from 
multiplying the unit rate by quantity, the unit rate as quoted will be governed. 



c. Where there is a discrepancy in entries of unit rate between the Original and Duplicate, the lower 
will govern. 

5.12 The Contractor should make his own arrangements to cover the all-round construction area, by 
providing polyester net/polythene sheet/barricading to avoid inconvenience to other surrounding 
departments, as directed by the Project Engineer-cum-Estate Officer of the work. 

5.13 The debris arise during the period of construction will have to be cleared then and there to keep the 
surroundings clean and tidy.  Such debris shall, if not cleared, be cleared at contractor’s risk and cost. 

5.14 The contractor shall vacate the campus premises with all his men/ materials immediately after 
completion of the project. 

5.15 The equipment data sheet as per the technical specification to be filled out by the bidder and 
uploaded along with the technical bid eligibility documents. 

5.16 These special conditions will have the overriding effect on any of the terms and conditions of the 
contract elsewhere included in the contract document repugnant to each other and in such events, only 
the condition on the issue, if any as in special condition shall only be applicable and prevails. In case of 
disputes in interpretation of any clause the decision of the Director of IISc is final thereof and binding. 

 

 
 
 

 

 

 

 

  



6 GENERAL CONDITIONS 
 
6.1 DEFINITIONS OF TERMS  

 
 In constituting these conditions and specifications, the following expressions shall have the 

meaning, therein assigned to them unless there is something repugnant in the subject of context in 
consisting with such meanings. 

6.2 Institute shall mean the “Indian Institute of Science, Bangalore”. 

6.3 “Office” shall refer to the Office of the Project Engineer cum Estate officer. 

6.4 “Contractors” shall mean the tenderer whether a firm, registered company, partnership or any 
individual whose tender has been accepted by Institute or by an Officer (duly authorized in this 
behalf) on behalf of the Institute and who has entered into agreement with Institute for due 
fulfillment of the contract and shall include the legal representatives, successors, heirs and 
assignees of the tenderer. 

6.5 “Engineer” shall mean the “Project Engineer cum Estate officer”, Indian Institute of Science, 
Bangalore or such other officer as may be appointed to call as the Project Engineer cum Estate 
officer for the purpose of the contract and shall also mean and include other officers of equivalent 
rank directly in charge of the work or any part thereof under administrative control of the Director, 
IISc, Bangalore-12. 

6.6 When the Engineer is named as final authority, it includes all the above-mentioned officers and, in 
such matters, the contractors shall have the right of appeal against the orders up to the Director, 
IISc, Bangalore, whose decision shall be final and legally binding on all the parties concerned. 

6.7 The Project Engineer cum Estate officer named as final authority for any decision taken, shall mean 
only the Director, IISc, Bangalore or his duly authorized assistant. 

6.8 The Engineer in charge shall mean the Project Engineer cum Estate officer directly in charge of the 
work or his duly authorized assistants. 

6.9 Plant shall mean and include any or all plants, machinery, tools and other implements of all 
description necessary for the execution of the work in a safe and workmen like manner. 

6.10 The expression “Works” where used in these conditions shall unless thereby something in the 
subject or contract repayment to such construction, be construed to mean the work or the works 
constructed to be executed under or virtue of the contract whether temporary or permanent and 
whether original, altered, substituted or additional. 

6.11 “Contract and contract document” shall mean and include the notice inviting tenders, 
proceedings of the pre bid meeting, the stamped agreement, conditions of contract, specifications 
and Schedules ‘B’, drawings and all other connected documents with tender schedule. 

 
6.12 “Specifications” shall mean the specifications annexed and where these are not specifically 

mentioned shall be as may be detailed and necessary due to particular nature of work as approved 
by the Project Engineer cum Estate officer. 
 

6.13 “Site” shall mean and include all the area in which operations in respect of the work are carried 
out. This shall also include materials stacking yards and the area where temporary structures are 



put up for installing any machinery etc. 
6.14 “Tests” shall mean such tests as are required to be carried out either by the contractor or by the 

Project Engineer cum Estate officer from time to time on completion as detailed in the specifications 
before the work is certified as being satisfactory and is taken over by the Project Engineer cum 
Estate officer. 

6.15 “Month” shall mean a Calendar month. 
6.16 “Prime contractor “means a firm that performs construction work itself and that the work is 

directly entrusted to the firm by the owner / Government / local body / Quasi Government / 
Government undertaking. Words used in singular shall also include the plural & vice-versa where 
the context so demands. 
 

6.17 CONTRACTOR TO INSPECT SITE: 
The contractor shall visit and examine the construction site and satisfy himself as to the nature of the 
existing roads or other means of communications, the character of the soil for the excavations, the 
extent and magnitude of the work and facilities for obtaining materials and shall obtain generally his 
own information on all matters affecting the execution of the work. No extra charges made in 
consequence of any misunderstanding or incorrect information on any of these points or on the 
grounds of insufficient description will be allowed. All expenses incurred by the contractor in 
connection with obtaining information for submitting this tender including his visits to the site or 
efforts in compiling the tender shall be borne by the Tenderer and no claims for reimbursement thereof 
shall be entertained. . 

 
6.18 ACCESS TO SITE: 

The Contractor is to include in his rates for forming access to the site, with all temporary roads and 
gangways required for the works. 
 

6.19 SETTING OUT: 
The Contractor shall set out the building in accordance with the plans. All grid/center lines shall 
be pegged out to the satisfaction of the Engineer. The Contractor shall be responsible for the 
correctness of the lining out and any inaccuracies are to be rectified at his own expense. He will be 
responsible for taking ground levels of the site before setting out and recording them without any 
extra charge. 
The Contractor shall construct and maintain proper benchmark at the intersection of all main walls, 
columns, etc., in order that the lines and levels may be accurately checked at all times. 
 

6.20 TREASURE TROVE: 
Should any treasure, fossils, minerals, or works of art of antique interest be found during excavation 
or while carrying out the works, the Contractor shall give immediate notice to the Engineer of any such 
discovery and shall make over such finds to the Institute. 
 

6.21 ACCESS FOR INSPECTION: 
The Contractor is to provide at all times during the progress of the works and the maintenance period 
proper means of access, with ladders, gangways etc., and the necessary attendants to move and adapt 
as directed for the inspection of measurement of the works by the Engineer or their representatives. 

 
6.22 ATTENDANCE UPON ALL TRADERS: 

The Contractor shall be required to permit tradesmen/ Specialized agencies appointed by the 
employer to execute works like water supply, Sanitary, Electrical installation, lifts, air conditioning, 



hardware and other specialized works. The contractor shall also permit the above-mentioned agencies 
to use his scaffolding and retain the scaffolding till such works are completed. The rates quoted by the 
contractor shall be inclusive of the above facility. 
 

6.23 GATEKEEPER AND WATCHMAN: 
The Contractor from the time of being placed in possession of the site must make arrangements for 
watching, lighting and protecting the work, all materials, workmen and the public by round the clock 
on all days including Sundays and holidays at his own risk and cost. 
 

6.24 STORAGE OF MATERIALS: 
The Contractor shall provide for necessary sheds of adequate dimension for storage and protection of 
materials like cement, steel, lime, timber and such other materials including tools and equipment 
which are likely to deteriorate by the action of sun, wind, rain or other natural causes due to exposure 
in the open. The cement storage site shall be leak proof and shall hold at least 4 months requirement. 
All such sheds shall be cleared away and the whole area left in good order on completion of the 
contract to the satisfaction of the Engineer. 

 
All materials which are stored on the site such as bricks, aggregates etc., shall be stacked in such a 
manner as to facilitate rapid and easy checking of quantities of such materials. 

 
6.25 COST OF TRANSPORTING: 

The Contractor shall allow in his cost for all transporting, unloading, stacking and storing of supplies 
of goods and materials for this work on the site and in the places approved from time to time by the 
Engineer. The Contractor shall allow in his price for transport of all materials controlled or otherwise 
to the site. 

 
6.26 W.C. AND SANITARY ACCOMMODATION AND OFFICE ACCESSORIES AND 

ACCOMMODATION: 
The contractor shall provide at his own cost and expense adequate closet and sanitary accommodation 
complying in every respect to the rules and regulations in force of the local authorities and other public 
bodies, for his workmen, for the workmen of nominated sub-contractors and other contractors / 
specified agencies working in the building, the Project Engineer of works and other Institute agents 
connected with this building project and maintain the same in good working order. 

 
The Contractor shall also provide at his own expense adequate office accommodation for the Project 
Engineer of works preferably contiguous to his office and shall maintain the same in a satisfactory 
condition and shall provide light, fan and attendant etc., for the same and shall remove them after 
completion of the works. He shall arrange to provide latest survey Instruments and at all times 
maintain the same in good working order at site, to enable the Project Engineer of works or other 
representative of Institute to check the lines and levels of the work. 

 
6.27 MATERIALS: 

Materials shall be of approved quality and the best of their kind available and shall conform to I.S. 
specifications. The Contractor shall order all the materials required for the execution of work as early 
as necessary and ensure that such materials are on site well ahead of requirement for use in the work. 
The work-involved calls for high standard of workmanship combined with speed and to the entire 
satisfaction of the Project Engineer. 

 



6.28 TO ASCERTAIN FROM CONTRACTORS FOR THE OTHER TRADES. 
The Contractor shall ascertain from all agencies / Sub-contractors all particulars relating to their work 
with regard to the order of its execution and the position in which chases, holes and similar items will 
be required; before the work is taken in hand as no patch works shall be allowed for cutting away 
work already executed in consequence of any neglect to ascertain these particulars beforehand. 
 

6.29 SAMPLE APPROVAL: 
Before ordering materials, the Contractor shall get the samples approved from the Project Engineer 
cum estate officer well in time. 
 

6.30 TESTING OF WORK AND MATERIAL: 
The Contractor shall, if required by the Engineer arrange to test materials and/or portions of the works 
at his own cost in order to prove their soundness and efficiency. If after any such test the work or 
portion of works is found in the opinion of the Engineer to be defective or unsound, the Contractor 
shall pull down and redo the same at his own cost. Defective materials shall immediately be removed 
from the site at his own cost. 
 

6.31 FOREMAN AND TRADESMEN: 
All Tradesmen shall be experienced men properly equipped with suitable tools for carrying out the 
work of carpentry and joinery and other specialist trades in a first-class manner and where the 
Engineer deem necessary, the Contractor shall provide such tools which are considered necessary for 
carrying out of the work in a proper manner.  
 
All such tradesmen shall work under an experienced and properly trained Foreman, who shall be 
capable of reading and understanding all drawings, pertaining to this work and the contractor shall 
also comply with other conditions set out in different clauses of the conditions of the contract. 

 
6.32 PROJECTPROGRAMME OF WORKS AND WEEKLY PROGRESS REPORT: 

 
a) Organization chart: 
The contractor should submit the proposed organization chart for the project including the details of 
staff to be deployed full time on site to the approval of Project Engineer, where the PROJECT 
ENGINEER raises any objection to either the qualification or experience or required professionalism 
of any of the staff deployed by the contractor, the same shall be replaced by suitably competent person 
to the approval of PROJECT ENGINEER within 7 days. 

 
b) Program chart: 
The Contractor shall furnish the detailed programme of execution for timely completion of the project 
(inclusive of rainy season). Such a detailed program of works prepared using Industry Standard 
Scheduling Software like MS Project 2000 or Primavera shall be submitted by the Contractor within 
ten days after receiving communication of tender acceptance. As per the detailed drawings and 
schedule of quantities; the contractor shall work out concurrent activities with start and finish times, 
integrating of all tasks with interface and milestone event drawn and to evaluate for reduction in 
total project duration through improved over lapping of tasks and activities where feasible. The 
Contractor shall plan for improved planning and scheduling of activities and forecasting of resource 
requirements, ability to use the computer effectively to produce timely valid information for Project 
Management purpose. Accordingly, PERT; CPM Networking shall be drawn. GANNT charts shall 
also be furnished. The Contractor shall also furnish necessary particulars to the Project Engineer of 



works for compiling weekly progress reports in the form furnished by the Institute. A monthly 
financial programme shall also be submitted. 
 

6.33 CLEARING OF SITE: 
The contractor shall after completion of the work clear the site of all debris and left-over materials at 
his own expense to the entire satisfaction of the Institute. The same should be carted out of the Institute 
at his own cost. 
 
The contractor shall also clear the labour camp/RMC plant of all types of permanent/temporary 
structures, soak pits, sump, septic tanks or any other such installations as identified by the PROJECT 
ENGINEER to the entire satisfaction of the Institute. The debris/excess stuff shall be carted out of the 
Institute at his own risk and cost.   

 
6.34 PHOTOGRAPHS: 

The Contractor shall at his own expense supply to the Institute photographs in duplicate copies not 
less than 25 cm x 20 cm. (10” x 8”) along with soft copy, of the works taken from all the portions of the 
building at intervals of not more than one week during the progress of the work, or at every important 
stage of construction, as directed by the Project Engineer of work.  

 
6.35 PROVISION OF NOTICE BOARD: 

The   Contractor shall provide a notice board on proper    supports   3m x 2m (10' x 6') in a position 
approved by the Engineer. He shall allow for painting and lettering stating name of work; name of 
Architects; Structural Consultants; General Contractor and Sub-Contractors. All letters except that of 
the name of the work shall be in letters not exceeding 5 cm. in height and all to the approval of the 
Engineer. Proper barricading shall be erected all-round the site before commencement of the work. 

 
6.36 PROTECTION: 

The contractor shall properly cover up and protect all work throughout the duration of work until 
completion, particularly masonry, moldings, steps, terrazzo or floor finishes, staircases and 
balustrades, doors and window frames, plaster angles corners lighting and sanitary fittings, glass, 
paint work and all finishing. 

 
6.37 PREPARATION OF BUILDING FOR OCCUPATION AND USE ON COMPLETION: 

The whole of the work shall be thoroughly inspected by the Contractors and all deficiencies and defects 
set right. On completion of such inspection, the Contractor shall inform the Engineer in writing that he 
has finished the work and it is ready for the Engineer's inspection.  

 
On completion, the Contractor shall clean all windows and doors and all glass panes, including 
cleaning of all floors, staircases and every part of the building including oiling of all hardware. He will 
leave the entire building neat and clean and ready for immediate occupation and to the satisfaction of 
the Engineer. 

 
6.38 The tenderer must understand clearly that the rates quoted are for complete items of works 

including charges due to materials, labour, all lead and lift, HOM of plant and machineries, 
scaffolding, supervision, service works, power, all types of royalties, GST, labor cess, all types of taxes 
payable to the Govt and local bodies, overhead charges, etc., and includes all extra to cover the cost of 
night work if and when required and no claim for additional payment beyond the prices or rates 
quoted will be entertained for payment subsequently towards any claims on the grounds of 



misrepresentation or on point that he was supplied with information given by promise or guarantee 
by the Institute, or by any person whether member of or employee in Institute  will not be entertained. 
Failure on the contractor’s part to obtain all necessary information for the purpose of submitting his 
tender and quoting rates therein shall not absolve him of any risk or liability consequent upon the 
submission for tender. 

6.39 All the works shall be carried out as per specifications prescribed by BIS, National Building code, 
CPWD / KPWD specifications, relevant IS codes or as directed by the Project Engineer in the absence 
thereof. 

6.40 In case there is any conflict in the specifications and drawings the decision of the Project Engineer 
cum Estate officer shall be final and binding on the contractor. 

6.41 All the materials shall be got approved by the Project Engineer cum Estate officer before use. 
6.42 The rates quoted for in individual items shall include labour, cost of materials conveyance and lift 

charges for all materials required for successful completion of work and all taxes payable to any 
authority as per rules in vogue from time to time. 
 

6.43 Necessary pillars shall be constructed by the Contractor for benchmark at no extra cost as directed 
by the Project Engineer. 
 

6.44 Site order book shall be maintained in the work spot and the contractor shall sign in the order book 
in token of having gone through the instructions issued by the inspecting officers and carryout the 
instructions promptly. 

6.45 In the work spot the contractor shall provide suitable temporary office with a covered area of 1000 
sq.ft matching that of the Contractor’s office with necessary furniture for use of Institute as directed 
by the Project Engineer for which no extra payment or compensation shall be claimed. The furniture 
however will after completion of the work, be the property of the contractor and shall remove them 
at the close of the contract. 
 

6.46 The contractor shall take all precautions against damage from accident. No compensation will be 
allowed to the contractors for their tools and plant materials lost or damaged from any cause. The 
contractor is liable to make good the structure or plants damaged by any other cause at his own cost. 
The Institute will not pay the contractor for corrections or repairing any damaged portion of work 
done during construction. 

6.47 The contractor shall employ adequate no. of skilled & unskilled labours required for successful 
timely execution of work. He shall submit daily reports to the Engineer in charge regarding the 
strength of labour employed both skilled and unskilled. 
 

6.48 The contractor shall furnish weekly medical report showing number of persons ill or incapacitated 
and nature of their illness, to the Project Engineer. 
 

6.49 The contractor shall furnish a report of any accident which may occur within 24 hours of its 
occurrence to the Project Engineer. 
 

6.50 The contractor shall keep on site of work a qualified Engineer as required as per rules of registration 
as their authorized representative who will receive all instructions given from the Institute officers. 
The representative shall have permanent office at site of work where communications can be sent and 
notices can be served by the Project Engineer throughout the duration of work.  
 

6.51 Prior approval should be obtained from the Project Engineer for the construction and location of 



the temporary site office, store sheds and labour quarters, within the premises of the site, similarly the 
contractor shall get approval of the Project Engineer regarding the areas to be utilized for stacking the 
materials etc., for the work.        

6.52 Reference to detailed specifications is indicated against the items contained in Schedule 'B', in case 
there is any item for which no detailed specifications is indicated, it shall be carried out as per 
specifications intimated by the Project Engineer. The contractor shall not be entitled for any extra 
claims or compensation on this account. In case of additional or extra items not covered by the 
Schedule ‘B’, the contractor shall carry out the work as per specifications intimated by the Project 
Engineer. 

6.53 The Engineer shall have the right to direct the contractor to progress the various items of works in 
the manner prescribed by him. 

6.54 Failure to adhere to any of the above will be sufficient cause for taking action under clause (2) or 
clause (3) or both along with their sub clauses of conditions of contract. 
 

6.55 Contractor shall make arrangements at his own cost to construct approach road for conveyance of 
materials etc., preferably on the alignment accepted by the Institute to procure land etc. for housing, 
staff and workmen near the site of the work. 
 

6.56 It is not possible for the Institute to release any quarry (metal and sand etc.,) for this work. The 
contractor has to make his own arrangements.  No claim regarding leads and lift will be accepted. 

 
6.57 The contractor has to make his own arrangements in regard to power supply and water required 

for construction and drinking water facilities. 
 

6.58 Tool, Tax, Octroi, Royalty for collecting earth, gravel, sand, stone, excise duty, GST, labour cess or 
any other tax payable on account of this contract shall be met by Contractor. 
 

6.59 The contractor shall be entirely responsible for sufficiency of the scaffolding, timbering, machinery, 
tools, implement and generally of all means used for fulfillment of the work. Whether such means 
may not be approved or recommended by the Project Engineer, the contractor must accept at his own 
cost all risks of accidents or damages. 
 

6.60 After completion of the work, service drawings as per actual execution in Auto CAD should be 
submitted by the agency for services such as Electrical, Water supply and Sanitary before submission 
of final bill. 

 
6.61 Extra care shall be taken regarding the laborers by providing waist belt, Helmets scaffolding etc. at 

your own cost and supervision and shall be carried out as per the directions of the Project Engineer.
          

6.62 WORKMANSHIP AND LABOUR: 
The quality of all materials, tools, operators and labour used on the work shall be subject to the 
approval of the Project Engineer cum Estate officer or his authorized agent who shall have power to 
order immediate removal by the contractor any of the above that may not meet with his approval. 
 
In case of failure to carry out orders of removal within the time specified, the Project Engineer or his 



authorized agents shall get the same removed at the contractor’s expense. 
 

6.63 KEEPING DRY AND PUMPING:   
Unless otherwise provided for in the contract, the contractor will at his own expense keep all portions 
of the work free from undue water, whether due to springs, soakage or inclement weather and will 
use his own implements and machinery for this purpose. 
 

6.64 BAILING OUT OR DEWATERING:  
Adequate arrangements shall be made by the contractor for dewatering the foundation trenches and 
excavation and keeping the same dry while the masonry or concrete work is in progress and till the 
Project Engineer considers that the mortar is sufficiently set. 
 
The rates for the various items include the cost of shoring, strutting, coffer dam, channels or other 
incidental devices necessary for diverting the water met within foundation. The cofferdam and the 
diversion channel shall, however, be maintained in good and working condition till the completion 
of the structure or until such time, as in the opinion of the Project Engineer till the coffer dam or/and 
diversion channel is no longer necessary.  Bailing out water necessitated by the failure to maintain the 
cofferdam and diversion channel will not be paid for separately under any conditions. 

 
No extra rate shall be paid for removing any stuff outside, which might find excess due to rains or for 
reasons whatsoever from the sides or bottom of the foundation trenches and excavation or from also 
where when the dewatering operations are in progress. 
 
The contractor must assure himself by making the necessary investigation regarding the depths to 
which foundations are likely to go.  If any work is ordered to be done beyond dimensions or 
deviations marked in the drawings, no extra rate other than the rate for the Undertaking of work 
quoted by the contractor be paid. 

 
The contractor will make himself arrangements for necessary plant such as Pump, engines, and other 
materials required in this connection. 
 

6.65 FACILITIES FOR INSPECTION:   
The work at all times be open for inspection by the Project Engineer or his duly authorized Assistant 
and the contractor shall arrange easy access to every part of the work and shall provide such ladders, 
scaffolding and lifts for this purpose as necessary at his own cost. 
 

6.66 DELIVERY OF WORKS:  
The final bill will be prepared after the work is handed over to the Project Engineer or his duly 
authorized representative in a thoroughly complete, clean, sound and workman like state. 
 

6.67 EXTRA ITEM:  
Whenever the contractor is ordered by the Project Engineer or the person duly authorized by him to 
execute any item of work, which is not in his tender, it shall be the contractors duty to see that the 
order is duly entered in the order book on the work, unless a separate communication to this effect is 
received by him, it shall be his duty to get the rates sanctioned for the item by the appropriate 
authority.  For any extra item of work not thus ordered either by any entry in the order book or 



separate communication, the contractor shall have no claim to payment. 
 

6.68 COMPLIANCE WITH BYELAWS AND PROTECTIONS AGAINST ACCIDENTS, ETC:   
Contractor is responsible for complying with all acts, bye-laws, Municipal and other regulations for 
the provision and maintenance of lights during nights, barricading, providing any other protection 
that may be necessary and will be liable for all claims that may arise from accidents of nuisance caused 
by works. 
 

6.69 DISPUTES:  
Disputes on the points between the Project Engineer and the contractors shall be referred to the Center 
for campus management and Development, whose decision shall be given in writing and shall be final 
and binding on the contractor. 
 

6.70 TOOLS ETC.,  
The contractor shall unless otherwise specially stated in the contract, be responsible for the payment 
of all import duties, octroi duties, GST, quarry fees etc., on all materials and articles brought to site. 

6.71 CLEARANCE OF SITE:  
The site described and shown on the plan is to be cleared of all obstruction, loose stones and materials, 
rubbish of all kinds of shrubs and brushwood, the roots being entirely removed. 
The products of the cleaning to be stacked in such a place and manner as ordered by the Project 
Engineer. 
 
In jungle clearing all trees not marked for preservation, jungle wood and brushwood shall be cut down 
and their roots entirely removed up.  All wood and materials from the clearings will be property of 
the Institute and should be stacked as the Engineer in charge directs. Trees shall not be cut without 
prior permission of the Institute.  
All holes or hollow, whether originally existing or produced by digging up roots, shall be carefully 
filled up with earth well rammed to the required density and leveled off, as may be directed. 
 

6.72 LINE OUT:  
The contractor shall use necessary measuring instruments, theodolite, workstation and other materials 
like flags, strings, pegs, nails, pillars, paints, etc., and also Labour required for ascertaining of the initial 
ground levels at the different stages of excavation and   construction of masonry or other structures at 
his own cost. Any dispute in regard to the accuracy of the measuring instruments and the device shall 
be subjected to the final decision of the Engineer-in charge of the work.  
 

6.73 MACHINERY:  All the machinery that will be employed on the work shall be approved, efficient 
and thoroughly, complying with the specifications of each machine or parts and shall have been 
manufactured by reputed and qualified firms. All the machinery employed on the work shall be open 
to inspection at all working hours, by the Project Engineer and any defect shall be rectified, repaired, 
replaced, renewed or remodeled so that its performance   in the opinion of the Project Engineer is 
satisfactory.  Any defective part of the machine, which requires replacement, shall be promptly 
replaced, failing which the Engineer-in-charge, shall be at liberty to cause the defective fittings 
removed from site of work at the cost of the contractor. 
 

6.74 OPERATORS: The machines shall be in charge of efficient and trained operators, which terms shall 
include drivers, mechanics or other personnel who are actually operating the machines.  The Engineer 
in-charge has the right to test operators, etc., as deemed necessary by him for the class of machinery, 



which he is to operate and shall drive out such of the operators who fail in the tests. 
 

6.75 SAFETY PRECAUTION:  All reasonable safety precautions for the safety of workers shall be taken.  
The contractors shall be responsible for the maintenance of all regulations under the Factory Act, 
workmen’s compensation.  Minimum wages act and other act for the safety and welfare of the workers 
employed by him.  In addition, the contractors shall provide adequate protection to all workers 
employed by him against natural elements such as rain, sun, wind etc., during working hours and 
provide free, pure protected drinking water during working hours. 
 

6.76 NON-STOP OPERATION:  
In the continuous or non-stop operations suitable shifts or working hours for each shift shall be 
maintained.  The contractor is liable for all reasonable extra payment for all extra hours of work done 
by the workers employed by him. 
 

6.77 TESTS:  
The Project Engineer cum Estate officer or his authorized representatives shall have full scope and 
right of entry at all times to examine and test, measure, count, weigh, take bores, or in any manner 
satisfy himself that the work executed is according to the specifications and required strength.  Any 
portion of work got disturbed, during such tests, shall be made good by the contractors, without extra 
cost.  The Engineer in charge has the right to change the design proportions, mixes within reasonable 
limits to ensure requisite strength of the structure.  Laboratory for requisite tests shall be established 
by the Contractor at site only, at his own cost. 
 

6.78 ADEQUATE ARRANGEMENTS TO ACHIEVE PROGRESS:  
The Project Engineer shall have the right to advise the contractor on the strength, quality and nature 
of labour to be employed on work to maintain progress on the work, commensurate with the strength 
of structure.  Similarly, he shall advise the contractor on the nature and adequacy of the machinery 
that are required on the work. 
 

6.79 DETAILS TO BE FURNISHED FOR ENGAGING SUB-CONTRACTOR FOR SPECIALISED 
WORKS:  
The tenderer shall be required to engage agencies of standing and repute who have experience in 
executing works of similar nature and magnitude. Such specialized trades cover electrical 
installation (HT/LT), Lifts, A.C. sanitary and water supply works, firefighting installation and any 
such other trades as may be directed by the Institute. The successful tenderer shall be required to 
engage Sub-agencies for such specialized trades only with the prior written approval of the Project 
Engineer cum Estate officer after giving an opportunity to the Project Engineers Estate officer to 
evaluate the experience and competence of the sub-agency for each trade. In order to ensure 
implementation of this requirement, it is required that each tenderer shall submit along with his 
tender, names of three sub-agencies for each trade amongst whom tenderer proposes to engage if 
successful in the tender. Along with names of sub-agencies for each trade, the tenderer shall furnish 
in detail the following particulars in respect of each sub-agency.in the format furnished in Technical 
Bid. 
 
All such information concerning sub-agencies shall be furnished along with the tender. Any tender 
containing insufficient information in this regard is liable for rejection. In the event of non-
compliance of this requirement, the Institute shall have the right to nominate any sub-agency who 
in their opinion meets the selection criteria. In such event it would be incumbent on the successful 



tenderer, to accept and appoint then nominated sub-agency without demur and on this account, if 
there is any additional cost, such cost shall be borne by the successful tenderer. The Institute shall 
have no liability on this account. The Institute has the right to evaluate the experience, reputation 
etc., of such sub-agencies and on their approval in writing to the successful tenderer, successful 
tenderer shall be required to engage only such approved agencies for execution. 
 
If the Institute is not satisfied with the performance or capability of the names in the panel 
furnished by the tenderer, the successful tenderer shall be required to engage an agency nominated 
by Institute. In all these matters, there shall be no additional financial implication to the Institute. 
The successful tenderer shall be required to execute works within the accepted rates only and no 
claim will be accepted due to the Institute, insistence on engaging any sub-agency. The Institute 
further reserves the right to instruct the successful tenderer to terminate the work of sub-agency at 
any time during the contract, if the performance is found unsatisfactory. In such case, the successful 
tenderer shall be required to furnish a further panel of names from whom a similar selection can 
be made by the Institute In this instance also, the Institute is not liable for any additional cost. 
Responsibility for the delay occurred in this process, if any shall rest with the successful tenderer. 
 
It is the responsibility of the successful tenderer to ensure that the sub-agencies engaged in the 
work comply with all the clauses in the agreement between the Institute and the successful tender. 
It shall be responsibility of the successful tenderer to exercise first line supervision on the works 
executed by his sub agencies including supervision on the quality of materials and workmanship 
and to ensure that the sub agencies comply with the technical specifications, drawings and bill of 
quantities. The successful tenderer shall also establish competent site organization technically and 
administratively to ensure that the works of various sub-agencies are supervised and well co-
ordinate to ensure proper sequencing of construction and finishing works and to ensure that the 
overall time schedule is fully complied with. 
The detailed construction programme schedule to be furnished by successful tenderer shall include 
action plan for procurement of materials and execution of works at site for each of the sub-agency 
and the detailed construction programme schedule shall reflect proper integration of each 
component of the building to ensure well-coordinated execution so as to complete the project 
including services within the stipulated time schedule. 

 
6.80 Existing service lines such as electrical, water supply, sewer lines, telephone lines etc., shall be 

carefully protected and preserved before commencement and during excavation, dismantling 
/demolition operations. Details of Facilities shall be provided to the successful tenderer. Any 
damage caused to the aforesaid service lines, etc., during excavation, demolition/dismantling shall 
be made good at Contractor’s own expense/cost. Restoration of any service lines, which needs to 
be shifted and found in the proposed site, is the responsibility of the contractor and the agency 
shall carry out the work as per the direction of Project Engineer the cost of such work will be borne 
by the Institute. 

6.81 Dust nuisance to neighbour shall be minimized by providing and erecting screens to the required 
height as per direction of Project Engineer cum Estate officer with Aluminum sheets or canvas or 
other suitable material before commencement of the work. The site shall be cleared off such 
protection arrangement after virtual completion of work. All the operations shall be carried out 
strictly in accordance to regulations of municipal and other local authorities and shall be restricted 
to normal working hours. 

 
 
 

6.82 No debris or materials got from dismantlement/demolition the building(s) shall be thrown in 
the public road causing inconvenience to the traffic and any fine or penalty imposed by local 



authority for non-compliance of this provision shall be borne by the contractor.   
          

6.83 The Contractor shall be responsible for any injury to persons, animals, or things and for all 
structural damage to property which may arise from the operation or neglect of himself and or any 
nominated sub-contractors, contractor's Employees and or third party whether such injury or 
damage arising from carelessness, accident or any other cause whatsoever, in any way connected 
with the carrying out the construction/dismantling/demolition. 
 

The contractor shall take required insurance cover with an approved insurance company as 
provided in the contract and deposit with the Institute well before commencement of construction/ 
demolition / dismantling. 

6.84 Preservation of trees: The contractor shall preserve all existing trees in and adjacent to the site 
which does not interfere with the construction as determined by the Engineer-in charge. 

 

6.85 Drawings and working Details: The work shall be carried out strictly in accordance with the 
approved plans and estimates and specifications and as per the instructions of the Engineer-in-
charge, and no deviations or changes are permitted without the written order of the Engineer. The 
designs and drawings enclosed with the tender documents are only typical and tentative. The 
working drawings and the working details of the several components of works will be prepared 
and made available at the time of execution and the contractor shall carryout the work in 
accordance with such working drawings and working details. 

6.86 Omissions and discrepancies in drawings and instructions: 
In all cases of omissions, doubts or discrepancies in the dimensions or discrepancies in the 
drawings and item of work, a reference shall be made to the Project Engineer cum Estate officer, 
whose elucidation and elaboration shall be considered as authorized. The Contractor shall be held 
responsible for any error that may occur in the work through lack of such reference and 
precautions. 
 

6.87 The contractor shall be responsible for accuracy for all shapes, dimensions, and Alignments both 
vertical and horizontal etc., of all the components of the work. 
 

6.88 Lands for the use of the Contractors Camp: 
The contractor shall have to make his own arrangements at his own cost for construction of living 
accommodation outside the IISc premises. The Employee shall not provide any space / building 
for labour camp. 
 

6.89 Undesirable Person to be removed from site: 
The contractor shall not employ on site any person who is undesirable, if in the opinion of the 
Project Engineer the person or persons at site of work employed on behalf of the contractor is/are 
considered undesirable. The Project Engineer shall notify the contractor to this effect and the 
contractor will be bound by the decision of the Project Engineer to remove such person or persons 
from the site of work and from the labour camp. The contractor shall not be entitled to any damage 
or loss on this account. On the contrary, the contractor shall be liable to compensate the Institute 



for any loss or damage to the Institute property caused by the employment of such person. 
 

6.90 Labour Statistics: 
The contractor shall submit daily reports on the following: 
(a) Total No. of labour employed in the working area. 

 
6.91 Execution of work during nighttime: 

The work shall normally be carried out between 08.00 hours and 17.00 hours with a break of one 
hour and when permitted during night period, the second shift shall be between 17.00 hours and 
00 hours with a break of half an hour during night. When ordered to work at night, adequate 
provision for lighting the working area should be made by the contractor at his cost and got 
approved by Engineer. The agency shall not be paid extra for the works executed during night. 
 

6.92 Safety code: 
a) The Contractor at a prominent place at work spot should bring these safety provisions to 

the notice of all concerned by display on notice board. The persons responsible for 
compliance of the safety code shall be named therein by the contractor. 

b) To ensure effective enforcement of the rules relating to safety precautions, the arrangement 
made by the contractor shall be open to inspection by the Labour Officer, Engineer or his 
representatives. 

c) All necessary personal safety equipment’s as considered adequate by the Engineer should 
be kept available for immediate use of persons employed at the site and maintained in the 
good condition and the contractor should take adequate steps to ensure proper use of 
equipment by those concerned. 

d) Workers employed on mixing concrete, cement grout, cement mortar shall be provided 
with protective footwear protective goggles and protective gloves. Those engaged in 
mixing or stacking cement or any materials injurious to the eye, nose and mouth shall be 
provided with a face mask and protective cover free of cost by the contractor. 

e) Those engaged in welding work shall be provided with welder's protective eye Shield and 
gloves. Stonebreakers shall be provided with protective goggle and protective clothing and 
seated at sufficiently safe intervals. 

f) Those engaged in binding and fabricating steel shall be provided with protective gloves. 
g) Those engaged in deep cuts, large rock excavation shall be provided with helmets. 
h) All labour / persons at work shall wear helmet compulsorily. 
i) When the work is near any place where there is risk of drowning all necessary equipment’s 

shall be kept ready for use and all necessary steps taken for prompt rescue of any person in 
danger and adequate provisions should be made for prompt first aid treatment of all 
injuries likely to be sustained during the course of work. 

j) Adequate and suitable caution and danger signal boards shall be prominently exhibited at 
road/high tension overhead line/where heavy electrical machines are working where 
overhead cranes or hoist; derricks, winches are working where blasting zone is demarcated. 
The content of the board shall be in English and the local language for easy identification. 

k) All scaffolding, ladder, stairways, gangways, staging, centering, form work and temporary 
support and safety devices etc., shall be sound in strength and constructed and maintained 
as such throughout its use. The agency shall obtain approval from Project Engineer cum 
Estate officer for scaffolding, formwork etc., before commencement of work. 

l) No materials on any site of work shall be so stacked as to cause danger or inconvenience to 



any persons or public. 
m) The Contractor shall provide all necessary fencing and lighting to protect the 

public/working men from accident and shall be bound to bear the expense of defense of 
every suit action or other proceedings of law that may be brought by any person for injury 
sustained owing to neglect of the above precautions and to pay any damages and cost, 
which may be awarded in any such suit action or proceedings to any such persons or which 
may with consent of the contractor be paid to compensate any claims by any such person. 

n) No electric cables or apparatus, which is liable to be a source of danger to persons, 
employed shall remain electrically charged unless a caution Board is put into that effect and 
close approach to the same is prohibited. 

o) All practical steps shall be taken to prevent danger to persons employed from risk of fire or 
explosives. No floor, roof or other portion of any building used for residence shall be so 
over-loaded with debris or materials so as to render it unsafe. 

p) The final disposal of water used for work or removed from work spot as well as the supply 
used for domestic consumption shall be as directed by the Engineer. The contractor shall 
make his own arrangement for purification of domestic water supply used by his staff and 
labour colony and used on the site of work to the satisfaction of the Engineer. 

 
q) The source of drinking water supply/distribution system in workers colony shall be 

protected from chances of contamination by poisonous materials epidemic causing 
infections bacteria etc., by maintaining the source and system under adequate hygienic 
conditions. 

r) Notwithstanding the above clauses, there is nothing in this to exempt the contractor to 
exclude the operations of any other Act or Rules in force of the Central Govt., State Govt. 

 
6.93 AWARENESS OF SITE CONDITIONS AND CARRYING OUT OF SITE INSPECTION 

PRIOR TO TENDERSUBMISSION: 
 
Prior to the preparation and submission of his Tender, the Contractor shall make visits to the site 
and carry out all the necessary inspections and investigations in order to obtain all information and 
to make his own assessment of the conditions and constraints at site, including the means of access 
to it. The Contractor shall make himself aware of all the features of the site and the working 
conditions and space and shall, in general, be responsible for obtaining all the necessary and 
requisite information needed for him to prepare and submit his Tender. 
Should the Contractor require any clarifications he shall seek these in writing from the Project 
Engineer before submitting his Tender. At no stage will any extra claims be entertained or allowed 
on any matter or for any reason arising from or as a consequence of the Contractor's failure to 
comply with all the requirements stipulated in this Clause. 
 

6.94 WORK AND WORKMANSHIP 
To determine the acceptable standard of workmanship, the Project Engineer may order the 
Contractor to execute certain portions of works and services under the close supervision of the 
Project Engineer. On approval, they shall label these items as guiding samples so that further works 
are executed to conform to these samples. 
 

6.95 TEST CERTIFICATES 
The contractor shall submit copy of test certificates for all the major electrical equipment such as 
circuit breakers, CTs, PTs, instruments, relays, bus ducts, rising mains, bus bars, cables etc., and 



panel as a whole, confirming to relevant IS/BIS standards issued by manufacturers. 
 

6.96 SAMPLES AND CATALOGUES 
Before ordering the material necessary for these installations, the contractor shall submit to the 
Engineer-in-Charge/Consultants for approval, a sample of every kind of material such as cables, 
conductors, conduits, switches, socket outlets, circuit breakers, lighting fixtures, boxes etc., along 
with the catalogues with their dimensional details. 
For major items such as high mast poles, sub lighting panels, distribution boards, the submission 
of drawings/catalogues along with technical details shall be enough. Prior to ordering any 
electrical equipment/material/system, the contractor shall submit to the Engineer-in-
Charge/Consultants the catalogues, along with the samples, where applicable, from the approved 
manufacturer. The contractor shall arrange inspection and testing at the manufacturer's factory or 
assembly shop for final approval. No material shall be procured prior to the approval of the 
Engineer-in-Charge/Consultant. 
 
Also, the contractor shall ensure that the dimensional details of the equipment fit into the allotted 
space provided in the building. 
 

6.97 COMPLETION CERTIFICATE 
On completion of the electrical installation a certificate shall be furnished by the contractor 
countersigned by the licensed supervisor, under whose direct supervision the installation was 
carried out. 
 

6.98 PERFORMANCE GUARANTEE 
The contractor shall indemnify the Institute against defective materials and workmanship for a 
period of one year after completion of the work. The contractor shall also hold himself fully 
responsible during that period for reinstallation or replacement at free of cost to institute, the 
following: 
Any defective work or material supplied by the Contractor. 
 
Any material or equipment damaged or destroyed as a result of defective workmanship by the 
contractor. 
 

6.99 RATE ANALYSIS 
At anytime and at the request of the Project Engineer the contractor shall provide details or 
breakdown of costs and prices of any part or parts of the works. 
 

6.100 The Project Engineer reserves the rights to delete any item from the contractor’s scope of work. 
 
 
 
 
 
 
 
 
 

7.  CONTRACTOR’S LABOUR REGULATIONS 



7.1 DEFINITION:  
In these regulations unless otherwise, expressed or indicated the following words and expressions shall 
have the meaning hereby assigned respectively that is to say: 
 
Labour means workers employed by the contractor or the Institute directly or indirectly through sub-
contractor or any other person, or any agent on his behalf on a payment as per prevailing Karnataka State 
labour regulations and will not include supervisory staff like overseers etc. 
 
Fair wages means whether for item or place of work notified at the time of inviting tenders for the work 
and where such wages have not been so notified, the wages prescribed by the Karnataka Public Works 
Department for the district in which the work is done.  
 

Contractors shall include every person whether a sub-contractor head or agent employing labour on the 
work taken contract. 
 The relevant orders of Government of Karnataka in regard to payment of wages as amended from time to 
time shall be followed by the contractor.  
 
7.2 WORKING HOURS:  
Normally working hours of a labour employed should not exceed 8 hours a day. The working day shall be 
so arranged that inclusive of interval for rest if any, it shall not spread over more than 12 hours on any day. 
 

When a worker is made to work for more than 8 hours on a day or for more than 48 hours in any week, he 
is entitled to double the ordinary rate of wages. Children shall not be made to work.  
 

Every worker shall be given a paid weekly holiday normally on Sunday.  
 
7.3 DISPLAY OF NOTICE REGARDING WAGES ETC.  
The contractor shall (a) before he commences his work on contract, display and correctly maintain in a 
clean legible condition in conspicuous places on the work, notices in English and in the local language 
spoken by the majority of the workers, giving the rate of wages which have been certified by the Regional 
Labour Commissioner, as fair wages and the hours of work which such wages are earned, and a copy of 
such notices shall be sent to the certifying officers.  
 
7.4 PAYMENT OF WAGES:  
Wages due to every worker shall be paid to him direct.  
 

7.5 FIXATION OF WAGES PERIODS:  
The contractor shall fix the wages period of which the wages shall be payable.  
Wages of every worker employed on the contract shall be paid. 
 

In case of establishments in which the wage period is one week, within three days from the end of the wage 
period wages shall be paid. In the case of other establishment before the expiry of the 7th day or 10th day 
from the end of the wage period according to the numbers of the workers employed in such establishment 
does not exceed 100 or exceeds 1000. 

 
  



When the employment of any workers is terminated by or on behalf of the contractor the wages earned by 
him shall be paid before the expiry of the days succeeding the one which his employment is terminated.  
All payment of wages shall be made on a working day except when the work is completed before the expiry 
of the wages period in which case final payment shall be made within 48 hours of the last working day at 
work site and during the time.  
NOTE: The term working day means a day on which the labour is employed, and the work is in progress.  
 
7.6 FINES AND DEDUCTIONS WHICH MAY BE MADE FROM WAGES:  
The Wages of workers shall be paid to him without any deductions of any kind except the following 
deductions:  
Deductions for absence for duty i.e., from the place or the places whereby the terms of his employment he 
is required to work. The amount of deductions shall be in proportion to the period for which he was absent. 
 
Deductions for damage or loss of goods expressly entrusted to the employed person for custody or for loss 
of money or any other deduction which he is required to account, where such damage or loss is directly 
attributable to neglect or default.  
 
Deduction for recovery of advance or for adjustment of over payment of wages, advance granted shall be 
entered in a register. 
 
And other deductions which the Institute may from time to time allow.  
 
7.7 Fines:  

 
No fine shall be imposed on any worker save in respect of such acts and the Commissioner of Labour has 
approved omissions on his part as.  
 
No fine shall be imposed on a worker and no deduction for damage or loss be made from his wages until 
the worker has been given an opportunity. Undertaking of showing cause against such fines or deductions.  
 
The total amount of fines which may be imposed in any one wage period on a worker shall not exceed an 
amount equal to the wages payable to him in respect of that wage period.  
 
No fine imposed on any worker shall be recovered from him by instalments or after the expiry of sixty 
days from the date which it was imposed.  
 
Every fine shall be deemed to have imposed on a day of the act or omission in respect of which it was 
imposed.  
 
The contractor shall issue an employment card in Form III to each worker on the day of the worker’s entry 
into the employment. If the worker has already any such card with him for the previous employment of 
contractor, he shall merely endorse that employment card with relevant entries. On termination of 
employment, the employment card shall again be endorsed by the contractor and returned to the worker.  
 
 
7.8 REGISTER OF UNPAID WAGES:  
The contractor should maintain a register of unpaid wages in such a form as may be convenient at the 
place of work but same shall include the following particulars:  



Full particulars of the labourer’s whose wages have not been paid.  
Reference number of the muster roll and wage register  
Rate of wages  
The period  
Total amount not paid  
Reasons for not making payment  
How the amount of unpaid wages was utilized  
Acquaintance with dates.  
 

7.9 REGISTER OF ACCIDENTS: 
The contractor shall maintain a register of accidents in such form as may be convenient at the workplace 
but the same shall include the following particulars. 
 

Full particulars of the labourers who met with accidents.  
Rate of wages  
Sex  
Age  
Nature of accidents and cause of accident  
Time and date of accidents  
Date and time when admitted in Hospital  
Date of discharge from the Hospital. 

The agency shall alone be liable to pay compensation for any damage/death /injury sustained by the 
personnel or any other members of the agency in the course of their work/duty at the Institute during 
the contract period. Govt. of India issued guidelines on payment of compensation in cases of death / 
permanent incapacitation of person due to unintended/ unforeseen occurrences during maintenance, 
operation and provisioning of public services. Under these guidelines, the agency has to pay an amount 
of Rs. 10 Lakhs as compensation in the cases where a person is died and up to Rs. 7.5 Lakhs in the case 
of disabled based on loss of earning capacity. Institute has the right to recover further penalty in the 
cases where the incidents have happened with the negligence of the agency. 

 
7.10 REGISTER OF FINES ETC.  
The contractor shall maintain a register of fines and a register of deductions for damages or loss in form 
Nos. I and II respectively which shall be kept at the place of work.  
The contractor shall maintain both in English and local language a list approved by Commissioner for 
labour clearly stating the acts and commissions for which penalty or fine may be imposed on a workman 
and display it in a good condition in conspicuous place on the work.  
 
7.11 SUBMISSION OF RETURNS:  
The contractor shall submit periodical returns as may be specified from time to time. 
 
7.12 AMENDMENTS:  
The Government of Karnataka may from time to time add to or amend the regulations and on may question 
as to the application interpretation on effect if these regulations the decision of the Commissioner of Labour 
or Deputy Commissioner for Labour to Govt. in that behalf shall be final. 
7.13 Labour Clause  
No labourers below the age of 15 years shall be employed on the work.  
Payments of wages of labourers. The contractor shall pay not less than fair wage of labourers engaged by 
him on the work.  



 
 
EXPLANATION:  
(a)The contractor shall notwithstanding the provision of any contract to the contrary cause to be paid wages 
to labourers indirectly engaged for the work including any labour engaged by his sub-contractors in 
connection with the same works if the labourers have been immediately employed by him. 
(b)In respect of all labours directly or indirectly employed in the works for the performance of the 
contractor’s part of this agreement, the contractor shall comply with or cause to be complied with Govt. of 
India, Contractors Labour Regulations from time to time, in regard to payment of wages. Wage period, 
deductions from wages recovery of wages not paid and deductions unauthorized made, maintenance of 
wage book, wage slips, publication of scale of wage and other terms of employment, inspection and 
submission of periodical returns and all other matter of a like nature. 
The Project Engineer cum Estate officer or In-charge Engineer concerned shall have the right to deduct 
from the money due to the contractors any sum required for making good the loss suffered by a worker or 
workers by reason of non-fulfilment of the conditions of the contract for the benefit of the workers, non-
payment of wages or of deductions made from his or her wages which are not justified by their terms of 
the contractor non-observance of the regulations. 
(c) For payment of minimum wages, the Contractor is bound to follow the relevant orders of Govt. of India 
from time to time. 
(d)Vis-à-vis the Institute the contractor shall be primarily liable for all payments to be made under and for 
the observance of the regulations aforesaid without prejudice to his right to claim indemnity from his sub-
contractors. The regulations aforesaid shall be deemed to be part of this contract, and any breach thereof 
shall be deemed to be a breach of this. 
 
7.14 In respect of all labour directly or indirectly employed in the work for the performance of the 
contractor’s part of this agreements the contractor shall at his own expense arrange for the safety provisions 
as per Karnataka P.W.D. safety code framed from time to time and shall at his own expense provide for all 
facilities in arrangements and provide necessary facilities as aforesaid he shall be liable to pay penalty of 
Rs.50/- for each default and in addition the Project Engineer cum Estate officer in charge shall be at liberty 
to make arrangements and provide facilities as aforesaid, and recover the cost incurred in that behalf from 
the contractor. 
 
7.15 The contractor shall submit by the 4th and 19th of every month to the Project Engineer of true 
statement showing in respect of the second half of the preceding month and the first half of the current 
month respectively (1) the name of labourers employed by him on the work (2) their working hours, (3) 
the wages paid to them, (4) the accidents that occurred during the said fortnight showing the circumstances 
under which they happened and the extent of damage and injury caused to them and (5) the number of 
female workers who have been allowed, maternity benefit according to clause 19F and the amount paid to 
them, failing which the contractor shall be liable to pay the Institute a sum of not exceeding Rs. 50/- for 
each default or materially incorrect statement by deduction from any bill due to the contractor and amount 
levied as fine. 
 
7.16 In respect of all labour directly or indirectly employed in the works for the performance of the 
contractor’s part of this agreement, the contractor shall comply with or cause to be complied with all the 
rules framed by Institute from time to time for the protection of health and sanitary arrangements for 
workers employed by the Indian Institute of Science and its contractors. 
7.17 Maternity benefit rules for female workers employed by contractor, leave and pay during leave 
shall be regulated as follows:  



(i) in case of delivery: Leave during maternity leave not exceeding 8 weeks up to and including the 
day of delivery and 4 weeks following that day.  

(ii)In case of miscarriage, up to 3 weeks from the date of miscarriage. 
7.18 Pay:  
i) In case of delivery: Leave pay during maternity leave will be at the rate of women’s average daily earning 
calculated on the total wages earned on the days when full time work was done during the period of three 
months immediately preceding the date on which she gives notice that she expects to be confined. 
ii) In case of miscarriages: Leave pay at the rate of average daily earnings calculated on the total wages 
earned on the day’s full-time works was due during a period of 3 months immediately preceding the date 
of miscarriage. 
 
iii) Conditions for the grant of maternity leave: No maternity leave benefit shall be admissible to a woman 
unless she has been employed for a total period of not less than 6 months immediately preceding the date 
of delivery /miscarriage. 
 
 

 

 

 

 

 

 

 



8 CONDITIONS OF CONTRACT 

 
Clause 1. Security Deposit 
 

Estimated cost of the 
work put to tender 

E.M.D. 
Percentage 

F.S.D. 
Percentage 

(i) (ii) (iii) 

Rs. 1,31,48,062 1.5%  1.5% 

Note : EMD + FSD to be limited to 3.0% of the contract value 

 

(a) Clause -1(a) The person/persons whose tender may be accepted (hereinafter called the contractor which 
expression shall unless the context otherwise requires, include his heirs, executors, administrators and 
assigns) shall pay Earnest Money Deposit indicated in Column (ii) of the table given below and shall permit 
Institute (a) to deduct FSD at the percentage mentioned in Column (iii) of the table given below of all moneys 
payable of work done under the Contract, at the time of making such payments to him/them and (b) to hold 
such deductions as further Security Deposit. The EMD + FSD will be limited to 3% of the contract value. 

E.M.D - Earnest Money Deposit 
F.S.D- Further Security Deposit 

No Interest will be paid on EMD / Further Security deposit. 

(b) Additional or Reduction in Security Deposit 

The EMD for the tendered work and additional amount of Security Deposit at the rates mentioned in Sub-
clause 1(a) above should be, paid by the contractor. The Project Engineer cum Estate officer may allow if a 
portion of the work is withdrawn from the Contractor under the provisions of Clause 12(a) a proportionate 
reduction in the amount of security Deposit. 

a) EMD paid alongwiththetendershallberefundedonlyafterthecompletionofthedefect liability period with out 
any interest. 

b) 1%labourcesstowardsworkersWelfareFundontheworksexpenditurewillberecoveredfromRAbillsfordepositin
g the same to the welfare board as per Karnataka Govt. Order. Rates quoted should be inclusive of cess. 

(c) However, if the Contractor desires, agency may furnish a BG issued by a Scheduled Commercial Bank in 
favour of the Registrar, Indian Institute of Science, payable at Bangalore amounting to 3% of the total contract 
value valid up to completion of defect liability period in which case EMD deposited by them will be refunded 
and no recoveries towards security deposit will be effected in the running account bills. 

(d) Dues to Institute, to be set off against Security Deposit. 
All compensation or other sums of money payable by the Contractor to Institute under the terms of this 
contract may be realized or deducted from any Security Deposit payable to him or from any sums which 
may be due or may become due by Institute to the Contractor on any account whatsoever and in the event 
of his security deposit being reduced by reason of any such realization or deduction as aforesaid, the 
Contractor shall, within ten days thereafter, make good in cash any sum or sums which have been 
deducted from his security deposit or any part thereof. Otherwise, the amount will be treated as 
outstanding due from the agency. 

(e) Refund of Security Deposit (EMD &FSD): 

i) EMD paid by the contractor at the time of tendering and FSD deducted from the R.A bills at the prescribed 
rates shall be refunded to the contractor immediately after the virtual completion of the work against 
production of bank guarantee for an equal amount from any of a Scheduled commercial Bank valid for a 
period as mentioned in clause (ii) below. 



ii) The bank guarantee received as stipulated in (i) above, will be treated as performance guarantee and 
shall be returned to the contractor after the final bill is paid or after twelve months including monsoon 
period from the date of virtual completion of the work during which period the work should be 
maintained by the contractor in good order, whichever is later. The validity of the bank guarantee shall be 
maintained for the above period. 

iii) In case of BG’s furnished towards security deposit same shall be returned after completion of the defect 
liability period. 

Clause 2. PENALTY FOR DELAY 
 

(f) Written Order to Commence Work 

After acceptance of the tender, the Project Engineer cum Estate officer shall issue a written order to the 
successful tenderer to commence the work. The Contractor shall enter upon or commence any portion of 
work only with the written authority and instructions of the Project Engineer cum Estate officer. Without 
such instructions the Contractor shall have no claim to demand for measurements of or payment for, work 
done by him. 

(g) Programme of work 

The time allowed for carrying out the work as entered in the tender shall be strictly observed by the 
contractor. It shall be reckoned from the date of handing over the site to the Contractor not less than 75 
percent of work site area comprising a continuous block. The work shall throughout the stipulated period 
of the contract be proceeded with, all due diligence (time being deemed to be the essence of the contract 
on the part of the Contractor). To ensure good progress during the execution of the work, the contractor 
shall be bound (in all cases in which the time allowed for any work exceeds one month) to comply with 
the time schedule according to the programme of execution of the work as agreed upon and enclosed by 
the contractor during execution of agreement. 

(h) Review of progress and responsibility for delay etc., 

The Project Engineer cum Estate officer shall review the progress of all works with the contractor at least 
once every month. Such a review shall take into account the programme fixed for the previous week, 
obligations on the part of the Institute for issue of drawings etc, and also the obligations on the part of the 
Contractor. The review shall also examine the accumulated delays by the contractor if any and mitigation 
measures proposed by the contractor to overcome the delay. 

 
Apportioning of responsibility for delay between Contractor and Institute. 

In case the progress achieved falls short by more than 25 percent of the cumulative programme, the reasons 
for such shortfall shall be examined and a record made thereof apportioning the responsibilities for the 
delay between the contractor and the Institute. This record should be signed in full and dated both by the 
Project Engineer cum Estate officer and the Contractor. If the contractor refuses to sign the said record, 
approval of the reasons for delay may be submitted to CENTER FOR CAMPUS MANAGEMENT AND 
DEVELOPMENT (CCMD) for approval and such approval is binding on the contractor. 

 
Shortfall in progress made up subsequently. 

 
To the extent the shortfall is assessed, as due to the delay on the part of the contractor, a notice shall be 
issued to him by the Project Engineer cum Estate officer to make up the shortfall. If the shortfall is not made 
up before the progress of the work is reviewed during the second month succeeding the month in which 
the shortfall was observed, the Contractor shall be liable to pay penalty as indicated in Clause 2(d) below. 

 
 

Grant of extension of time. 



If the delay is attributable to reasons beyond the control of the Contractor, requisite extension of time shall 
be granted by the Project Engineer cum Estate officer in accordance with Clause 5 after obtaining the 
approval of his higher authorities, wherever necessary. 

 
Review of progress by Centre for campus management and Development. 
The Centre for campus management and Development shall review the progress periodically, preferably 
more number of times as required. These reviews are in addition to the monthly reviews required to be 
done by the Project Engineer cum Estate officer. The results of such review by the CENTER FOR CAMPUS 
MANAGEMENT AND DEVELOPMENT (CCMD) shall, wherever necessary, be incorporated in the next 
review of the Project Engineer cum Estate officer. 
 
If the Contractor stops the work for 45 days when no stoppage of work is shown on the current Program 
and the stoppage has not been authorized by the Employer, then The Employer may terminate the Contract 
at the risk and cost of the contractor. 
 
Settlement of dispute regarding shortfall in progress. 

In case of dispute between the Project Engineer cum Estate officer and Contractor regarding the 
responsibility for the shortfall in progress, the matter shall be referred to the Centre for campus management 
and Development who shall thereupon give a decision within fifteen days from the date of receipt of 
reference. The decision of the Centre for campus management and Development shall be final and binding 
on the contractor and the Project Engineer cum Estate officer. 

 
(d) Penalty for delay 
In respect of the shortfall in progress, assessed as due to the delay on the part of contractor as per Clause 
2(b) and 2 (c), the contractor shall be liable to pay as penalty an amount equal to half percent of the contract 
value of the balance work assessed according to the programme, for every week that the due quantity of 
work remains incomplete; provided always that the total amount of penalty to be paid under the provisions 
of this clause subjected to a maximum of 10 percent of the contract value of the entire work as shown in the 
tender, provided further that in the event of the contractor making up the shortfall in progress within the 
stipulated or extended time of completion, the penalty so recovered may be refunded on an application in 
writing by the contractor. 

 
Note: If the Project Engineer cum Estate officer considers it necessary, he shall be entitled to take action as 
indicated in Clause 3 (d) also. 

 
d.1 Liquidated damages 
The Contractor shall pay liquidated damages to the Employer at the rate per day stated in the Contract 
Data for each day that the Completion Date is later than the Intended Completion Date (for the whole of 
the works or the milestone as stated in the Contract Data). The total amount of liquidated damages shall 
not exceed the amount defined in the Contract Data. The Employer may deduct liquidated damages from 
payments due to the Contractor. Payment of liquidated damages does not affect the Contractor's liabilities. 

 
If the Intended Completion Date is extended after liquidated damages have been paid, the Employer shall 
correct any overpayment of liquidated damages by the Contractor by adjusting the next payment of bill. 

 
 (e) Adjustment of excess/over payments. 
 

Excess/over payments as soon as they are discovered should be adjusted in the next running account bill 
of the contractor and in case the final bill has already been paid, the excess/over payment made shall be 
recovered from the Security Deposit of the contractor together with interest at such percentages as Institute 
may decide from time to time, from the date of such excess or over payment to the date of recovery. 
 

ACTION WHEN WHOLE OF SECURITY DEPOSIT IS FORFEITED 



 
Clause 3. In any case in which under any clause or clauses of this contract the contractor shall have rendered 
himself liable to pay compensation and/or penalty amounting to the whole of his security deposit including 
the amount deducted in instalment from his bills as Further Security Deposit, the Project Engineer cum 
Estate officer on behalf of the Director, IISc shall have power to adopt any of the following courses as he 
may deem best suited in the interest of Institute. 

 
(a) Forfeiture of Security Deposit 

 
Without prejudice to Institute’s right to recover any loss from the Contractor under sub-clauses (b) and (c) of 
Clause 3 of the Contract, to rescind the contract (of which rescission notice in writing to the contractor under 
the hand of the Project Engineer cum Estate officer shall be conclusive evidence). And in that case, the security 
deposit of the contractor including whole or part of the lump sum deposited by him and also the amount 
deducted from his bills as Further Security Deposit, shall stand forfeited and be absolutely at the disposal of 
the Institute. 

 
a) Debiting cost of labour and materials supplied. 

To employ labour paid by the Institute and to supply materials to carry out the work or any part of the 
work, debiting the contractor with the cost of the labour and the price of the materials (as to the correctness 
of which cost and price the certificate of the Project Engineer cum Estate officer shall be final and conclusive 
against the contractor) and crediting him with the value of the work done; in all respects in the same 
manner and at the same rates as if it had been carried out by the contractor under terms of this contract, 
and in that case the certificate of the Project Engineer cum Estate officer as to the value of the work done 
shall be final and conclusive against the contractor. 

 
b) Recovery of extra cost on unexecuted work 

To measure up the work of the contractor and to take such part thereof as is remaining unexecuted out of 
his hands and to give it to another contractor to complete it in which case any expenses which may be 
incurred in excess of the sum which would have been paid to the original contractor, if the whole work 
had been executed by him (as to the amount of which excess expenses the certificate in writing of the 
Project Engineer cum Estate officer shall be final and conclusive) shall be borne and paid by the original 
contractor and shall be deducted from any money due to him by Institute Otherwise the amount will be 
treated as outstanding due from the agency. 

 
c) Action against unsatisfactory progress 

If the contractor does not maintain the rate of progress as required under Clause 2 and if the progress of 
any particular portion of work is unsatisfactory even after taking action under Clause 2(c) and 2(d), the 
Project Engineer cum Estate officer shall be entitled to take action under Clause 3(b) or 3(c) at his discretion 
in order to maintain the rate of progress after giving the contractor 10 days’ notice in writing whereupon 
the contractor will have no claim for any loss sustained by him owing to such actions. 

 
d) No compensation for loss sustained on advance action 

In the event of any of the above courses being adopted by the Project Engineer cum Estate officer, the 
contractor shall have no claim to compensation for any loss sustained by him by reason of his having 
purchased, or procured any materials, entered into any agreements, or made any advances on account of, 
or with a view to the execution of the work or the performance of the contract. And in case the contract 
shall be rescinded under the provision aforesaid the contractor shall not be entitled to recover or be paid 
any sum for any work thereof actually performed by him under his contract, unless and until the Project 
Engineer cum Estate officer shall have certified in writing the performance of such work and the amount 
payable in respect thereof, and he shall only be entitled to be paid the amount so certified. 

 
e) Recovery of 1% of the contract value towards the laborer’s welfare fund created by the Government of 

Karnataka will be affected in the running account bills of the contractor. 



 
Clause 4. CONTRACTOR TO REMAIN LIABLE TO PAY COMPENSATION IF ACTION IS NOT TAKEN 
UNDER CLAUSE-3. 

 
In any case in which any of the powers conferred upon the Project Engineer cum Estate officer by Clause 
3 thereof shall have become exercisable and the same shall not have been exercised, the non-exercise 
thereof shall not constitute a waiver of any of the conditions hereof and such powers shall notwithstanding 
be exercisable in the event of any future case of default by the contractor for which under any clause hereof 
he is declared liable to pay compensation or penalty amounting to the whole of his security deposit and 
the liability of the contractor for past and future compensation or penalty shall remain unaffected. 

 
Power to take possession of or require removal of or sell contractor's properties. 

 
In the event of the Project Engineer cum Estate officer taking action under sub-clause (a) or (c) of Clause 3, 
he may, if he so desires, take possession of all or any tools, plant, materials and stores, in or upon works or 
the site thereof or belonging to the contractor, or procured by him and intended to be used for the execution 
of the work or any part thereof, paying or allowing for the same in account at the contract rates; or in the 
case of contract rates not being applicable, at current market rates, to be certified by the Project Engineer 
cum Estate officer whose certificate thereof shall be final. In the alternative, the Project Engineer cum Estate 
officer may after giving notice in writing to the contractor or his clerk of the works, foreman or other 
authorised agent, require him to remove such tools, plant, materials or stores from the premises within a 
time to be specified in such notice; and in the event of the contractor, failing to comply with any such 
requisition, the Project Engineer cum Estate officer may remove them at the contractor's expense or sell them 
by auction or private sale on account of the contractor and at his risk in all respect, and the certificate of the 
Project Engineer cum Estate officer as to the expense of any such removal; and the amount of the proceeds 
and expense of any such sale shall be final and conclusive against the contractor. 
 

 
Clause 5. GRANT OF EXTENSION OF TIME 

(a) If the contractor shall desire an extension of the time for completion of the work, he shall apply in writing to 
the Project Engineer cum Estate officer before the expiry of the period stipulated in the tender or before the 
expiry of 30 days from the date on which he was hindered as aforesaid or on which the cause for asking for 
extension occurred, whichever is earlier and the Project Engineer cum Estate officer or other competent 
authority may if in his opinion, there are reasonable grounds for granting an extension, grant such extension 
as he thinks necessary or proper. The decision of such competent authority in this matter shall be final. 

 
(b) Thetimelimitforcompletionoftheworkshallbeextendedcommensuratewithitsincreaseincostoccasioned 

byalterationsoradditionsandthecertificateoftheProjectEngineercumEstateofficerorothercompetentauthoritya
stosuchproportionshallbeconclusive. 

 
Clause 6. ISSUE OF FINAL CERTIFICATE – CONDITIONS REGARDING 

 
On completion of the work the contractor shall report in writing to the Project Engineer cum Estate officer 
the completion of the work. Then he shall be furnished with a certificate by the Project Engineer cum Estate 
officer of such completion, but no such certificate shall be given nor shall the work be considered to be 
complete until the contractor shall have removed from the premises on which the work shall have been 
executed, all scaffolding, surplus materials and rubbish, and shall have cleaned thoroughly all wood work, 
doors, windows, wall, floor or other parts of any building, in or upon which the work has been executed, 
or of which he may have had possession for the purpose of executing the work, nor until the works shall 
have been measured by the Project Engineer cum Estate officer or other competent authority, or where the 
measurements have been taken by his Project Engineer until they have received the approval of the Project 
Engineer cum Estate officer or other competent authority, the said measurements being binding and 
conclusive against the contractor. If the contractor shall fail to comply with the requirements of this clause 



as to the removal of scaffolding, surplus materials and rubbish, and cleaning on or before the date fixed 
for the completion of the work the Project Engineer cum Estate officer or other competent authority may, 
at the expense of the contractor, remove such scaffolding, surplus materials and rubbish, and dispose of 
the same as he think fit and clean off such dirt etc., as aforesaid and contractor shall be liable to pay the 
amount of all expenses incurred but shall have no claim in respect of any such scaffolding or surplus 
materials as aforesaid except for any sum actually realized by the sale thereof. 

 
Note: CLOSURE OF CONTRACT PENDING COMPLETION OF MINOR ITEMS. 

 
In cases where it is not desirable to keep the building contract open for minor items, such as flooring in the 
bathrooms, etc., which can be carried out only after installation of sanitary work the main contract may be 
finalized after getting a supplementary agreement executed in the prescribed form by the same contractor 
for doing the residual work. 

 
Clause 7. Contractor to submit bills monthly in printed form 
 

(a) A bill shall be submitted by the contractor on or before 15th of each month for all items of work executed in 
the previous month as required by IISc. The Running account bills will be paid within three weeks from the 
date of submission of the bill in complete acceptable form after duly checked and certified by concerned 
Engineer, under normal circumstances. 
 
AllbillsshallbepreparedintheprescribedprintedandelectronicforminPDFformatinquadruplicateandhanded 
over to the Project Engineer in charge of the work/ Project Engineer cum Estate officer’s Officeand 
acknowledgment obtained. 
The charges to be made in the bills shall always be entered at the rates specified in the tender in full or in 
part as the case may be, in the case of any extra work ordered in pursuance of these conditions, and not 
mentioned or provided for in the tender, the charges in the bills shall be entered at the rates hereinafter 
provided for such work. 

 
(b) Scrutiny of Bills and measurement of work 
The details furnished by the Contractor in the bill will be completely scrutinized and the said work will be 
measured by the Project Engineer in the presence of the Contractor or his duly authorized agent. The 
countersignature of the contractor or the said agent in the measurement book shall be sufficient proof to the 
correctness of the measurements, along with the Test certificates to be produced with the bill, which shall 
be binding on the contractor in all respects. 
(c) One copy of the passed bill shall be given to the Contractor without any charge. 

 
Clause 8. PAYMENT PROPORTIONATE TO WORK APPROVED AND PASSED. 
 
No payment shall be made for any work estimated to cost rupees five thousand or less until after the whole 
of the work shall have been completed and certificates of completion given. But in the case of works estimated 
to cost more than Rs. 5,000 the contractor shall on submitting the bill and after due verification by the Project 
Engineer as per Clause 7(b) entitled to necessary Payment proportionate to the part of the work then 
approved and passed by the Project Engineer cum Estate officer or other competent authority whose 
certificate of such approval and passing of the sum so payable shall be final and conclusive against the 
contractor i.e. part payment of submitted RA bills is admissible to contractor. Any such reduced payment 
amount is admissible for adjustment in the successive RA Bills or Final Bill. 
 
Payment at reduced rates 
The rates for several items of works agreed to within shall be valid only when the items concerned are 
accepted as having been completed fully in accordance with the stipulated specifications. In cases where 
the items of work are not accepted as so completed, The Project Engineer cum Estate officer or other 
competent authority may make payment on account of such items at such reduced rates as he may consider 
reasonable in the preparation of final or on account bills. 

 
Payment or intermediate certificates be regarded as advances: 



All such intermediate payments shall be regarded as payments by way of advance against the final 
payments only and not as payments for work actually done and completed, and shall not preclude the 
Project Engineer cum Estate officer or other competent authority from requiring any bad, unsound 
imperfect or unskilful work to be removed or taken away and reconstructed or re-erected nor shall any such 
payment be considered as an admission for the due performance of the Contract or any part thereof in any 
respect or the accruing of any claim, nor shall it conclude determine or affect in any other way the powers 
of the Project Engineer cum Estate officer or other competent authority as to the final settlement and 
adjustment of the accounts, or otherwise or in any other way vary or affect the contract. 

 
Submission of Final bill and its settlement 
The contractor shall submit the final bill within one month from the date of actual completion of the work 
in all respects. His claims shall be settled within five months from the date of submission of the bill in 
complete acceptable form after duly checked and certified by concerned Engineer, under normal 
circumstances. 
Disputed items 
Note: The contractor shall submit a list of the disputed items within 30 days from the disallowance thereof 
and if he fails to do this, his claim shall be deemed to have been fully waived and absolutely extinguished. 
 
Clause 9. Definition of Work : 

 
(i) The expression `Work 'or' Works' where used in these conditions, shall unless there be something in the 

subject or context repugnant to such construction, be construed to mean the work or works contracted to be 
executed under or in virtue of the contract, whether temporary or permanent and whether original, altered, 
substituted or additional. 

 
(j) Work to be executed in accordance with specifications, drawings, orders etc. 

 
The contractor shall execute the whole and every part of the work in the most sound and substantial and 
workmanlike manner, and in strict accordance with the specifications both as regards materials and 
workmanship. The contractor shall also conform exactly, fully and faithfully to the designs, drawings and 
instructions in writing relating to the work signed by the Project Engineer cum Estate officer or other 
competent authority and lodged in his office and to which the contractor shall be entitled to have access at 
such office, or on the site of the work for the purpose of inspection during office hours. The contractor shall 
also be responsible for the delivery of structure in sound conditions and the execution of the work strictly 
in accordance with the specifications of the work. 

 
(k) Action where there is no specification 

 
In the case of any class of work for which there is no such specification, then in such a case of the work 
shall be carried out in all respects in accordance with the instructions and requirements of the Project 
Engineer cum Estate officer or other competent authority. 

 
(l) Work as per Specifications and IS Codes. 

 
The detailed specification, which forms a part of contract, accompanies the tender document. In carrying 
out the various items of work as described in Schedule B of the tender documents and the additional, 
substituted, altered items of work, this detailed specification shall be strictly adhered to, supplemented by 
relevant provisions of Indian standard specifications, the code of practice; etc., The Indian standard 
specification, National Building Code and the code of practice to be followed shall be the latest versions of 
those listed in the detailed technical specifications. Any class of work, not covered by the detailed technical 
specifications, shall be executed in accordance with the instructions and requirements of the Project 
Engineer cum Estate officer and the relevant provisions of the Indian standard specifications. 

 



Clause 10. Alteration in quantity of work, specifications and designs, Additional work, deletion of work 
 

(i)  The Project Engineer cum Estate officer shall have power to make any alternations in, omissions from 
additions to or substitutions for the original specification, drawings, designs and instructions that may 
appear to him to be necessary or advisable during the progress of the work. For that purpose or if for any 
other reason it shall in his opinion be desirable, he shall have power to order the Contractor to do and the 
contractor shall do any or all the following: - 

iii) Increase or decrease the quantity of any work included in the contract. 
iv) Omit any such work. 
v) Change the character or quality or kind of any such work, 
vi) Change the levels, lines, positions and dimensions of any part of the work, 
vii) Executeadditionalworkofanykindnecessaryforthecompletionoftheworksand 
viii) Change in any specified sequence, methods or timing of construction of any part of the work. 

 
Contractor bound by Project Engineer cum Estate officer's instructions 

 
The Contractor shall be bound to carry out the work in accordance with any instructions in this connection 
which may be given to him in writing signed by the Project Engineer cum Estate officer or other competent 
authority and such alteration shall not in any way vitiate or invalidate the contract. 

 
Standard Quantity Take-off (SQT) 

 
Contractor within 14 days of Issue of LOI to submit the Project Manager & seek approval for the Standard 
quantity Take-off sheets for all the items mentioned in the Tender BOQ, after due referencing the Tender/ 
GFC drawings and the Technical Specification. Upon approval, the SQT shall remain the base document 
for initiating any change orders/ variation in accordance to Clause 31, tracking the daily project progress, 
and for the measurement sheets. 

 
Orders for variations to be in writing 

 
(ii) No such variations shall be made by the Contractor without an order in writing of the Project Engineer cum 

Estate officer; provided that no order in writing shall be required for increase or decrease in the quantity of 
any work where such increase or decrease is the result of the quantities exceeding or being less than those 
stated in the 'Schedule B’ provided also that if for any reason the Project Engineer cum Estate officer shall 
consider it desirable to give any such order verbally, the Contractor shall comply with such order without any 
confirmation in writing of such verbal order given by the Project Engineer cum Estate officer, whether before 
or after the carrying out of the order, shall be deemed to be an order in writing within the meaning of the 
clause; provided further that if the Contractor shall within seven days confirm in writing to the Project 
Engineer cum Estate officer and if such confirmation is not contradicted in writing within fourteen days by 
the Project Engineer cum Estate officer, it shall be deemed to be an order in writing by the Project Engineer 
cum Estate officer. 

 
(iii) a)Any additional work which the contractor may be directed to do in the manner above specified as part of 

the work shall be carried out by the Contractor on same conditions in all respects on which he agreed to do 
the main work and same rates as are specified in the tender for the main work. However, change in the 
Undertaking rates tendered and accepted shall be considered in respect of items under which the quantity of 
work performed exceeds tendered quantity by more than 25 percent and this actual change in rate will be 
restricted only to such excess quantity(i.e. beyond 125 percent of the tendered quantity). 

 
(b) Rate for excess quantity beyond 125 percent of tendered quantity 

 
The Additional quantity which exceeds 125 percent of the tendered quantity shall be paid at the rates 
entered in or derived from Schedule of Rates prevalent at the time of executing additions and alterations 



plus or minus the overall percentage of the original tendered rates over the current Schedule of Rates 
(KPWD) of the year in which the tender is accepted (as per the comparative Statement prepared at the time 
of acceptance of the tender). 

 
(c) Rates for additional, substituted, altered items of work 

 
If the additional, substituted or altered work includes any class of work for which no rate is specified in 
the contract, then such work shall be carried out at the rates specified for or derived from similar item of 
work in the agreement. In the absence of similar items in agreement, rate shall be as specified for or derived 
from similar items in the schedule of rates of KPWD prevalent at the time of execution of such additional 
substituted or altered items of works, plus or minus the overall percentage of original tendered rates over 
the current schedule of rates of (KPWD) the year in which tender is accepted as mentioned in sub clause 
(b) above. With regard to the question whether the additional, substituted or altered item/items of 
work/works is / are similar or not, to that/those in the agreement / in the Schedule of Rates of KPWD 
and the decision of the CCMD shall be final and binding on the contractor. 

 
(D) Determination of rates for items not found in Estimate or Schedule of Rates 

 
If the rates for additional, substituted or altered work cannot be determined in the manner specified in sub 
clauses (b) and (c) above, then the contractor shall within 7 days of the date of receipt by him of the order 
to carry out the work, inform the Project Engineer cum Estate officer of the rates which it is his intention to 
charge for such class or work, supported by analysis of the rate or rates claimed. Thereupon the Project 
Engineer cum Estate officer shall determine the rate or rates on the basis of observed data and failing this, 
on the basis of prevailing market rates. Under no circumstances the contractor shall suspend the work on 
the plea of non- settlement of rates for items falling under this clause. In the event of any dispute regarding 
the rates for such items the decision of Project Engineer cum Estate Officer, CCMD shall be final. 

 
Working out the data rates for non-SR/ non tendered items shall be based on the procedures laid down in 
the standard rate analysis format of KPWD Bangalore circle Bangalore. The data rates shall be approved 
by the Project Engineer cum Estate Officer, CCMD and shall be binding on the contractor. 

 
Clause 11. TIME LIMITS UNFORSEEN CLAIMS 

 
Under no circumstances whatever shall the contractor be entitled to any compensation from Institute on 
any account unless the contractor shall have submitted claim in writing to the Project Engineer cum Estate 
officer or other competent authority within 30 days of the cause of such claim occurring. 

 
Clause 12. NO CLAIM TO ANY PAYMENT OR COMPENSATION FOR DELETION OF WHOLE OR PART 
OF WORK 

 
(a) If at any time after the execution of the contract documents, the Project Engineer cum Estate officer or other 

competent authority shall, for any reason whatsoever, require the whole or any part of the work as specified 
in the tender, to be stopped for any period or require the whole or part of the work(i) not to be carried out 
at all or(ii) not to be carried out by the tendered contractor, he shall give notice in writing of the fact to the 
contractor who will the re upon suspend or stop the work totally or partially as the case may be. In any such 
case, except as provided here under, the contractor shall have no claim to any payment of compensation 
whatsoever on account of any profit or advantage which he might have derived from the execution of the 
work in full but which he did not so derive in consequence of the full amount of the work not having been 
carried out, or on account to any loss that may be put on account of materials purchased or agreed to be 
purchased, or for unemployment of labour recruited by him. He shall not also have any claim for 
compensation by reason of any alterations having been made in the original specifications, drawings, designs 
and instructions, which may involve any curtailment of the work, as originally contemplated. 

 



(b) Payment for materials already purchased or ordered by contractor. 
 

Where, however, materials have already been purchased or agreed to be purchased by the contractor 
before receipt by him the said notice the contractor shall be paid for such materials, at the rates determined 
by the Project Engineer cum Estate officer or other competent authority provided they are not in excess of 
requirements and are of approved quality, and/or shall be compensated for the loss, if any, that he may 
be put to, in respect of materials agreed to be purchased by him, the amount of such compensation to be 
determined by the Project Engineer cum Estate officer or other competent authority whose decision shall 
be final. 

 
(c) Labour charges during stoppage of work 

 
If the contractor suffers any loss on account of his having to pay labour charges during the period during 
which the stoppage of work has been ordered under this clause, the contractor shall on application, be 
entitled to such compensation on account of labour charges as the Project Engineer cum Estate officer or 
other competent authority, whose decision shall be final, may consider reasonable. Provided that the 
contractor shall not be entitled to any compensation on account of labour charges if in the opinion of the 
Project Engineer cum Estate officer or other competent authority, the labour could have been employed in 
the same locality by the contractor for the whole or part of the period during which the stoppage of the 
work has been ordered as aforesaid. 

 
(d) Time limit for stoppage of work 

 
The period of stoppage ordered by the Project Engineer cum Estate officer or other competent authority 
should not ordinarily exceed six months. Thereafter the portion of works stopped may be treated as 
deleted from this agreement if a notice in writing to that effect is given to the Project Engineer cum Estate 
officer or other competent authority by the contractor within seven days after the expiry of the above 
period. 

 
Execution of work deleted: 

 
The portion of work thus deleted may be got executed from the same contractor on supplemental 
agreement on mutually agreed rates, which shall not exceed current Schedule of Rates plus or minus 
tender percentage. 
 

Clause 13. ACTION AND PENALTY IN CASE OF BAD WORK 
 

If at any time before the security deposit is refunded to the contractor, it shall appear to the Project Engineer 
cum Estate officer or other competent authority that any work has been executed with unsound, imperfect 
or unskilful workmanship or with materials of inferior quality, or that any materials or articles provided 
by him for the execution of the work are unsound or of a quality inferior to that contracted for, or are 
otherwise not in accordance with the contract, it shall be lawful for the Project Engineer cum Estate officer 
or other competent authority to intimate this fact in writing to the contractor and then notwithstanding 
the fact that the work, materials or articles complained of may have been paid for, the contractor shall be 
bound forthwith to rectify, or remove and reconstruct the work so specified on whole or in part as the case 
may require, or if, so required shall remove the materials or articles at his own charge and cost and in the 
event of his failing to do so within a period to be specified by the Project Engineer cum Estate officer or 
the competent authority in the written intimation aforesaid, the contractor shall be liable to pay a penalty 
not exceeding one percent on the amount of the estimate for every day not exceeding ten days during 
which the failure, so continues and in the case of any such failure the Project Engineer cum Estate officer 
or other competent authority may rectify or remove, and re-execute the work or remove and replace the 
materia1s or articles complained of, as the case may be at the risk and expense in all respects of the 
contractor should the Project Engineer cum Estate officer or other competent authority for any valid 



reasons consider that any such inferior work or materials as described above is to be accepted or made use 
of, it shall be within his discretion to accept the same at such reduced rates he may fix thereof. 

 
Clause 14. WORK TO BE OPEN TO INSPECTION - CONTRACTOR OR RESPONSIBLE AGENT TO BE 
PRESENT 

 
(a) All works under or in course of execution or executed in pursuance of the contract shall at all-time be open to 

the inspection and supervision of the Project Engineer cum Estate officer or other competent authority and 
his Engineer-in-charge, and the contractor shall at all times during the usual working hours, and at all 
other times at which reasonable notice of the intention of the Project Engineer cum Estate officer or other 
competent authority Project Engineer to visit the work shall have been given to the contractor, either 
himself be present to receive orders and instructions or have a responsible agent duly accredited in writing 
present for the purpose.  Orders given to the contractor duly authorized agent shall be considered to have 
the same force and effect as if they had been given to the contractor himself. 

 
(b) Employment of Minimum technical staff 

 
The Contractor shall employ the following technical staff during execution of this work: 

 
(i) One qualified Graduate Engineer &One qualified Diploma Engineer, when the cost of the work to be executed 

up to 1Crore, 
(ii) Two qualified Graduate Engineer & Three qualified Diploma Engineer, when the cost of the work to be 

executed from 1Crore to 10crores. 
(iii) Three qualified Graduate Engineer & Six qualified Diploma Engineer, when the cost of the work to be 

executed above 10 crores. 
(iv) In addition to (i) and (ii) above, the contractor shall employ different types of such technical personnel as may 

be required and sufficient for execution of work and directed by the Project Engineer cum Estate officer to 
ensure efficient execution of work. 

 
The technical staff so employed, should be available at site whenever required by Engineer in-charge to 
take instructions. 

 
(c) If the contractor fails to employ the technical staff as aforesaid, he shall be liable to pay a sum of Rs. 25000 

(Rupees Twenty thousand only) for each month of default in the case of Graduate Engineers and Rs.15000 
(Rupees Ten thousand only) for each month of default in case of Diploma Holders. 

 
(d) If the Contractor himself possesses the required qualification and is available at the site for receiving 

instructions from the Project Engineer cum Estate officer and other competent authority vide sub-clause(a) 
above it will not be necessary for the technical staff to be available at site for receiving instructions. 

 
Clause 15. NOTICE TO BE GIVEN BEFORE WORK IS COVERED UP 

 
The contractor shall give not less than five days’ notice in writing to the Project Engineer cum Estate officer 
or his Project Engineer in charge of the work before covering up or otherwise placing beyond the reach of 
the measurement any work in order that the same may be measured; and correct dimensions thereof taken 
before the same is so covered up or placed beyond the reach of measurement, and shall not cover up or 
place beyond the reach of measurement, and work without the consent in writing of the Project Engineer 
cum Estate officer or other competent authority or his Project Engineer in charge of work; and if any work 
shall be covered up or placed beyond the reach of measurement, without such notice having been given 
or consent obtained, the same shall be uncovered at the contractor's expense, and in default thereof no 
payment or allowance shall be made for such work or for the materials with which the same was executed. 
 

 



Clause 16. CONTRACTOR LIABLE FOR DAMAGE DONE, AND FOR IMPERFECTIONS FOR TWELVE 
MONTHS AFTERCERTIFICATE OF COMPLETION 

 
If the Contractor or his workmen or servants shall break, deface, injure or destroy any part of a building 
in which they may be working, or any building, road fence, enclosure or grassland or cultivated ground 
contiguous to the premises on which the work or any part thereof is being executed, or if any damage shall 
be done to the work, while it is in progress from any cause whatever or if any imperfections become 
apparent in it within Twelve months of the grant of a certificate of completion, final or otherwise, by the 
Project Engineer cum Estate officer or other competent authority the contractor shall make good the same 
at his own expenses, or in default the Project Engineer cum Estate officer or other competent authority 
may cause the same to be made good by other workmen, and deduct the expenses (of which the certificate 
of the Project Engineer cum Estate officer or other competent authority shall be final) from any sums that 
may be due or may thereafter become due to the contractor, or from his Security Deposit or the proceeds 
of sale thereof, or of a sufficient portion thereof. 

 
The Defects liability period shall be extended for as long as defects remain to be corrected. Every time 
notice of a Defect is given, the Contractor shall correct the notified Defect within the length of time 
specified by the Institute. 

 
Clause 17. CONTRACTOR TO SUPPLY PLANT, LADDERS, SCAFFOLDINGS, ETC., ANDIS 
LIABLE FOR DAMAGES ARISINGFROM NON-PROVISION OF LIGHT, FENCING ETC 
 

The contractor shall supply at his own cost all materials, plant, tools, appliance, implements, ladders, 
scaffolding, and temporary  works required for the proper execution of the work  whether in the original, 
altered or substituted form and whether included in the specification, or other documents forming part of 
the contract or referred to in these conditions or not, and which may be necessary for the purpose of 
satisfying or complying with the requirements of the Project Engineer cum Estate officer or other 
competent authority as to any matter as to which under these conditions he is entitled to be satisfied, or 
which he is entitled to require together with carriage therefore, to and from the work. The contractor shall 
also supply without charge the requisite number of persons with the means and materials necessary for 
the purpose of setting out works, and counting, weighing and assisting in the measurement or examination 
at any time and from time to time of the work or the materials. Failing this, the same may be provided by 
the Project Engineer cum Estate officer or other competent authority at the expense of the contractor and 
expense may be deducted from any money due to the contractor under the contract or from his security 
deposit or the proceeds of sale thereof, or of a sufficient portion thereof. The contractor shall provide 
necessary fencing and lights required to protect the public from accident, and shall also be bound to bear 
the expense of defense of every suit, action or other legal proceedings, that maybe brought by any person 
for injury sustained owing to neglect of the above precautions and to pay any damages and costs which 
may be awarded in any suit, action or proceedings to any person, or which may with the consent of the 
contractor be paid for compromising any claim by any such person. 

 
Clause 18. Measures for prevention of fire 

 
The contractor shall not set fire to any standing jungle, trees, brushwood or grass without a written permit 
from the Project Engineer cum Estate officer. When such permission is given, and also in all cases when 
destroying cut or dug up trees, brushwood grass, etc., by fire the contractor shall take necessary measures 
to prevent such fire spreading to or otherwise damaging surrounding property. 
 

 
Clause 19. Liability of contractor for any damages done in or outside work Area. 

 
Compensation for all damages done by contractor or his men whether in or beyond the limits of Institute 
property including any damage caused by spreading of fire mentioned in Clause 18 shall be estimated by 



the Project Engineer cum Estate officer and the estimate of the Project Engineer cum Estate officer, subject 
to the decision of the Centre for Campus Management and Development on appeal shall be final and the 
contractor shall be bound to pay the amount of the assessed compensation on demand failing which the 
same will be recovered from the contractor as the damages in the manner prescribed in clause 1(c) or 
deducted by the Project Engineer cum Estate officer or other competent authority from any sums that may 
be due or become due from Institute to the contractor under this contract or otherwise. 
 
The contractor shall bear the expenses of defending any action or other legal proceedings that may be 
brought by any person for injury sustained by him owing to neglect of precautions to prevent the spread 
of fire and shall pay any damages and cost that may be awarded by the court in consequence. 

 
Clause 20. Work on Notified Holiday 

 
No work shall be done on any notified holiday without the sanction in writing of the Project Engineer cum 
Estate officer or other competent authority. 

 
Clause 21. WORK NOT TO BE SUBLET 

 
(a)  The contract shall not be assigned or sublet by the contractor. However, any specific portion of the work 

which is of a specialized nature and normally not executable by a general contractor could be got done by 
the specialized agencies which are executing such works, after obtaining the specific approval of the 
Project Engineer cum Estate officer in writing in each case. Such consent to sublet the work, if given, shall 
not relieve the contractor from any liability or obligation under the contract and he shall be responsible 
for the acts, defaults and neglects of any sub-contractor or his agents, servants or workmate as fully as if 
they were the acts, defaults or neglects of the contractor, his agents, servants or workmen. 

 
Consequences of subletting work without approval, becoming insolvent, bribing etc., by contractor and 
action against the contractor. 

 
If the contractor shall assign or sublet his contract or any portion thereof without the specific approval of 
the Project Engineer cum Estate officer or attempts to do so or become insolvent or commence any 
proceedings to get himself adjudicated as insolvent or make any composition with his creditors or attempts 
so to do or if any bribe, gratuity, or indirectly be given, promised or offered by the contractor or any of his 
servants or agents to any officer or person in the employ of Institute in any way relating to his office or 
employment or if any such officer or person in the employment or if any such officer or person shall 
become in any way directly or indirectly interested in the contract, the Project Engineer cum Estate officer 
or other competent authority may thereupon by notice in writing rescind the contract and the security 
deposit of the contractor shall thereupon stand forfeited and be absolutely at the disposal of Institute and 
the same consequences shall ensure as if the contract had been rescinded under Clause 3 here of and in 
addition, the contractor shall not be entitled to recover or be paid for any work actually performed under 
contract. 

 
(b) Recovery of excess payments based on excess measurements and action against contractor. 

 
Whenever it is noticed that excess payments have been made to the contractor based on excess 
measurements recorded by the Project Engineer in the measurement book and countersigned by the 
contractor or his duly authorized agent, action shall be taken to recover the excess payments together with 
interest immediately. Action may also be taken to remove the name of the contractor from the approved 
list of contractors and also to black list him. 

 
Change in classification of excavations accepted not permitted. 

 



Once the measurements mentioning the classification of the excavations are recorded in the measurement 
book and the same is signed by the contractor or his authorized agent in token of acceptance, no request 
for reclassification by the contractors shall be entrained. 

 
(c) Criminal proceedings against IISc Officer and Contractor for the lapses. 

 
Institute also reserve the right to initiate criminal proceedings against the concerned Institute Officers who 
are directly responsible for the lapse and the contractors who have colluded with the officers of the 
Institute in the lapse and fraudulently received amounts not due to them legitimately. 
 

Clause 22. SUM PAYABLE BY WAY OF COMPENSATION TO BE CONSIDEREDAS REASONABLE 
COMPENSATIONWITHOUT REFERENCE TO ACTUAL LOSS. 

 
All sums payable by a contractor by way of compensation under any of these conditions shall be 
considered as reasonable compensation to be applied for the use of Institute without reference to the actual 
loss or damage sustained and whether any damage has or has not been sustained. 

 
Clause 23. SETTLEMENT OF DISPUTES -TIME LIMIT FOR DECISION 

 
(a) If any dispute or difference of any kind whatsoever were to arise between the Project Engineer cum Estate 

officer and the contractor regarding the following matters namely, 

(i) Themeaningofthespecification’sdesigns,drawingandinstructionshereinbeforementioned, 

(ii) The quality of workmanship or materials used on the work and 
(iii) Any other question, claim right, matter, thing whatsoever, in any way arising out of or relating to the 

contract, designs, drawings, specification, estimates, instructions, or orders, or those conditions, failure to 
execute the same whether arising during the progress of the work, or after the completion, termination 
or abandonment thereof, the dispute shall, in the first place, be referred to the Centre for campus 
management and Development who have jurisdiction over the work specified in the contract. The 
Centre for campus management and Development shall within a period of fifteen days from the date 
of being requested by the Contractor to do so give written notice of its decision to the Contractor. 

 
If the decision of the Centre for campus management and Development is not acceptable to the 
contractor, he may approach the Director, IISc within a period of 15 days for settlement. 

 
(b) Director's decision final. 

 
Subject to other form of settlement hereafter provided, the Director's decision in respect of every dispute 
or difference so referred shall be final binding upon the contractor. The said decision shall forthwith be 
given effect to and contractor shall proceed with the execution of the work with all due diligence. 

 
(c) Remedy when Director's decision is not acceptable to contractor. 

 
In case the decision of the Director is not acceptable to the contractor, he may approach the Law Court at 
Bangalore for settlement of dispute after giving due written notice in this regard to the Director within a 
period of ninety days from the date of receipt of the written notice of the decision of the Director. Further, 
the Bangalore courts alone shall have the exclusive jurisdiction. 

 
(d) Time limit for notice to approach Court of law by contractor 

 
If the Director has given written notice of his decision to the contractor and no written notice to approach 
the law court has been communicated to him by the contractor within a period of ninety days from receipt 
of such notice, the said decision of Director shall be final and binding upon the contractor. 



 
(e) Time limit for notice to approach court by contractor when decision is not given by Director, IISc as at(b). 

 
If the Director fails to give notice of his decision within a period of ninety days from the receipt of the 
contractor's request in writing for settlement of any dispute or difference as aforesaid, the Contractor may 
within ninety days after the expiry of the first named period of ninety days approach the Law Courts at 
Bangalore giving due notice to the Director. 

 
(f) Contractor to execute and complete work pending settlement of dispute. 

 
Whether the claim is referred to the Director or to the Law Courts, as the case may be, the contractor shall 
proceed to execute and complete the works with all due diligence pending settlement of the said dispute 
or differences. 

 
(g) Obligations of the Project Engineer cum Estate officer and contractor shall remain unsettled during 

considerations of dispute. 
 

The reference of any dispute or difference to the Director or the Law Court may proceed notwithstanding 
that the works shall then be or be alleged to be complete, provided always that the obligations of the Project 
Engineer cum Estate officer and the contractor shall not be altered by reason of the said dispute or 
difference being referred to the Director or the Law Court during the progress of the works. 
 

Clause 24. CONTRACTOR TO PAY COMPENSATION UNDER WORKMEN'S COMPENSATION ACT. 
 
(a) The contractor shall be responsible for and shall pay any compensation to his own workmen payable under 

the relevant Workmen's Compensation Act for injuries caused to the workmen. If Institute pays such 
compensation on behalf of the contractor it shall be recoverable by Institute from the contractor under as per 
relevant clauses. 

 
(b) Contractor to pay expenses of providing medical aid to workmen. 

 
The contractor shall be responsible for and shall pay the expenses of providing medical aid to any 
workman who may suffer a bodily injury as a result of an accident. If Institute incurs such expenses, the 
same shall be recoverable from the contractor forthwith and be deducted without prejudice to any other 
remedy of Institute, from any amount due or that may become due to the contractor. 

 
Clause 25. CONTRACTOR TO PROVIDE PERSONAL SAFETY EQUIPMENT FIRST AID APPARATUS, 
TREATMENT etc. 

 
The contractor shall provide all necessary personal safety equipment and first aid apparatus for the use of 
the persons employed on the site and shall maintain the same in good condition suitable for immediate 
use, at any time and shall comply with the following regulations in connection therewith: - 

 
(i) The worker will be required to use the equipment so provided by the contractor and the contractor shall 

take adequate steps to ensure proper use of the equipment by those concerned. 
(ii) When work is carried on in proximity to any place where there is a risk of drowning; all necessary steps 

shall be taken for the prompt rescue of any person in danger. 
(iii) Adequate provision shall be made for prompt first-aid treatment to fall injuries likely to be sustained during 

the course of the work. 
 

Clause 26. Minimum age of persons employed by contractor 

(a): No contractor shall employ 



(i) Anypersonwhoisunderageof18years. 
(ii) Whodoesnotproduceavalidcertificateofvaccinationagainstepidemicdeceasesinrespectofhimself/herself as 

well as all the members of his/her family. 
(b) The contractor shall provide potable water facilities to the workers. Similar amenities shall be provided to 

the workers engaged on large works in urban area. 
(c) Removal of persons not satisfying conditions (a)(i) &(ii) 

 
The Project Engineer cum Estate Officer or other authority is authorized to direct the removal or to remove 
through - his own agency, from the work any person referred to in sub-clauses (a) above not satisfying 
these conditions and no responsibility shall be accepted by the Institute for any delay caused in the 
completion of the work by such directions for removal. 

(d) Payment of fair and reasonable wages by contractor. 
 

The contractor shall pay fair and reasonable wages, which shall not be less than the minimum wages fixed 
by Govt. of India from time to time to the workmen employed by him in the contract undertaken by him. 
In the event of any dispute arising between the contractor, and his workmen on the ground that the wages 
paid are not fair and reasonable the dispute shall be referred without delay to the Project Engineer cum 
Estate officer or other competent authority, who shall decide the same. The decision shall not in any way 
affect the conditions in the contract regarding the payment to be made by Institute at the agreed tender 
rates. 
 

 
Clause 27. CONTRACTOR NOT ENTITLED TO ANY CLAIM OR COMPENSATION FOR DELAY IN 
EXECUTION OF WORK INBORROW PITS. 

 
The contractor shall not be entitled to claim compensation if there is any delay in the execution of the work 
on account of water standing in borrow pits and Compartments. The rates are inclusive for hard or cracked 
soil, excavation in mud, sub-soil water or water standing in borrow pits and no claim for extra rate shall be 
entertained, unless otherwise specified. 

 
Clause 28. METHOD OF PAYMENT OF BILLS 

 
Payment to contractors shall be made by RTGS by the Institute. 

 
Clause 29. SET OFF AGAINST ANY CLAIM OF INSTITUTE 
 

Any sum of money due and payable to the contractor (including the security deposit refundable to him) 
under this contract may be appropriated by the Institute and set off against any claim of Institute in respect 
of a payment of a sum of money arising out of or under any other contract made by the contract with the 
Institute. 

 
 
Clause 30. RATES INCLUSIVE OF GST AND LABOUR CESS AND ROYALTY 

 
(a) The rates to be quoted by the contractor shall be inclusive of all taxes like GST, Labour cess, Royalty etc., 

No extra payment on this account will be made to the contractor. 
(b) When there is a change in existing taxes from time to time i.e. upward or downward is admissible 

accordingly. 
(c) All quarry fees, or duties levied by the state or any local body or authority and ground rent, if any, 

charged bytheProjectEngineercumEstateofficerforstackingmaterialsshouldbepaidbythecontractor. 
 

Clause 31. IMPORTANCE OF SAFETY 
 



In addition to Contractor’s Contractual Obligations on Safety as per the relevant clauses stated, The 
Contractor shall comply with all safety standards to the satisfaction of the Employer’s Representative. 

 
In respect of all labour, directly or indirectly employed on the project for the performance and execution 
of the Contractor's Work under the Contract, the Contractor shall at its own expense arrange for all the 
safety provisions as listed in (i) Safety codes of C.P.W.D. and Bureau of Indian Standards, (ii) The 
Electricity Act, (iii) The Mines Act, and Regulations, Rules and Orders made there under and such other 
acts as applicable. Precautions as stated in the safety clause are the minimum necessary and shall not 
preclude the Contractor taking additional safety precautions as may be warranted for the particular type 
of work or situations. Also, mere observance of these precautions shall not absolve the Contractor of his 
liability in case of loss or damage to property or injury to any person including but not limited to the 
Contractor's labour, the Employer's, Architect's, Employer’s Representative’s and Project Manager's 
representatives or any member of the public or resulting in the death of any of these. 

 
The Contractor shall institute and implement to the satisfaction of the Project Manager a construction 
safety programme, including: 

 
• Preparing Site-specific written safety programme consistent with the EHS Plan, Indian law and best 
practices. As a minimum, the programme shall require applicable safety equipment for all workers, use of 
barriers and barricades around potentially dangerous areas, protection of workers working under elevated 
conditions, accident reporting, first aid provisions etc. 

• Weekly safety reviews and ‘risk assessments’ shall be carried out in conjunction with the Project Manager 
and the Employer in order to identify potential safety hazards and to mitigate against them. 

• Attendingweeklyorasscheduledsafetymeetingsatsiteconductedbythesitesafetyrepresentativeofproject 
manager 
• The Contractor will be required to provide all personnel entering the Site an Identity and safety rules 
card and verbal explanation of the safety programme. 
• Requiring all Sub-Contractors and other workers under the responsibility of the Contractor (including 
the Vendors or later phases of the construction of the Project) to adhere to the written safety programme 
as per approved format. 

 
Experienced safety officers with adequate number of supporting personnel shall be appointed by the 
Contractor for full time on the site during the Contract period. 

 
NON-COMPLIANCE OF REGULATIONS 

 
If the Project Manager or the Employer’s Representative notifies the Contractor of non- compliance with 
the foregoing regulations, the Contractor shall immediately, if so directed, or in any event not more than 
eighteen (18) hours after receipt of such notice, make all reasonable efforts to correct such non-compliance. 
If the Contractor fails to do so, the Employer may suspend all or any part of the Work. When the Contractor 
has undertaken satisfactory corrective action, Employer shall lift the suspension of the Work. The 
Contractor shall not claim any extension of time to complete the Work or additional fees due to any such 
work suspension. 
 
The Client reserves the right to levy penalty if the safety norms such as not wearing helmets, safety 
gloves/belts/shoes/jackets. etc., even after a written notice by the enforcing authority, a penalty of 
Rs.10,000/- per day per event or till the safety norms are adhered to in addition to stopping of work till 
the safety norms are adhered. 

 
Clause 32. Refund of Security Deposit (EMD & FSD): 
 



The Security Deposit lodged/paid by a Contractor shall be refunded to him after the final bill is paid or 
after the successful completion of defect liability period, during which period the work should be 
maintained by the Contractor in good order, whichever is later. 

 
Clause 33. PENALTY FOR DELAY 
 
(a) Written Order to Commence Work 
 

After acceptance of the tender, The Project Engineer cum Estate Officer, CCMD shall issue a written order 
to the successful tenderer to commence the work. The Contractor shall enter upon or commence any portion 
of work only with the written authority and instructions of The Project Engineer cum Estate Officer, CCMD. 
Without such instructions the Contractor shall have no claim to demand for measurements of or payment 
for, work done by him. 

 
(b) Programme of work 
 

The time allowed for carrying out the work as entered in the tender shall be strictly observed by the 
contractor. It shall be reckoned from the date of handing over the site to the Contractor not less than 75 
percent of work site area comprising a continuous block. The work shall throughout the stipulated period 
of the contract be proceeded with, all due diligence (time being deemed to be the essence of the contract on 
the part of the Contractor). To ensure good progress during the execution of the work, the contractor shall 
be bound (in all cases in which the time allowed for any work exceeds one month) to comply with the time 
schedule according to the programme of execution of the work as agreed upon and enclosed to the 
agreement. 

 
(c) Review of progress and responsibility for delay etc., 
 

The Project Engineer cum Estate Officer, CCMD shall review the progress of all works with the contractor 
during the first fortnight of every month. Such a review shall take into account the programme fixed for the 
previous month, obligations on the part of the Contractor. 

 
(d) Apportioning of responsibility for delay between Contractor and Institute. 
 

In case the progress achieved falls short by more than 25 percent of the cumulative programme, the reasons 
for such shortfall shall be examined and a record made thereof apportioning the responsibilities for the 
delay between the contractor and the Institute. This record should be signed in full and dated both by The 
Project Engineer cum Estate Officer, CCMD and the Contractor. 

 
Clause 34. BAR CHART / CPM CHART: 
 

BAR chart /CPM chart shall be produced during agreement by the contractor. According to the bar chart 
work is to be executed otherwise penalty will be levied for the delay of work. 

  



 
9. THE ARTICLES OF AGREEMENT 

 
This Agreement is made at Bangalore, on this xx th day of xxx in the year                                     TWO THOUSAND 
AND TWENTY  THREE (XX.XX.2023).  
 
BY AND BETWEEN  
 
INDIAN   INSTITUTE  OF SCIENCE herein referred as IISc, a Trust registered under the Charitable Endowments 
Act, 1890, a deemed University and an autonomous Institution funded by the Ministry of Education, Government of 
India having its office at Sir C.V Raman Road, Malleswaram, BANGALORE 560 012, represented by the Registrar 
IISc, Bangalore (hereinafter    referred   to   as   the   IISc   which expression shall unless repugnant to the context or 
meaning thereof, mean and include its successors in interest, trustees and permitted assigns) of the ONE PART   
AND  
M/s xxxxxxxxxxxxxxxxxxxxxxxxxxxxxxxx, hereinafter referred to as the “CONTRACTOR”, (which expression shall 
unless repugnant to the context or meaning thereof, mean and include their partners, their respective heirs, executors, 
administrators and assigns) on the OTHER PART. 

RECITALS 

 
A. WHEREAS the IISc is desirous of getting the work of “Name of the work, Bangalore “(hereinafter called the work) 

executed by the Contractor at the rates quoted by him amounting to Rs.xxxxxxxx (Rupees xxxxxxxxxxxxxxxxxx 
only) Inclusive of all Taxes which is xxx% Above/Below the estimated amount put to tender.  

 

B. WHEREAS the Contractor has agreed to execute the aforesaid work on terms and conditions mentioned herein 
and subject to Tender Conditions of Contract and in accordance with the particular specifications, general notes 
and the schedule of quantities, schedule of rates, payment, and penalty condition, to the satisfaction of the IISc, 
Bangalore 

 
NOW THIS AGREEMENT WITNESSETH AND THE PARTIES HERETO AGREE AND SOLEMNLY 

AFFIRM AS FOLLOWS: 
 
1.     In consideration of the payment to be made to them as hereinafter provided, the contractor shall, subject to 
the terms, conditions, specifications, schedule of quantities, drawings, etc., more particularly stated in the Schedules 
aforesaid, execute and complete the work within  12 Months for the work after 10 days of issuance of work order or 
from the date of handing over of site, whichever is later. 

2. IISc shall pay to the contractor such sums as shall become payable hereunder at the time and in the manner 
specified in the conditions contained in the schedule aforesaid. 
 
3. The time allowed for carrying out the work as entered in the tender Agreement shall be strictly observed by 
the contractor and shall be deemed to be the essence of the contract on the part of the contractor and shall be reckoned 
from 10 days after the date on which the work order to commence the work is issued to the Contractor or the date of 
handing over of site, whichever is later. The work shall throughout the stipulated period of the contract be proceeded 
with all due diligence and the Contractor shall pay compensation an amount equal to one percent, or such smaller 
amount, as the Director, Indian Institute of Science (whose decision shall be final) may decide on the amount of 
estimated cost of the whole work as shown in the tender for every day that the work remains un-commenced or 
unfinished, after scheduled dates.  

 



4.   The contractor shall ensure good progress during the execution of the work be bound in all cases in which 
the time allowed for any work exceeds one month (save for special jobs) to complete Mile stone-1 i.e.15% of the whole 
work before the time allowed under the contract has elapsed, Mile stone-2 35% of  the work before the time has 
elapsed, Mile stone-3 60% of the work before the time has elapsed, Mile stone-4 80% of the work before of the time 
has elapsed,100% of the work before completion of  such time has elapsed. 
  However, for special jobs if a time schedule has been submitted by the contractor and the same has been 
accepted by the Project Engineer-cum-Estate Officer, CCMD the contractor shall comply with the said schedule. In 
the event of the Contractor failing to comply with the conditions he shall be liable to pay as compensation an amount 
equal to one percent or such smallest amount, as the Director, Indian Institute of Science (Whose decision in shall be 
final), may decide on the said estimated cost of the whole work for every day that the due quantity of work remains 
incomplete; provided always that the entire amount of compensation to be paid under the provisions of this clause 
shall not exceed seven and a half (10%) percent of the estimated value of the contract as shown in the tender, provided 
further that in the event of contractor making up the short fall in progress within the stipulated or extended time of 
completion, the penalty so recovered may be refunded on an application in writing by the Contractor. 
 
5.   The Engineer in charge shall review the progress of all works with the contractor once every week. Such a 
review shall take into account the programme fixed for the previous week, obligations on the part of the Institute for 
issue of drawings etc., and also the obligations on the part of the Contractor. The review shall also examine the 
accumulated delays by the contractor if any and mitigation measures proposed by the contractor to overcome the 
delay. In case the progress achieved falls short by more than 25 percent of the cumulative programme, the reasons 
for such shortfall shall be examined and a record made thereof apportioning the responsibilities for the delay between 
the IISc and the contractor. This record should be signed in full and dated both by the Project Engineer and the 
Contractor. 
 
6.   The Director, Indian Institute of Science, without prejudice to its rights under the contract in any respect of 
any delay or inferior workmanship or otherwise, or to any claim for damages in respect of any breaches of the 
Contract and without prejudice to any rights of remedies under any of the provisions of this contract or otherwise 
and whether the date of completion has or has not elapsed, by notice in writing absolutely determine the contract in 
any of the following cases: - 

(i) If the contractor having been given by the Project Engineer-cum-Estate Officer, CCMD a notice in writing to 
rectify reconstruct or replace any defective work or that the work is being performed in any inefficient or 
otherwise improper or unworkmanlike manner, shall omit to comply with the requirements of such notice 
for a period of seven days of such notice thereafter or if the contractor shall delay or suspend the execution 
of the work so that in the judgment of the Project Engineer-cum-Estate Officer, CCMD  (which shall be final 
and binding) either they will be unable to secure completion of the work by the date for completion of the 
work or they had already failed to complete the work by that date. 
 

(ii) If the Contractor being a company passes a resolution or if the Court passes an order to wind up the company 
or if a receiver or a manager is appointed on behalf of the creditors of the company or under circumstances 
which entitles the Court or the creditors to appoint a receiver or manager which would entitle the Court to 
make a winding-up order. 

 
(iii) If the Contractor commits breach of any of the terms or conditions of this contract. 

 
(iv)  If the contractor assigns or sublets without written approval of the Project Engineer-cum-Estate Officer, 

CCMD or becomes insolvent. 
 
The Director of the Institute shall have following powers:   
 

a) To determine or rescind the Contract as aforesaid (in which termination or recession notice in writing to the 
Contractor underhand of the Project Engineer-cum-Estate Officer, CCMD shall be conclusive evidence). Upon 
such determination or recession the security deposit of the Contractor shall be liable to be forfeited and shall 
absolutely be at the disposal of Institute. 



(b) To employ labor paid by the Institute and supply materials to carry out the work or any part by debiting the 
Contractor with the cost of the labor and the price of the materials (of the amount of which cost and price 
certified by the Project Engineer-cum-Estate Officer, CCMD shall be final and conclusive against the 
Contractor) and crediting him with the value of the work done in all respect on the same manner and at the 
same rates as if it has been carried out by the contractor under the term of his contract.  The certificate of the 
Project Engineer-cum-Estate Officer, CCMD as to the value of the work done shall be final and conclusive 
against the contractor, provided always that action under the sub-section shall only be taken after giving 
notice in writing to the contractor.  Provided also that if the expenses incurred by the Institute are less than 
the amount payable to the contractor at his agreement rates, the difference shall not be paid to the Contractor. 

(c) After giving notice to the contractor to measure up the work of the contractor and to take such part thereof 
as shall be un-executed out of their hands and to give it to another contractor to complete in which case any 
expenses which may be incurred in excess a sum of which would have been paid to the original contractor if 
the whole work had been executed by him (of the amount of which excess the certificate in writing of the 
Project Engineer-cum-Estate Officer, CCMD shall be final and conclusive) shall be borne and paid by the 
original contractor and may be deducted from any monies due to him from the Institute under this contract 
or any other account whatsoever, of from his security deposit or the proceeds of sales thereof, or a sufficient 
part thereof as the case may be. 
 
In the event of any one or more of the above courses being adopted by the Project Engineer-cum-Estate 
Officer, CCMD, the contractor shall have no claim to compensation for any loss sustained by them by reason 
of having purchased or procured any materials or entered into any engagements or made any advances on 
account or with a view to the execution of the work or the performance of the contract.  And in case of action 
is taken under any of the provisions, aforesaid, the contractor shall not be entitled to recover or be paid any 
sum for work thereto/for actually performed under this contract unless the Project Engineer-cum-Estate 
Officer, CCMD has certified in writing the performance of such work and the value payable in respect thereof 
and they shall only be entitled to be paid the value so certified. 
 

7.   The schedules above mentioned include the General Rules and Directions to Contractors and the following 
documents, viz.,                             
(i) Letter of Intent 
(ii) Letter of Acceptance 
(iii) Work Order 
(iv) Conditions of Contract  
(v) Contractor’s Bid – Bill of Quantities  
(vi) Technical Specifications  
(vii) Drawings 
(viii) The pre-Bid meeting proceedings and corrigendum 
(ix) Any other document listed in the Contract Data as forming part of the contract shall form an integral 

part of the agreement and the decision of the Project Engineer-cum-Estate Officer, CCMD in reference to 
all matters of a dispute as to material and workmanship shall be final and binding on both the parties. 
 

8.    The IISc reserves the right of altering the drawings of the works and of adding to or omitting any item of work 
from or of having portions of the same carried out departmentally or otherwise and such alterations or variations 
shall not violate this agreement. 

9.    This agreement comprises the work aforesaid, and all subsidiary works connected therewith even though such 
works may not be shown on the schedule appended hereto. 

10. In the event the contractor or their employees, agents, sub-contractors deface or destroy the property or the 
establishment belonging to IISc, the same shall be made good by the contractor at their own expenses. 

11. The Contractor shall ensure cleanliness at the premises of IISc ensure cleaning of site and removal of debris 
every week. In any event the contractor ceases to comply the foregoing the IISc shall ensure the site cleaned at 
the expense of the contractor. 



12. The Contractor shall at all time be responsible for the safety of their employees, agents, sub-contractors, and in 
any event during the commission of work or in their due course of work the IISc shall not be held responsible. 
The contractor shall defend, indemnify and hold the Institute harmless from any liability or damage, law suits, 
penalties imposed by any State or Central Government or statutory body or by a third party for reasons of 
violation of any of statutory provisions or requirements by the contractor. 

13. The Contractor shall adhere to the working conditions and its scope strictly and any act not in confirmation 
with the scope of work which is mutually accepted by both the parties shall only be done after prior approval 
and acceptance in writing by the Director. 

14. The Contractor shall at any time be responsible for the completion of work in time, also the contractor shall be 
responsible to submit the final bill within one month after completion of the work.  

15. Notwithstanding anything contained in the tender submitted by the contractor, all the clauses of this agreement 
shall be binding on both parties. 

16.  Where counter-terms and conditions, printed or copied, are offered by the contractor, the same shall not be 
deemed to have been accepted by the IISc, unless specific written acceptance thereof is furnished by the IISc. 
Notwithstanding the foregoing, no verbal agreement or inference from a conversation with any office 
members/representatives/employees of the IISc before, during, or after the execution of the agreement, shall 
in any way affect or modify any of the terms/obligations contained herein. 

17.   In the event the contract is terminated by the IISc due to any aforementioned act/omission on the part of the 
contractor, or for any reason whatsoever, the IISc shall be entitled to engage the services of any other person, 
agency or Contractor to meet its requirement, without prejudice to its rights including claim for damages 
against the Contractor. 

 
18.  This agreement can be terminated by IISc with the prior written notice of Seven (7) days in the event of a breach 

of any of its terms of this agreement and even otherwise this Agreement may be terminated by IISc by giving 
a minimum of 7 days prior written notice to the Contractor.  

 
19.   The IISc shall be indemnified for all losses due to commissions and omissions of persons deployed by the 

contractor. If any loss or damage is caused to the IISc on account of any negligence, carelessness, acts of 
omissions. commissions of contractors, its employees or staff, the same shall be made good by the contractor. 
The contractor shall defend, indemnify and hold the Institute harmless from any liability or damage, law suits, 
penalties imposed by any State or Central Government or statutory body or by a third party for reasons of 
violation of any of statutory provisions or requirements by the contractor. The IISc shall not be liable for any 
damage or compensation payable to any workmen or to any person as a consequence of this work and the IISc 
shall be completely indemnified accordingly. 

 
20.   The contractor shall pay wages directly to its personnel The contractor shall also ensure that no amount by way 

of commission or otherwise is deducted from the wages of the workmen. The contract labourers deployed by 
the agency shall not involve in any theft/pilferage/damage to Institute property. After necessary 
investigations, if proved that the contractor or their personnel are responsible for the incident, the contractor is 
liable and will be penalized to the extent of the value of the loss and additionally Rs. 50,000/- for each such 
incident. 

 
21. All terms and conditions, the scope of work, and other conditions as mentioned in the tender document will 

be diligently complied by the contractor. The terms and conditions, the scope of work, and other conditions 
mentioned in the tender documents shall form a part and parcel of this agreement.  

 
22. The Contractor hereby agrees and affirms that during or subsequent to the performance of the duties under 

this Agreement, the Contractor shall maintain confidentiality and shall not divulge, communicate, use or 
appropriate any of the IISc Information, except to the extent necessary for the Contractor to fulfill his 
obligations or duties to the IISc under this Agreement. The Contractor shall not cause transmission, removal or 
transfer of tangible embodiments of, or files from the IISc place of business, without the prior written consent 
of the IISc and shall not disclose any information of the IISc to any third part 

 



23.  In case of disputes including all questions relating to the performance of the obligations under this agreement 
and all the dispute and differences which shall arise either during or after the agreement period or other matters 
arising out of or relating to this agreement or payments to be made in pursuance thereof shall be decided by 
the Director of IISc whose decision shall be binding on the contractor. The Contractor hereby agrees to be bound 
by the decision of the Director, IISc. 

 
24.       COURTS:  

 
Courts of appropriate jurisdiction situated in Bangalore City shall have  exclusive jurisdiction. Any dispute 
or difference arising between the parties to the agreement in relation to any of the matters specified herein, 
shall be settled in the Courts of appropriate jurisdiction situated in Bangalore City which shall have exclusive 
jurisdiction in regard to any matter arising under or in relation to this agreement. Laws of India and the State 
of Karnataka, shall be applicable in this regard 
 

25.        GOVERNING LAW 
 

This Contract shall be governed by the Law of India for the time being in force. 
 

 
 
IN WITNESS WHEREOF the parties hereto have set their respective hands the day and the year here in above 

written. 
 
In the presence of:   Signed by for and on behalf of the said Contractor. 
Witness 1: 
 
 (Company Name) 
 
In the presence of: Signed by for and on behalf of the IISc. 
Witness 2: 
 

 REGISTRAR 
 INDIAN INSTITUTE OF SCIENCE 

                                                BANGALORE-12 
 
 
 
 
 
 
 
 

  



 
INDIAN INSTITUTE OF SCIENCE, BANGALORE-12 

ITEM RATE TENDER FOR WORK 
 I/We, hereby tender for the execution for the Indian Institute of Science, Bangalore-12 of the works specified 
in the under mentioned memorandum within the time specified in such memorandum at the rates specified therein 
and in accordance, in all respects, with the specifications, designs, drawings and instructions in writing which have 
been read by me/read and explained to me and with such materials as provided for by and in all other respects in 
accordance with such conditions as for as possible. 

MEMORANDUM OF WORK 
1. General Description Annual Operation and Maintenance of HT & LT Electrical 

installations in IISc Campus, Bangalore. 
2. Estimated Cost Rs.1,31,48,062  
3. Earnest Money Rs.1,97,221 
4 Date of Commencement of 

work 
Within ten days from the date of issue of work order or the date 
of handing over the site whichever is later 
 

5 Frequency of interim 
Certificate    and 
payment 

Once every month. 

6. Further Security Deposit 1.5% on the running account bills and final bill in addition to 
Earnest Money Deposit.  When the F.S.D. deducted from the 
RA bills of the Contractor @ 1.5% of the bill amount exceeds 
Rs.1.00 lakhs, the amount in excess of Rs.1.00 lakh may, at the 
request of the Contractor, be released to him against the 
production of a bank guarantee issued by a Nationalized Bank 
only for an equal amount in the prescribed form.  The bank 
guarantee should be valid till the completion of the period 
mentioned in page 2 of Sl.No.1. 

5. Time allowed for the 
completion of work in all 
respects from the date of 
commencement of work 

 
 

12 Months 

6 Bills Of Quantities.  As per enclosure. 
  

7 Defects liability period        
/release of security deposit. 

The security deposit lodged/paid by a contractor shall be 
refunded to him after the final bill is paid or after twelve 
months from the date of completion of the work, during which 
period the work so executed should be maintained by the 
contractor in good order, whichever is later. 
 

8 Period for payment of 
Running      Bill. 

Four weeks from the date of submission of each Running 
account bill by the Contractor. 
 

9 Period for submitting the 
final Bill. 

One month from the date of virtual completion of the work by 
the Contractor. 
 

10 Specifications. The work shall be carried out strictly in accordance with the 
enclosed specifications and wherever items are not covered by 
those specifications in accordance with 
specifications/drawings /designs/requirements and 
directions of the Project Engineer-cum-Estate Officer, CCMD   

 



I/We hereby agree to abide by and fulfil all the terms and provisions of the conditions contained in the articles of 
agreement, which have been read by me/us or in default thereof to forfeit and pay to the Registrar, Indian Institute 
of Science or his successors he sums of monies mentioned in the said conditions. 

 
 

 
 

The sum of Rs.1,97,221 (Rupees one lakh ninety-seven thousand two hundred and twenty-one only) has 
been deposited in cash/bank draft as Earnest Money the full value which is to be absolutely forfeited to the Registrar 
or his successors in Office should I/We fail to commence the work specified in the above memorandum and complete 
the same. 
 Dated this xx th  day of xx 2023. 
 
 
 
 

      Signature of the Contractor 
 
Witness to Contractor/s Signature: 
NAME 
ADDRESS 
OOCCUPATION 
 
 
 
 The above tender is hereby accepted by me on behalf of the Indian Institute of Science, Bangalore-12. 
 
 
 
 
       REGISTRAR 
       INDIAN INSTITUTE OF SICENCE 
       BANGALORE. 

 
 

 
 

 
 
 
 
 
 
 

  



 
 

10. REFERENCES 

I.S. STANDARDS OF ELECTRICAL WORKS 

Sl.No STANDARDS TITLE 

 Code of Practice / Guide  

1 IS : 732 – 1989 Code of Practice for Electrical wiring 
installations. 

2 IS : 4648 – 1968 Guide for Electrical layout in residential 
buildings 

 
3 

 
IS : 80614 – 1976 

Code of Practice for Design, installation 
and maintenance of service lines up to 
and including 650V. 

 
4 

 
IS : 7752 (Part-1) - 1976 

Code of Practice for interior 
illumination :  General requirements 
and Recommendations for welding 
interiors. 

5 IS : 4347 – 1967 Code of Practice for hospital lighting 
6 IS : 6665 – 1972 Code of Practice for industrial lighting 
7 IS : 2672 – 1966 Code of Practice for Library lighting 

 
8 

 
IS : 10118 (Part-1) - 1982 

Code of Practice for selection, 
installation and maintenance of switcher 
and Control gear : Installation. 

9 IS : 4146 – 1983 Application guide for voltage transformers. 
10 IS : 3043 – 1987 Code of practice for earthing. 

11 IS : 5216 (Part-2) - 1982 Guide for safety procedures and 
practices in electrical work General. 

 
12 

 
IS : 4237 – 1982 

General requirements for switchgear and 
control gear for voltages not 
exceeding1000 V AC or 1200 V DC. 

 

13 

 

IS : 6875 - (Part-1) - 1973 

Control switches (Switching devices for 
control and auxiliary circuits including 
1000 V AC and 1200 V DC : General 
requirements and tests. 

 
14 

 
IS : 10027 – 2000 

Composite units of Air-Break switches 
and rewireable type fuses for voltages 
not exceeding 650 V AC. 

 
15 

 
IS : 4064 (Part-1) - 1978 

Composite units of Air-Break 
disconnector, Air-Break switch 
disconnector and fuse- combination 
units for voltages not exceeding 1000 V 
AC or 120 V DC : General requirements. 

 
16 

 
IS : 8828 – 1996 

Electrical accessories - circuit breakers 
for over current protection for household 
and similar installation. 



 
17 

 
IS : 2516 (Part-1/Sec01)-
1985 

Circuit-Breaks : Requirements and tests 
: Voltages not exceeding 100 V AC or 
1200V DC. 

18 IS : 5039 – 1983 Distribution pillars for Voltages not 
exceeding 1000 V AC or 1200 V DC. 

 

19 

 

IS : 8544 (Part-4) - 1979 
Motor starters for voltages not 
exceeding 1000 V : Reduced voltage AC 
starters, two- step auto transformer 
starters. 

20 IS : 9537 (Part-1) - 1980 
Conduits for electrical installations 
General requirements 

 
21 

 
IS : 9537 (Part-4) - 1983 

Conduits for electrical installations : 
Pliable self recovering conduits of 
insulating materials. 

22 IS : 3854 – 1997 
Switches for domestic and similar 
purposes. 

 
23 

 
IS : 1293 – 1988 

Plugs and sockets outlets of rated voltage 
upto and including 250 Volts and current 
upto and including 16 Amperes. 

 
24 

 
IS : 2418 (Part-1) - 1977 

Tubular Fluorescent lamps for general 
lighting services : Requirements and tests. 

25 IS : 9900 (Part-1) - 1981 
High pressure mercury vapor lamps : 
Requirements and tests. 

26 IS : 1913 (Part-1) - 1978 
General and safety requirements for 
luminaries : Tubular fluorescent lamps. 

27 IS : 10322 (Part-1) - 1982 Luminaries : General requirements 

 
28 

 
IS : 302 (Part-1) - 1979 

General and safety requirements for 
household and similar electrical 
appliances. 

29 IS : 6236 – 1971 
Direct recording electrical measuring 
instruments. 

30 IS : 2705 (Part-1) - 1992 
Current transformers : General 
requirements. 

 
31 

 
IS : 2448 (Part-1) - 1963 

Adhesive insulating tapes for electrical 
purposes : Tapes with cotton textile 
substrates. 

32 IS: 8130-1984 Code for Conductor Construction 

33 IS: 5831-1984 Code for Insulation & sheath material 



 
34 

 
IS:694-1990 

PVC insulated Flexible Single Core Wire/ 
Un armoured  Multicore/ Flat Cables. For 
working voltage upto& including 1100V. 

 
35 

 
IS:1554(Part-1)-1988 

Copper or Aluminium Conductor, PVC 
insulated, extruded inner sheathed PVC, 
galvanised steel wire/strip armoured, 
extruded PVC sheathed LT 
Control/Power Cable. For working 
voltage upto & including 1.1KV. 

36 IS:3975-1990 
Code for Number of Strips in armouring 
construction. 

37 IS: 7098/II/85 
XLPE insulated HT & AB Cables. For 
working voltage 6.35/11KV. 

38 IS:14255-1995 
Code for Aerial Bunched Cables. For 
working voltage upto 1.1KV. 

 
39 

IS:13573/VDE 0278/IEC 
60502/HD 629.1.S2 
CENELEC 

Code of Type tests for HT termination 
jointing kit. 

40 IS 7569:1987 Cast Acrylic Sheets for use in Luminaires 

41 IS 8030:1976 Specifications for Luminaires for Hospitals 

42 IS 10242: Part 3: Sec 6: 1986 Electrical installations in ships: Part 3 
Equipment, Section 6 Luminaires & 
accessories 

43 IS 10322: Part 2 1982 Specification for Luminaires - Part 2: 
Constructional Requirements 

44 IS 10322: Part 3 1984 Specification for Luminaires - Part 3: Screw & 
Screw Less Terminals 

45 IS 10322: Part 4 1984 Specification for Luminaires - Part 4: Method of 
Tests 

46 IS 10322: Part 5: Sec 1: 2012 Luminaires: Part 
5particularsrequirements, 
Sec 1 General Purpose 
Luminaires 

47 IS 10322: Part 5: Sec2: 2012 Specifications for Luminaires - Part 5 : 
Particular Requirements - Section 2: Recessed 
Luminaires 

48 IS 10322: Part 5: Sec4: 1987 Luminaires: Part 5 Particulars requirements, 
Section 4 Portable general-purpose 
luminaires 

49 IS 13383: Part 1 : 1992 Photometry of Luminaires - Method of 
Measurement - Part 1: Luminaires for use in 
interior Lighting 



50 IS 13383: Part 2 : 1992 Methods of Photometry of luminaires: 
Part 2 Luminaires for road & street 
lighting 

51 IS 13383: Part 3 : 1992 Photometry of Luminaires - 
Method of Measurement - Part 3: 
Luminaires for Floodlighting 

52 BSEN 10025 Grade 5, 355JO 
(or)ASTM A 572-50 

Steel sheet thickness 

53 IS 875 Part 3 Wind Velocity 

54 IS 2062 (or) ASTM A 572-50 Base Plate 

55 BSEN ISO 1461 (or) ASTM 
A123 (or) IS 2629 

Galvanized in single hot dip / With Average 70 
Microns 

56 BS 5135 Welded Single L-Seam Joint 

57 AISI 304 Grade Stainless Steel Wire Rope (Factor of Safety: TR 
No. 7) 

58 IS 1239 Maximum Load Carrying Capacity (Lantern) 

59 IS 9595 (or) IS 10178 AWS Single Section & Single Joint welded 

60 ASTM - A 123 and 153 Hot dip Galvanized in Single dipping with not 
less than 65 Microns 

 
 



11.  TECHNICAL SPECIFICATION  

The work shall be carried out as per CPWD / KPWD Specification and relevant IS codes. In case of 
discrepancy between technical specification and BOQ, the BOQ prevails. 

 LIST OF APPROVED MAKES

Sl.No. ITEM DESCRIPTION MAKE 
1 Air circuit breaker Schneider / L&T / ABB  / GE 
2 MCCB Schneider / L&T / ABB / GE 

3 Relays AVK-SEGC / ABB / Telemechanique / L&T 
/Schneider 

4 Power factor relay Epcos / Ducati / Beluk / Enercon / Meher 
5 Change over switch HPL / Schneider  / L&T / ABB 
6 Power contactors L&T / ABB /  SCHNEIDER / TELEMECHANIQUE 
7 Instrument transformers Kappa / Kalpa / Instrans /Voltamp 

8 Capacitor banks with series 
reactors with harmonic filters Epcos / Ducati / Meher 

9 LT panel fabrication including 
Bus duct 

Power Control Equipments / Lotus Power gear / CPRI 
Approved 

10 Meters Conserv/ L&T/ AE/ Elmeasure 

11 Panel  accessories / terminal 
block As per manufacturer specified make 

12 MCB / MCB DB Legrand  / Schneider  / Havells / L&T /Siemens 
13 ELCB / ELMCB / RCBO Legrand  / Schneider  / Havells / L&T / Siemens 
14 LT Cable Finolex/ Poly Cab / Havells /KEI 
15 End Termination Materials Dowels / SMI / Wago 
16 MS Powder coated Cable Tray As per panel fabricator 
17 PVC Conduits – FRLS VIP / Avon / Precision / Universal 

18 PVC Wires & Flexible Cables - 
FRLS Anchor / Power Flex / Finolex / L&T / Havells 

19 Modular switches and socket Anchor Woods / MK / Legrand  
20 Industrial sockets Legrand / L&T / ABB 
21 Light fixtures - working area Philips / Wipro / Crompton/Havells 
22 Light fixtures - decorative Philips / Wipro / Crompton/Havells 
23 Streetlight pole Klite / Shubham / Jindal 

24 Glands - Single / Double 
Compression Dowells 

25 Aluminium / Copper Lugs Dowells 
26 Aviation Light Bajaj / Eqvt. 
27 Surge Arrestors L&T / ABB / OBO Bettermann 



Special conditions and Scope of work 

11.1 The CONTRACTOR will be bound by the details furnished by him / her to IISc, while 
submitting the bid or at subsequent stage. In case, any of such documents furnished by the firm 
is found to be false at any stage, it would be deemed to be a breach of terms of contract making 
the firm liable for termination of contract. 

11.2 The CONTRACTOR shall ensure that the manpower deployed in IISc, conforms to the 
qualification and experience prescribed in the Tender Document. 

11.3 The CONTRACTOR shall furnish the following documents in respect of the individual 
manpower who will be deployed at IISc, before the commencement of work: 

11.4 List of Manpower short listed by the CONTRACTOR for deployment at IISc, containing 
full details like name, date of birth, marital status, address etc. 

11.5 Biodata of the persons. 

11.6 Certificate of verification of antecedents of persons by local police authority. 

11.7 In case, the person employed by the successful CONTRACTOR commits any act of 
omission / commission that amounts to misconduct /indiscipline/ incompetence / security 
risks, the CONTRACTOR will be liable to take appropriate disciplinary action against such 
persons, including, making good the financial loss and their removal from work, immediately 
after being brought to notice, failing which it would be assumed as breach of contract which 
may lead to cancellation of contract. 

11.8 The CONTRACTOR shall provide identity cards to the personnel deployed at site 
carrying the photograph of the personnel and personal information such as name, date of birth, 
age etc. attested by the Security Officer at the institute. The duty hours should not exceed eight 
hours at a stretch. Continuous shifts by the same person should be avoided and no post should 
remain unmanned. Odd duties/shifts may be required according to exigencies, which are to be 
provided by CONTRACTOR as per their job assignments. The CONTRACTOR should issue 
the Uniforms and Personal Protection Equipment (PPE) and ensure that the said Uniform / 
PPE must be worn by the staff/workers while they are on duty in the IISc campus. Nothing 
will be paid extra on this account and the CONTRACTOR should consider this cost while 
quoting. No worker below the age of 18 (eighteen) years shall be employed at the work. The 
contractor shall also be responsible for its personnel in observing all security and safety 
regulations and, instructions as may be issued in writing by the Institute from time to time. 

11.9 The CONTRACTOR shall ensure that any details of office, operational process, technical 
know-how, security arrangements, and administrative/organizational matters are not 
divulged or disclosed to any person by its personnel deployed in this office. 

11.10  The CONTRACTOR shall ensure proper conduct of his personnel in institute/office 
premises and enforce prohibition of consumption of alcoholic drinks/ smoking while on duty. 
The workers/staff employed by the contractor shall not act in any way detrimental to the 
interests of IISc and they are not employees of IISc and shall not have any employment related 
claims on IISc. 

11.11 Attendance sheet has to be maintained every day and copy of same to be enclosed along 
with the bill for monthly payment. 

 

11.12  The Contractor's employees will be allowed entry into the specified areas of the premises 



of IISc with the permission of the Director or any other Officer authorized in this behalf in 
writing with valid photo identity card issued by the Contractor and displayed prominently. 
The Institute reserves the right to grant permission or to refuse permission or to withdraw it 
where it has been granted earlier without assigning any reason. The Contractor shall ensure 
that his employees attend to their assigned duties and do not wander or roam around and not 
to pose disturbance to guests, staff, faculties, students, participants, etc., of IISc. 

11.13  The CONTRACTOR shall designate a coordinator, out of the deployed personnel, who 
would be responsible for immediate interaction with the office, so that optimal services of the 
persons deployed by CONTRACTOR could be availed without any disruption. 

11.14  The CONTRACTOR shall provide replacement and ensure that as far as possible no 
designated post is left vacant in any shift. 

11.15  IISc is not liable at any stage to provide free of cost accommodation, transport, food, 
medical and any other requirement of their personnel deployed at the institute.  

11.16  Payment shall be made only to the contractor and on a monthly basis as per actual 
services and the terms of the work order. The contractor has to submit invoices/bills by the 
third week of the next month for the services rendered in the preceding month along with 
ESI/PF challans etc., pertaining to that month. The proof of remittance of statutory deductions 
of PF, ESI to the appropriate agency, for those employed at IISc, must be provided by the 
CONTRACTOR to IISc every month along with the claim bill, failing which the claim bill shall 
not be settled. These remittance /payments must be made in a separate challan specifically for 
the contract personnel deployed at IISc in the name of IISc. 

11.17  IISc reserves the right to amend or withdraw any of the terms and conditions contained 
in the Tender Document or to reject any or all tenders without giving any notice or assigning 
any reason. The Director, IISc is the final authority for settling any disputes and the decision of 
the Director in this regard shall be final and binding on all. 

11.18  IISc shall provide to Contractor, unhindered and continuous access to all areas of the IISc 
campus in order to perform the works as per the Contract. This access shall be available to 
Contractor from the Effective Date. 

11.19  OBSERVANCE OF SAFETY PRECAUTIONS:  

11.20  The Contractor shall abide with all the safety regulations as in included in the Electrical 
safety guide for works contract at site. The contractor shall comply with all applicable 
provisions of the safety regulations, clean-up program and other precautionary measures. The 
contractor shall comply with all instructions given by the safety engineer or his authorized 
representatives regarding safety precautions, protective measures, clean up and all the other 
practice which in the opinion of the Engineer or his authorized representative might be 
hazardous.  

11.21 If the contractor has been found violating the safety rules more than twice as per the 
intimation received from the Engineer in-charge, he will be penalized with Rs. 500 each time 
and this amount shall be deducted from their R.A Bills.  

 

 

 

11.22  Safety and fire training for staff engaged on work shall be organized by the Contractor 



under the guidance of IISC Safety team. Cost for such training occurred, if any, shall be borne 
by the Contractor.  

11.23 Safety helmets, safety shoes, gloves, safety belts, torches and any other safety equipment 
are to be provided by the contractor to his workers. 

11.24  No Electrician/Helper doing more than the maximum shift allowed by the contract. 
(26/27 shifts in a month). 

11.25  If CONTRACTOR fails to provide services to the satisfaction of the institute as per 
Contract specifications and other specifications as issued by the IISc from time to time, which 
are within the scope of the activities specified herein, the same will be communicated to 
CONTRACTOR in writing. If three such notices are issued to CONTRACTOR and the defaults 
notified therein remain uncured within the time notified in the said notices, then the contract 
will be terminated. 

11.26  The insurance and securities of the plant and equipment at the IISc campus is the sole 
responsibility of the IISc. Reasonable measures must be adopted by the staff deployed by the 
Contractor for maintenance of such equipment. The Contractor and their staff shall be held 
responsible for any type of theft/pilferage/damages, if during any necessary investigations, it 
is proved that CONTRACTOR/their personnel are responsible for the incidents, and the 
CONTRACTOR shall be held liable and be penalized to the extent of loss caused to the 
equipment. 

11.27  Contractor shall have no responsibility or liability for the pre-existing adverse condition 
of IISc campus. Prior to Contractor starting any work at the site, IISc will provide 
documentation that identifies the presence and condition of hazardous materials existing in or 
around IISc campus that Contractor may encounter while performing under this Contract. IISc 
shall disclose to Contractor industrial hygiene and environmental monitoring data regarding 
conditions that may affect Contractor's work or personnel at the campus. IISc shall keep 
Contractor informed of changes in any such conditions. 

11.28  The requirement of manpower may vary according to the need and may be reviewed/ 
reduced/enhanced as and when required by the PE cum EO, IISc. Accordingly, payment will 
be regularized as per the rate quoted in the tender. 

11.29  The contract may be terminated by either party by giving a prior written notice of two 
months (60 days) to other party. The termination may be due to not fulfilling the contractual 
obligations by any party. 

11.30  In the event of termination for default by Contractor, IISc shall serve a detailed written 
notice of the breach along with its intention to terminate the Contract during which, the 
Contractor must attempt at diligently pursuing cure of the breach. Subject to the above, IISc 
shall put the contractor in notice again i.e. five days before the conclusion of the said 60 days' 
notice period as a follow-up and in the event Contractor still fails to cure the breach then this 
contract shall stand terminated. 

11.31  Contractor may also suspend or terminate the Contract by giving 60 days prior written 
notice (or any affected portion thereof) to IISc immediately for the cause which are, if IISc 
materially breaches the Contract, including, but not limited to, failure or delay in making any 
payment when due, or fulfilling any payment conditions or other obligations under the 
Contract. 

 

11.32  If the Contract (or any portion thereof) is terminated for any reason other than 



Contractor's default, IISc shall pay Contractor for Services performed till the date of notice of 
termination served on the contractor by the Institute. 

11.33  This Contract shall be governed by and construed in accordance with the Laws of India. 
If a dispute is not resolved by negotiations, either party may, by giving written notice, refer the 
dispute to a meeting of appropriate higher management, to be held within ninety (90) days 
after the giving of notice.  If the dispute is not resolved within the said ninety (90) days, either 
party may commence arbitration proceedings by putting the other party in notice. The place of 
Arbitration shall be in Bangalore, India and the Arbitration and conciliation Act, 1996 amended 
up to date and corresponding rules shall apply to this Agreement. The arbitration proceedings 
shall be conducted in English. The Award passed by the said Tribunal shall be final and binding 
on the Parties. Courts in Bangalore City alone shall have exclusive jurisdiction in this regard. 

11.34 All maintenance and repair works involved during the execution of work shall be 
undertaken by Contractor as per the contract. 

11.35 All major faults and problems shall be reported to the Engineer in-charge immediately of 
occurrence through a memo. After inspection by the Engineer in-charge, procedures for 
rectification shall be approved by CONTRACTOR. 

11.36 Any damage or loss due to failure to carry out prescheduled maintenance work shall be 
to the cost of CONTRACTOR provided such failure to carry out the maintenance work shall be 
solely for the reasons attributable to the Contractor. However, the shutdown availability and 
safe access to site and equipment is the responsibility of the IISc. 

11.37 Any other work, if required or insisted by IISc including tests and calibrations etc., shall 
be undertaken by CONTRACTOR. at mutually agreed extra costs. 

11.38  The necessary salary and other allowances due to the employees by the contractor shall 
be paid by him and shall strictly comply with all rules and regulations of statutory bodies and 
other labour laws. All employees engaged by the contractor shall be comprehensively insured 
for accidents and injuries. 

11.39  Materials to be used like furniture, Almirah, racks, office and storage space, computer 
with internet and printer etc. will be provided by IISc to contractor free of charge. 

11.40 All technical documents (like Single Line Diagram, As built drawings, O&M Manuals, 
Asset list, Substation layout, Maintenance history/reports, failure history of assets, OEM 
details of existing assets, copy of reports of any technical study done by IISc in the past, 
Environmental Health and Safety plan of IISc etc. pertains to the substation, equipment and 
area covered under this contract shall be provided by IISc to contractor for effective execution 
of the contract. 

11.41  Basic amenities/ facilities like drinking water, electricity, toilets, Illumination in 
substations or work area etc. shall be provided by IISc to Contractor free of charge. 

11.42 The annual service maintenance of the accessories shall be carried out as per the 
manufacturer's manuals applicable from time to time. The work shall be carried out by the 
deployed team of the contractor.  However, if OEM or expert visit is required, the same charges 
have to be paid by IISc. The Back-to-Back AMC of the installed equipments with the respective 
OEM's are in the scope of IISc. 

11.43 The Contractor shall note that they shall have to carry out their work in close coordination 
with other contractors' agencies working in the same premises with adequate Environment 
Health and Safety (EHS) measures and precautions. IISc to make sure the other agencies 
working in the CONTRACTORS's area of work should inform the Contractor well in advance 



and take suitable written permission and Permit to Work (PTW) from the CONTRACTOR site 
in-charge for each and every task in order to maintain the safety of equipment and staff at site. 

11.44  In the event of contractor showing lack of attendance, negligence to work or under-
performance in line to the contract obligations, then the contract may be terminated (as per 
termination clause elsewhere in this agreement) at any stage after exhausting the right by action 
under any other relevant clauses of the contract. 

11.45  The contractor shall follow all security rules framed and shared in writing by Engineer 
in-charge from time to time regarding removal of material from site, issue of identity cards, 
control of entry of persons and other similar matters. 

11.46  The Contractors' personnel shall not disclose any information or drawings furnished to 
him by PE CUM EO/ OFFICER IN-CHARGE. Any drawings, records and other information's 
prepared by the contractor or by the PE CUM EO/ OFFICER IN-CHARGE or jointly by both 
for the execution of the works shall not be disclosed without the prior approval of the PE cum 
EO/ Officer in-charge, except to its affiliates and subcontractors in connection with 
performance of the Contract. No photograph of the substation or any other place within the 
premises of PE cum EO/ Officer in-charge shall be taken without the prior approval of the PE 
cum EO/ Officer in-charge. 

11.47  The contractor shall keep his work spot, site office and surroundings neat, clean and tidy. 
It should be free from dust, rubbish, scrap, surplus materials and unwanted tools and 
equipments. All scaffolding and temporary structure including the tools and equipments shall 
be removed as soon as the job for which they are intended are completed. All equipment and 
material to be taken inside the plant building shall be cleaned thoroughly before taking them 
inside. The Engineer-in-charge has right to stop the work, if the contractor fails to improve upon 
the cleanliness after having been notified. 

11.48  PE cum EO/ Officer in-charge will have the right to withdraw the work permit for any 
of the workmen for reasons of misconduct, incompetence in work, violation of safety and fire 
rules, negligence on duty etc. 

11.49  Cost of damages caused due to bad workmanship of the CONTRACTOR shall be 
recovered from the contractor. The overall limitation of liability for the Contractor under the 
contract shall be limited to and in no event shall exceed the 100% of the annual contract value. 

11.50  The knowledge/information of availability of manpower on daily basis shall be 
responsibility of contractor. Contractor should ensure availability through his representative 
throughout the contract period who shall be responsible for manpower availability and their 
record keeping. 

11.51  The contractor shall depute staff to ensure round-the-clock maintenance of services on 
all days in a month as given below: 

 
 
 
 
 

SI. 
No. 

Description HT 
Team 

LT 
Team 

Street light 
Team 

Reliever Total 

1 Electrician (Skilled) 6 7 2 3 18 



2 Helper (Un skilled) 3 4 1 2 10 

     3 Electrical Supervisor                         1        1 

     4 Electrical cum SCADA 
Engineer 

                       1        1 

   Total 30 

 
The qualification of the staff at site as per detailed below: 

(a) Electrical cum SCADA Engineer: Having Diploma / Degree in Electrical Engineering and 
having at least 8 years’ experience of operation and maintenance of similar kind of sub stations. He 
shall be over all in-charge of the site and shall be posted in General shift (9 AM – 5.30 PM). He is 
responsible for functioning of substation, arranging shutdowns, programming for maintenance, 
coordination between the IISc and other agencies involved etc. Working knowledge in Kannada & 
English language is essential. Computer literate with knowledge of MS Word, Excel & MS Project and 
should have operating knowledge of the SCADA system. He should be able to operate the control and 
monitoring of the HT breakers using the SCADA. He should possess Supervisory Competency 
Certificate (C license) issued by State Electrical Licensing authority. 
(b) Electrical Supervisor: Having Diploma / Degree in electrical engineering with a minimum 4 
years’ experience of operation and maintenance of sub stations / LT network. He shall be posted in 
general shift (9 AM- 5:30 PM) and report to the Engineer. He should possess Supervisory Competency 
Certificate (C license) issued by State Electrical Licensing authority. 
(c) Electrician (Skilled): Having Certificate in Electrician/Wireman trade issued by ITI/State 
Govt./Govt. of India and with minimum 3 years’ experience in the relevant field. 
(d) Helper (Un Skilled): Pass in 10th standard with minimum of 2 years' experience 
in this field. 

The CONTRACTOR shall provide a list of consumables that will be delivered every month or 
as and when needed at site. 
 
11.52  The Contractor shall ensure sufficient number of its employees are present for the work 
at IISc and ensure that work does not suffer due to non-availability of sufficient 
men/machines/materials. The Contractor will also ensure that its employees/staff remain 
confined only to the assigned jobs and they should not involve or interfere with any other 
activities of the IISc. The Contractor shall have full directing and controlling authority over the 
execution of the said work and shall take such action as is necessary for due completion of the 
activities as already specified. 

11.53  For all intents and purposes, the CONTRACTOR shall be the "Employer" within the 
meaning of different Labour Legislations in respect of manpower so employed and deployed 
at the IISc for contractual services. 

11.54  The CONTRACTOR shall be solely responsible for the redressal of grievances/ 
resolution of disputes relating to person deployed. IISc, shall in no way, be responsible for 
settlement of such issues whatsoever. IISc shall not be responsible for any damages, losses, 
financial or other injury claims to any person deployed by service providing agency in the 
course of their performing the functions/duties, or for payment towards any compensation. 
The manpower deployed by the contractor for the contract shall not be entitled for claim, pay, 
perks and other facilities which may be admissible to casual, ad-hoc, regular/confirmed 
employees of IISc, during the currency or after expiry of the contract. In case of termination 
of the contract also, the persons deployed by the contractor shall not be entitled to or and will 
have any claim for absorption or relaxation for absorption in the regular / otherwise capacity 
in IISc. The Contractor should communicate the above to all the manpower deployed in IISc by 



the contractor. 

11.55 The Personnel deployed by the Contactor shall be and continue to remain as staff of the 
Contractor and shall not at any time be eligible for any benefits/entitlements such as gratuity, 
provident fund etc., as provided to the employees of IISc. The Contractor shall be responsible and 
liable for any disputes between its employees and itself that may arise in this regard. 

11.56 The Contractor shall deploy manpower and personnel to undertake the schedule of works as 
enumerated in the BOQ. All materials used towards undertaking of services shall be in the scope of 
IISc. 

11.57 The manpower deployed by the contractor shall not have any claims of Master and Servant 
relationship vis-a-vis IISc nor have any principal and agent relationship with or against the IISc. 

11.58 The CONTRACTOR shall alone be liable to pay compensation for any damage/death/injury 
sustained by the personnel or any other members of CONTRACTOR as sustained by them in the 
course of the work/duty at the institute during the contract period and all staff employed by the 
Contractor must be properly insured by the contractor unless such damage/death/injury has been 
caused by or is attributable in any manner to IISc. 

11.59 In the event of theft, pilferage, or damage to the institute's property, after necessary 
investigations, if proved that CONTRACTOR/ their personnel are responsible, CONTRACTOR 
shall be given an opportunity to explain their position, consequent upon conclusion of 
responsibility, contractor shall be liable to make such loss or damages good. 

11.60 The Contractor and all his employees shall at all times during the continuance of this 
agreement, obey and observe all directions and instructions which may be given communicated in 
writing by the Institute concerning any aspect of services.  

11.61 The CONTRACTOR will be required to pay minimum wages as prescribed under the 
Minimum Wages Act of Central Government as per applicable rates for the staff employed at the 
site. The CONTRACTOR will maintain proper record as required under the Law/ Acts. The 
CONTRACTOR shall quote the rates considering the minimum salary as detailed below and shall 
not be allowed to change their quoted amount due to any reason. 

  Category of employee Minimum salary per month 

1 Electricians (Skilled) As per Central minimum 
wages amended from time to 
time 

2 Helpers (Un skilled) 

3 Electrical Supervisor Rs. 40,000  
4 Electrical cum SCADA Engineer Rs. 60,000 

 

11.62 The CONTRACTOR will be responsible for compliance of all statutory provisions 
relating to Provident Fund, and Employees State Insurance etc. in respect of the persons 
deployed by it at IISc. 
 
11.63 The CONTRACTOR shall be liable for depositing GST and other statutory tax 
obligations etc. on account of service rendered by it to IISc.  
 
11.64 The CONTRACTOR shall maintain all statutory registers under the applicable 
Law. The CONTRACTOR shall produce the same on demand to the concerned authority 
of IISc or any other authority under Law. 
11.65 The Tax Deduction at Source (T.D.S.) shall be deducted as per the provisions of 
the Income Tax Act / GST, as amended from time to time and a certificate to this effect 



shall be provided to CONTRACTOR by the Finance & Accounts Section of the IISc. 
 
11.66 In case, the contractor fails to comply with any statutory / taxation liability under appropriate 
law, and as a result thereof IISc is put to any loss / obligation, monetary or otherwise, PE cum EO/ 
Officer in-charge will be entitled to recover such damage/loss out of the outstanding bills or from 
the Performance Security Deposit of CONTRACTOR. 
 
11.67 The CONTRACTOR will indemnify IISc from all legally proved claims by a third party on 
account of personal injury or damage to the third party's tangible property, to the extent caused by 
the negligence of the Contractor in connection with this Contract. Further IISc shall also be 
indemnified for all losses occurring due to commissions and omissions of persons deployed by the 
contractor. There shall not be any loss or damage caused to IISc on account of any negligence, 
carelessness, acts of omissions, commissions of contractors, his employees, or staff and the same shall 
be made good by the contractor. IISc shall not be liable for any damage or compensation payable to 
any workmen or to any person as a consequence of this work and IISc shall be completely 
indemnified accordingly. 
 
11.68 Both Parties shall not be liable or considered in breach of its obligations under this Contract 
due to any cause beyond its reasonable control, or by armed conflict, acts or threats of terrorism, 
epidemics, strikes or other labour disturbances, or acts or omissions of any governmental 
authority or of the IISc. If a force majeure event occurs, the schedule for Contractor's 
performance shall be extended by the amount of time lost by reason of the event plus such 
additional time as may be needed to overcome the effect of the event. 
 
11.69 The total liability/penalty to the Contractor for all claims of any kind arising from or related 
to the formation, performance or breach of this Contract, shall not exceed the 10% of the monthly 
Contract Price and not be carry forward to the further month.  
 
11.70 IISc may at any time propose changes in the scope of work. Contractor is not obligated to 
proceed with any change until both parties agree upon such change in writing. The written change 
documentation will describe the changes in scope, and the resulting changes in price and other 
provisions, as agreed. Subject to the foregoing, no verbal agreement or inference from conversation 
with any office members/representatives/employees of IISc before, during or after the execution of 
the agreement, shall in any way affect or modify any of the terms/obligations contained herein. 
 
11.71 The Contractor undertakes to obtain any license, permit, consent, sanction etc. as may 
be required or called for from/by local or any other authority for doing such work. The 
Contractor shall comply with all applicable laws, rules and regulations in force. The 
Contractor undertakes to obtain such permission/license as may be required under the 
Central Contract Labour (Regulation and Abolition) Act, 1970 as amended from time to time. 
The Contractor undertakes to produce the license/permission etc. so obtained to IISc or 
furnish copies thereof as and when required by IISc. The Contractor also undertakes to keep 
and get renewed such license, permission etc. from time to time. The Contractor shall be 
responsible for any contravention of the local, municipal, central, state, any other laws, rules, 
regulations, etc. 
 
11.72 IISc shall at any time ask for documentary evidence for the statutory compliance, with 
regard to any applicable and relevant provision of law within the scope of the agreement and 
the nature of responsibilities to be discharged therein, which IISc shall verify. In the event that 
the Contractor cannot or does not furnish such evidence it shall be deemed to have engaged 
in unfair labour practice/violation of the terms of the agreement leading to termination of the 
contract with one month's notice. 
 
11.73 PENALTY: 



The following penalty will be levied from the monthly bills in case of failure to deploy the 
persons: 
 
Engineer:  Rs.500 per day 
 
Supervisor: Rs. 400 per day 
 
Electrician / Helper: Rs. 200 per day 
 
The above penalty shall be in addition to the consequential loss, if any, the IISc may incur for 
substituting the requirement for running the system in view of the failure of contractor to deploy 
the persons as per the contract.  
 
Failure to complete the repair and replacement work by the contractor as per the contract: 
A maximum period of 7 days is allowed to the contractor to carry out the minor repairs and 
replacement. If the Contractor fails to complete the minor repairs and replacement within 7 days, 
IISc will charge penalty @ Rs. 300 per day from the 8th day till completing minor 
repairs/replacement.   
 
If the major repairs/replacement cannot be completed within 7 days due to unforeseen 
reasons/causes, extension of time limit may be granted by the Engineer-In-Charge in writing after 
reviewing the nature of problem. The decision of Engineer-In-Charge in this regard shall be final 
and binding.   
 
The Engineer-in-charge shall be final authority to determine between major and minor repairs / 
replacements. 
 
11.74 SCOPE OF WORK – SUMMARY 
a) Operation and maintenance of 66 KV Main Receiving Station (MRS).  
b) Operation and maintenance of 11 KV Substations. 
c) Operation and maintenance of HT & LT distribution network. 
d) Operation and maintenance of DG sets under CCMD. 
e) Operation and maintenance of Street lights. 
f) Maintain check lists and periodical reports for all maintenance activities.   
g) Details of the equipments to be maintained.   

 
OBJECTIVES OF CONTRACT 
 
The Operation and Maintenance envisages all the required tasks to ensure,  
 
h) Maximum system availability. 
i) Most efficient, effective and optimum usage of electrical system. 
j) Enhance the life expectancy of equipments. 
k) Regular operation and maintenance of equipments. 
l) Compliance of safety rules and regulations. 
m) Preventive maintenance / scheduled maintenance. 
n) Break down maintenance. 
o) Maximum service to consumers for maintaining uninterrupted power supply. 

 
p) Maintenance of proper records of operation and maintenance (Log book, registers, check list etc. 

shall be approved by IISc).  
q) Assistance to IISc in expansions and modification. 
 
 



DETAILED SCOPE OF WORK: 
  
House keeping: The contractor shall be responsible to keep the Indoor /outdoor yards, and the 
equipments in yards, LT panel room, control room in the MRS in a neat and tidy condition. Scheduling 
the periodical cleaning & removing weeds in outdoor yards is to be carried out in consultation with 
the Engineer in charge. Necessary materials required such as cleaning liquids, brooms, mops, chemical 
solutions to remove weeds etc. are to be provided by the Contractor. 
 
Operation of 66 KV Main Receiving Station (MRS): 
 
r) Switching ON and OFF of 66KV SF6 Circuit Breakers, Isolators, 11 KV incoming and outgoing 
breakers, HT Panel, Yard Lights etc. as and when required according to load requirements, 
instructions from KPTCL/BESCOM authorities, requirements of consumers and instructions from 
IISc.  
s) Maintaining records of all the operations and records of loads such as voltage, current, power 

factor, frequency, connected load, energy consumption on hourly/daily /weekly /fortnightly 
/monthly /quarterly /half yearly and yearly basis.  

t) Maintaining records of power failures with reasons. 
u) Observing the yard and control room continuously and reporting any problem or faults to the    

IISc which require major / minor improvements.  
v) Maintaining records of maintenance.  
w) Changing the taps of transformers as and when required. 
x) Co-ordination with operators in KPTCL/BESCOM Substations for efficient reliable operation of 

66KV Substation. 
y) Attending the faults and restoration of the power supply without delay. 
z) Follow permit system and maintain a permit book to facilitate system maintenance with out       

accident / mishaps.  
 
Maintenance of 66 KV /11 KV Substations 
 
Taking preventive maintenance such as maintenance of defective insulators, lightning arrestors, 
cables, transformers, Isolators, Breaker, 11 KV panels, LT panels, Station Transformer, CT, PT, 
Battery charger, Battery bank, control room wiring   etc. Contractor has to maintain a check list for 
preventive maintenance & upkeep the system accordingly. However, contractor has to prepare a 
detailed check list covering all the required items and submit for IISc approval before being 
implemented.   
 
The operation of 66 KV Switchyard, 11 KV Indoor / Outdoor Sub Station, HT&LT Switch Gear and 
Distribution Systems involves deployment of right persons as mentioned above for operation and 
these persons would be responsible for the work contracted for this purpose.  The main jobs will 
include:  
 
a. Routine Surveillance of 66 KV Switch Yard, indoor / outdoor equipment’s like Control Relay 

Panels, Station Metering Panel, Switchyard Control Panel, AC Distribution Boards. 
b. Routine surveillance of 66 KV Switch Yard, Outdoor equipments such as Power Transformers,  

SF6  Circuit  Breakers  and  their respective  Field  Control  Panels,  Isolators  and  their  Respective   
Field  Control  Panels,  Air Compressors, CTs,  VTs, LAs etc., Distribution Transformers and all 
Indoor HT Boards and LT Distribution System.  

c. Filling   up   of approved data   sheets   for   the   different   Indoor &   Outdoor equipments of 66 
KV Switch Yard, raising deficiency reports and communicating   to   Main   Control Room, 
Engineer-in-charge and   maintenance staff.  

d. Recording all tripping of breakers and other events that occur in the order      of sequence with 
the time of occurrence correctly and record them in Logbook. 

e. Carrying out operations correctly and accurately and recording the same in the relevant 
Logbook. 



f. Strictly following operating instructions given by the Engineer-In-Charge. 
g. Observing all safety precautions and ensure safety to men and material and the equipment 

during the contract period. 
h. Attending to all emergencies which may arise during the contract period such as equipment 

failures, fire accidents, etc., and shall get acquainted with the operations of all equipment covered 
under the contract.  

i. Attending to all Telephone calls and issue receipt message promptly. 
j. Preparing daily reports and periodic returns in the prescribed format in duplicate and submit to 

the concerned Engineer-In-Charge.   
k. Assuming responsibility for the equipment & other materials kept at the Substation area. 
l. Assuming responsibility for any damages that occur due to mal operation of equipment and shall 

make good the loss suffered by IISC. 
m. To be alert and attending to all operations and events promptly without any delay. 
n. Updating of interruptions Register, Call register, Data book. Apart from the above, the contractor 

shall carry out the checks mentioned in the document during the contract period daily.  
o. Ensuring routine, preventive and breakdown maintenance works as mentioned in this document 

for the Maintenance of 66 KV Switchyard, 11 KV Indoor Sub Station, HT&LT Switch Gear & 
Distribution Systems involves all the routine. 

p. Taking preventive maintenance such as maintenance/replacement of defective insulators, 
lightning arrestors, cables, transformers, AB switches, transformer oil, RMUs, Feeder Cubicles, 
Distribution Panels, Metering cubicles etc.   

 
Operation and maintenance of HT and LT distribution network: 
 
a) Switching ON and OFF of any feeder as and when required for maintenance and emergency 

purposes. 
b) Switching ON and OFF power supply to any consumer as and when required. 
c) Attending the faults and restoration of the power supply without delay. 
d) To attend any power failure/service calls of consumers to their satisfaction.  
e) To maintain a record of operations and maintenance of HT/LT service connections.  
f) To maintain additional records as required by IISc required to comply with the directions of 

KPTCL/BESCOM/Electrical Inspectorate.  
 
Operation and maintenance of DG Sets: 
 
Operation and Maintenance of DG Sets of 4 x 2000 KVA in the Substation shall be done as and when 
required. This includes switching ON and OFF the DG set whenever power failure occurs and restored 
respectively. Checking of oil level, fuel level etc. changing engine oil periodically, maintaining records 
of operation in prescribed format, (log book), checking of loads connected to DG sets to avoid any over 
loading, checking connections to generator periodically for tightness, over heating etc., reporting 
abnormalities to IISc. 
 
Co-ordination with KPTCL/BESCOM/Inspectorate: 
 
Co-ordination with KPTCL/BESCOM officials for all related works and giving reports to IISc 
regarding, information from KPTCL/BESCOM and Co-ordination with Electrical Inspectorate in all 
relevant activities.  
 
 
 
OPERATIONS:  
 
Hourly:  
Taking readings of all meters installed at control panel. ACDB, DCDB, Battery Charger etc.  
Air and Gas pressures of Gas circuit breakers.  



Oil & Winding temperatures of Transformers.  
Taking the reading of surge arrestor counters of Lightning Arrestor. 
Checking any sparking or flash over / hot spots in the sub station. 
Operation, Monitoring and taking readings in the SCADA system.  
 
Daily :  
Checking the operation of compressors of Circuit breaker.  
Visual Checking contacts of Isolators are in proper position or not.  
Checking oil levels of all bushings, Main & OLTC Conservator, CTs and PTs, etc.  
Checking oil leakages if any for Transformers, CTs & PTs & taking appropriate action for its 
timely repair 
Checking air / gas/ oil leakages if any for Circuit Breakers.  
Checking condition of Silica gel.  
Checking DC voltage.  
Cleaning of premises, Control relay panels etc.  
Maintaining log books and daily check list.  
Checking Deposition of dust and dirt on Insulators.  
Checking Locks and doors of substation are in good condition.  
Checking no leaks have developed in the roof. Ventilating systems.  
Checking the heating systems are working normally.  
Checking the prescribed safety aids are in place and in good order.  
Checking the earthing connections is unbroken.  
Checking the packing of cables entering and leaving the trenches or tunnels within the premises 
are intact. 
Checking the ventilating louvers are not damaged.  
Checking the access roads to the oil filled devices is not obstructed.  
Draining the air / moisture from air conservators of circuit breakers.  
Trouble shooting and repair of Electrical circuits components in case of any abnormal conditions.  
 
Weekly:  
Checking Yard and control room lighting 
 
 
Monthly:  
Checking Auto/ Manual operations of OLTC.  
Checking earthing points and their contact, tighten wherever required.  
Preparation of monthly checklist and events log for the month.  
 
 
Events:  
Logging auto / manual operations of OLTC. 
Logging the breakdown events with relay indications etc.  
Logging shut down events, log of operations during shut down period.  
Logging of on /off of feeders in the 11 kV and 415V distribution system.  
Maintaining visitors registers along with their comments and details of their visits.  
 
MAINTENANCE: 
 
SPARES:  
All the spares required to undertake maintenance activities (both preventive and breakdown) shall 
be arranged by the Contractor. The list of probable spares required for preventive and breakdown 
maintenance have been shown in the BoQ. The agency shall quote unit rate for those items and will 
be used as and when required during the maintenance period. The cost shall be inclusive of all, such 
as basic cost, transportation, loading, unloading, installation, testing and commissioning etc. The 
applicable taxes shall be paid extra. Apart from the list shown in the BoQ, if any other essential 



items are required to be used, cost of the same shall be reimbursed based on the purchase invoice 
with an allowable contractor profit of 10%. The contractor profit includes the transportation cost, 
specialized manpower and T&P charges etc. The contractor shall maintain sufficient stock for 
unhindered operation of the system. Any delay in attending the complaints due to non-availability 
of spares shall not be accepted and it will be treated as poor quality of service and appropriate 
penalty will be levied.  
 
Breakdown maintenance shall be provided as and when situation warrants with a failure/fault in 
the system. The breakdown maintenance shall be attended at the highest priority so to make good 
the faulted system and putting into operation.  For breakdown maintenance, the contractor shall 
coordinate/liaison with Engineer In-charge and the original equipment manufacturer for 
replacement parts and services as necessary.  Infrastructure, tools and tackles and site support shall 
be provided by the contractor for such jobs with priority and without unnecessary delays. OEM parts 
and services, if any, required for the completion of breakdown services shall be approved / cleared 
for execution by appropriate authorities. 
 
During the preventive (routine) maintenance the contractor shall carryout the following as listed for 
various system components:   
  
Though the list contains several individual jobs they could be executed in a combined scope as in 
servicing or overhauling of the component.  
  
The maintenance jobs which are specifically underlined in the following list shall be carried out by OEM   
supplier or their authorized service provider only. The contractor shall be required to provide proof for 
the same before executing the job. 
 
 A. Transformers:  
 
Hourly:  
a) Check oil & winding temperatures, check for abnormalities & recording them.  
b) Observe and record Load (amperes) and Voltage. Check against rated figure.  
c) Visual check for overheating if any at terminal connections (Red hots) and observation for any 
unusual internal noises. This check must be done in each shift.  
Daily:  
a) Observation of oil levels in (i) main conservator tank (ii) OLTC conservator (iii) bushings and 

examining for oil leaks if any from the transformer. 
b) Checking the Colour of silica gel in the breather and also oil level of the oil seal. If silica gel colour 

changes from blue to pink by 50% the silica gel is to be reconditioned or replaced. 
c) Visual check of explosion vent diaphragm for any cracks.  
Monthly:  
a) Physical examination of diaphragm of vent pipe for any cracks.  
b) Cleaning of bushings, inspect for any cracks or chippings of the porcelain and checking of 

tightness of clamps and jumpers.  
c) Measurement of IR values of transformer with suitable megger according to the rating of the 

transformer. Recording of the values specifying the temperature which measurements are taken. 
d) Cleaning of Silica gel breather.  
e) Checking of temperature alarms by shorting contacts by operating the knob.  
Quarterly: 
a) Testing of main tank oil for BDV and moisture content.  
b) Testing OLTC oil for BDV & moisture content.  
c) Testing of Buchholz surge relays & low oil level trips for correct operation.  
d) Checking of all connections on the transformer for tightness such as bushings, tank earth 

connection.  
e) Lubricating / Greasing all moving parts of OLTC mechanism.  
Yearly:  



a) Testing of oil for dissolved gas analysis, acidity, tan delta, interface tension specific resistivity.  
b) Bushing testing for tan delta.  
c) Calibration & testing of oil & winding temperature indicators.  
d) Measurement of magnetizing current at normal tap and extreme taps.  
e) Measurement of DC winding resistance.  
f) Turns ratio test at all taps.  
g) Overhaul of tap changer and mechanism.  
h) Calibration of tap position indicator.  
i) Filtration of oil or replacement of oil in main tank as well as OLTC or else when the BDV of the 

oil is low.  
j) Changing the gaskets at all locations as when leakage is found, or the gasket is damaged or else 

yearly.  
k) Replacing of Buchholz relay, OTI, WTI if found malfunctioning.   
l) OLTC mechanism shall be completely over-hauled for smooth and trouble-free operation.  
m) Replacement of bushing when required.  
 
B. SF6 Circuit Breakers:  
Hourly: 
a) Check Air and Gas pressure.  
Daily:  
a) Check the operation of compressors /motors. Check timing and sound.  
b) Check gas density in each shift.  
Monthly:  
a) Air cleaning with blower.  
b) Cleaning of circuit breaker body and bushings.  
c) Auxiliary contacts cleaning.  
d) Tightening of nuts and bolts. 
e) Checking breaker Operation (Local/Remote operation).  
f) Check anti-condensation protection.  
g) Check of motor control.  
h) Use of anti-corrosion spray where required.  
Quarterly:  
a) Check for SF6 leaks. (Gas leakage test)  
b) Oiling and greasing of all moving parts.  
c) Functional check of trip circuit.  
d) Checking the settings of air and gas pressure switches.  
 
 
Half-yearly:  

a) Checking ON/OFF Timings of Circuit breaker poles.  
b) Complete servicing, oiling and greasing of all moving parts. Replacement of any defective part. 
c) Operation and control of Auxiliary circuits.  
d) Recharge time of operating mechanism after specified sequence.  
e) Checks on specific operations.  
f) Control Circuit Insulation Checking.  
g) Measurement of Humidity. 
Yearly:  
a) Touch up painting wherever required. porcelain insulator.  
b) Checking contact resistance of Breaker main contact.  
c) Checking of circuit breaker level with spirit level.  
d) Mechanism checking and lubrication to all moving parts.  
e) IR values of Power and Control Circuits.  
f) Operating circuits power consumption during operations.  
g) Verification of correct rated operating sequence.  
h) Checking and adjustment of Track alignment and Interlocking mechanism.  



 
Repairs: 

 
a) Filling the breaker with SF6 – The CB may be filled only by or under the supervision of qualified 

personnel and in accordance with the SF6 filling curve. SF6 filling kit and SF6 gas cylinder to be 
provided by IISc.  

C.  Lightning / Surge Arrestors  
Hourly:  
a) Checking the readings of surge arrestor counters.  
Monthly:  
a) Cleaning of porcelains Insulators.  
Quarterly:  
a) Removing of bird nests, if any.  
b) Monitor the total leakage current (capacitive and resistive current) and resistive current.  
c) Records of the number of operations of the Arrester should be maintained and if more number 

of operations are seen then the same should be informed to the concerned authority.  
Yearly:  
a) Testing of counters  
Repairs:  
a) Replacement of Lightening / Surge arrestor pole. (LA to be provided by IISc.)  
D.   Isolators  
Daily:  
a) Visual Inspection  
Monthly:  
a) Clean the porcelain insulators and inspect for cracks and chip of.  
b) Check for tightness of nuts and bolts. Drive tube locknuts. Drive lever and phase coupling plan 

bolts etc.  
 
Quarterly:  
 
a) Open the disconnector and earthing switch and inspect the contacts.  (wipe the contact surface 

with solvent).  
b) Check for contact surface soundness.  
c) After maintenance and inspection, smear contact surface lightly with contact lubricant.  
d) Check for split pins in clevis if damaged replace the same.  
e) Lubricate all clevis pins.  
f) Check contact gap 34-36 mm. if found inadequate replace contact spring.  
 
Half Yearly:  
 
a) Maintenance of Drive Mechanism:  
 

i. Apply grease on the teeth of the spur gear and GEAR box/Lead screw and guide nut and in case 
of lead screw type.  

ii. Oil auxiliary switch linkage and pivot on the guard aperture for manual operation.  
iii. Cleaning of auxiliary switch contact & greasing with silicon grease  
iv. Check that all the electrical components are firmly fixed and let the contactors operate freely.  
v. Check all electrical connections for tightness. 

vi. Check all mounting bolts for tightness.  
vii. Apply grease to mechanical interlock-cam groove, if the disconnector is with earth switch.  

 Check interlocks.  
 Adjustment of limit switch if it is required.  
 Main Contacts  

i. Cleaning and lubrication of main controls 
ii. Check Alignment.  



iii. Main contact resistance measurement 
iv. Tightness of nuts bolts and pins etc. 

 Cleaning of support insulators and checking of insulator cracks, if any.  
 Earth Switch  

i. Checking and Alignment of earthing blades 
ii. Cleaning of contacts  

iii. Checking of Contact resistance 
iv. Operation of earthing switch.  

 
 Checking of aluminium Copper flexible conductor.  
 Checking of earth connections of structures and marshalling box.  
 Marshalling Box  
 Visual check of auxiliary contacts.  
 Cleaning and terminal tightness.  
 Checking of space heaters and illumination.  
 Checking of healthiness of gaskets else replace the gaskets.  

 
Lubricants recommended:  
For Contact Surface - Clean contact surface with plain cloth and apply contact Grease.  
For External drive linkage – Shell/Alvania grease  
 
E.   Current Transformers  
 
Daily: 
a) Visual Check  
b) Check for Oil leakage 
 
Monthly:  
 
a) Clean the porcelain insulators and inspect for cracks and chip off.  
b) Secondary connection of the CT should be intact.  
 
Half yearly:  
 
a) Check the I.R. value of each Current Transformer and keep record.  
b) Check the Pressure Diaphragm. If pressure diaphragm is defective, replace it with new one as 

per the procedure explained in the instruction manual.  
c) If the insulation resistance of the current transformer is low, it can be improved by oil filtration 

under vacuum.   
d) Attending to oil leakage in the CT. If it due to failure of gaskets, the gaskets need to be replaced. 

(Gaskets should be provided by the contractor) 
 
F.   Voltage Transformers 
Daily:  
a) Check Oil level and check for any leakage. 
b) Chattering sounds  
Monthly:  
a) Cleaning of Bushing  
b) Checking for Oil level & topping up of oil if, required  
Half yearly:  
 
a) Check the I.R. value of each Voltage Transformer and keep record.  
b) Check the Pressure Diaphragm. If pressure diaphragm is defective, replace  it with new one as 

per the procedure explained in the instruction manual.  



c) If the insulation resistance of the Voltage transformer is low it can be improved by oil filtration 
under vacuum.   

d) Attending to oil leakage in the VT. If it due to failure of gaskets, the gaskets need to be replaced 
(Gaskets should be provided by the contractor)  

 
G.  Switch Yard (all equipment including structural that are not covered elsewhere)  
 
a) Checking the yard at periodic intervals and attend to any unusual observations, defects, sparks, 

loose contacts, red hot spots and loose bolts and nuts etc., and informing the concerned authority. 
The records of operational persons shall also be consulted for this purpose.  

b) Checking the earth resistance of earthing half-yearly.  
c) Checking the Protection and control circuit of each equipment monthly.  
d) Checking of operation and interlock of all equipment monthly.  
e) The premises should be kept neat and clean.  
 
H. Control & Relay Panels:  
 
Daily:  
 
a) Check for any tripping chattering in the electrical parts, abnormal noise, overheating in the 

panels.  
b) Check whether indication lamps, enunciator lights, bell, buzzers and hooter are working.  
c) Check all terminal cubicle for healthy contacts, minor repairs/services/cleaning etc.   
d) Observe the annunciation window, and there is any alarm then consults the concerned authority.  
e) Check whether the panel is ingress protected.  
f) Cleaning of relay cases of dirt etc.  
g) Cleaning the panels, relay covers, blowing dust from inner side of panels.  
h) Polarity of DC supply.  
i) Physical checks of all wiring & connections.  
 
Monthly:  
 
a) Check for the proper working of all ammeters, voltmeters, relays, contactors malfunction etc.  
b) Clean the panels from inside with the help of the blower/ vacuum cleaners.  
c) Check all the cables for overheating, tightness of the glands, lugs & crimping.  
d) Check the fuse-link & fuse holders.  
e) Check the control wiring of the panel along with the controls for the proper functioning and 

tripping at the present parameters.  
f) Tightening of all earthing connections.  
 
Yearly:  
a) Check the operation of MCB, relays, TNC.  
b) Testing and calibration of relays.  
 
Repairs:   
a) The following items can be replaced and made functional if they are found not repairable, then 

need to be replaced. MCB, Contactors, Cable termination with glands, relays, TNC, selector 
switch, indicating lamps, voltmeter, ammeter, fuse holders etc. (All materials to be provided by 
IISc).  
 

 
I.  11 kV Panels (Both DG and 66 KV MRS):  
Daily:  
a) Visual inspection  
b) Check whether indication lamps, selector switch, TNC, ammeter, Enercon meters are working.  



c) Check whether all relays, are functioning properly.  
Quarterly:  
a) Visual inspection of panels.  
b) Checking of control scheme for healthiness.  
c) Visual Checking of Panel Meters.  
d) Checking of heater circuit & rectification of required.  
e) Checking handles and doors & rectification if required.  
f) Checking and ensuring the closing of all the panels/panel doors etc  
g) Checking and sealing of cable entry holes.  
h) Tightening of all earthing connections.  
Yearly: 
a) Measurement and recording of IR values for Main Bus bar.  
b) Checking of all terminations for tightness.  
c) Checking of CT, PT and Relays connections for tightness.   
d) Testing of all panel Relays and Meters CT & PT.  
e) Measurement of insulation resistance value of circuit breaker.  
f) Measurement of breaker closing and tripping time.  
g) Vacuum test. 
h) Measurement of contact resistance.  
i) Checking of control circuit. 
j) Visual inspection of earth connections and checking of tightness. 
k) Checking of mechanical and electrical interlocks, interlocks within the switch board to ensure 

proper functioning of the same.  
l) Checking and sealing of cable entry holes  
Repairs:  
a) During the time of operation any of the items mentioned above are found malfunctioning then 

they must be replaced. (All materials will be supplied by IISc and tools should be provided by 
the contractor)  

J.   LT Panel:  
Daily:  
a) Visual inspection. 
b) Check whether indication lamps, selector switch, TNC & all meters are working.  
c) Check whether all relays, are functioning properly.  
Quarterly:  
a) Visual inspection of panels.  
b) Checking and sealing of cable entry holes.  
c) Checking of D.C. supply & control switchgear.  
d) Checking of Indication lamps, replacement if required.  
e) Checking of Indication Meter and rectification/replacement if, required.  
f) Checking/replacement of fuses if required.  
g) Checking of Bus bar connection, tightening of nut bolts, cleaning of bus bar if, required.  
h) Cleaning and tightening of bus bar in the bus bar chamber.  
i) Tightening of all earthing connections.  
j) Cleaning of the inside and outside panels using blowers and vacuum cleaner.  
Yearly:  
a) Checking of D.C. supply & control switchgear.  
b) Checking & ensuring the closing of the all panels/panel doors including the supply of  necessary 

material if required  
c) Cleaning of circuit breakers, lubricating the moving parts as per maintenance procedure. 
d) Checking of alignment in racking mechanism of breakers for free and smooth movement of 

circuit breakers. 
e) Checking of contact erosion of circuit breakers  
f) Checking of mechanical/electrical interlocks, interlocks within the switchboard to ensure proper 

functioning of same  
g) Functional operations check of limit switches, auxiliary contacts. 



h) Visual inspection of earth connections and checking of tightness. 
i) Measurement of insulation resistance value of circuit breakers.  
j) Measurement of contact resistance of circuit breaker poles.  
k) Measurement of circuit breaker closing and tripping time.  
l) Functional operations check of circuit breaker.   
m) During operation, any of the items found malfunctioning must be replaced. All material will be 

provided by IISc.  
n) Measurement and recording of IR values for Main Bus bar.  
o) Checking of all terminations for tightness.  
p) Checking of CT, PT and Relays connections for tightness.   
q) Testing of all panel Relays and Meters CT & PT.  
 
K. 415V Distribution System  (Main DBs and DBs):  
Daily:  
a) Visual inspection.  
b) Check whether indication lamps, selector switch, ammeter, MCBs etc. are working. 
Quarterly:  
a) Check if all the panels are ingress protected.  
b) Checking of termination of incoming and outgoing cables 
c) Routing of cables for new loads if required (only flexible cables and indoor).  
d) At the time of adding new cable proper tags and ferruling must be done.  
e) Cleaning of the panel.  
f) Tightening of all earthing connections.  
Repairs:  
If any component is found malfunctioning it has to be replaced. Material will be provided by IISC. 
 
L. CABLE NETWORK:  
 
Monthly:  
a) Visual inspection of cables.  
b) Checking all cable terminals &  joints  for  overhauling  /loose  connections  and  tightening, 

terminating, re-jointing, if required.  
c) Checking and recording or IR values of all cables with megger of suitable range.  
 
M .  EARTHING SYSTEM:  
Quarterly:  
a) Checking of all earthing connections, joints and cleaning and tightening thereof.  
b) Putting adequate quality of water in earth pits.  
c) Checking and recording of earth resistance of all points, pits and taking corrective action to 

improve it, if required.  
 
N.   METERS:  
Yearly:  
a) Checking of each meter (analog/digital) for its correct operation.  
b) Calibration of indicating meter.  
 
 
O.   PROTECTIVE RELAYS  
Quarterly:  
a) Visual inspection and cleaning from outside.  
Yearly:  
a) Checking of each relay for its correct operation by secondary injection.  
b) Cleaning of relay contacts by CRC-2-26.  
c) Calibration of relay.  
d) Checking of current/voltage setting as per recommended setting.  



e) Checking of time characteristic as per recommended setting.  
 
P.  DG SETS: 
    
Daily (A- check): 
a) Checking for Engine lubricating leaks, operation of oil heaters, engine oil level and hydraulic 

governor oil level. 
b) Checking engine cooling for leaks and operation of coolant heaters and changing water filter. 
c) Checking engine fuel for leaks. 
d) Checking switchgear start switch automatic. 
 
Weekly: 
a) Checking engine lubricating for leaks. Operation of oil heater, engine oil level and hydraulic 

governor oil level. 
b) Checking of engine cooling for leaks, operation of coolant heater and coolant level. 
c) Checking for air intake – air cleaner restriction. 
d) Checking engine fuel for leaks. 
e) Checking battery charging system 
f) Checking engine for unusual vibrations. 
g) Checking switchgear start switch automatic. 
 
Monthly: 
a) Checking for Engine lubricating leaks, operation of oil heaters, engine oil level and hydraulic 

governor oil level. 
b) Checking of engine cooling for leaks, radiator air restriction, operation of coolant heater, hose 

and connections, coolant level, anti-freeze and concentration of coolant, belt condition and 
tension 

c) Checking for leaks and air intake – air cleaner restriction. 
d) Checking engine fuel for leaks and fuel level. 
e) Checking exhaust for leaks, exhaust restriction and exhaust drain condensate trap. 
f) Checking battery charging system, battery electrolyte level and specific gravity. 
g) Checking engine for unusual vibrations. 
h) Checking main generator air inlet and outlet for restriction. 
i) Checking switchgear start switch automatic and transfer switch. 
j) Checking service tool availability and performance of operational load test. 
 
 
Half yearly (B- check): 
a) Checking for Engine lubricating leaks, operation of oil heaters, engine oil level, hydraulic 

governor oil level and changing the lubricating full flow filter, by-pass filter, engine oil and 
hydraulic governor oil. 

b) Checking of engine cooling for leaks, radiator air restriction, operation of coolant heater, hose 
and connections, coolant level, anti-freeze and concentration of coolant, belt condition and 
tension, fan hub drive pulley and water pump, heat exchanger zinc anode plugs, motor operated 
louvers and change of cooling water filter, cleaning water separator and cooling system. 

c) Checking for leaks and air intake – air cleaner restriction, piping and connections and changing 
crankcase, breather and air cleaner element. 

d) Checking engine fuel for leaks, fuel level, governor linkage fuel lines and connections, fuel 
transfer pumps, draining sediments from tanks and changing fuel filter, float tank breather. 

e) Checking exhaust for leaks, exhaust restriction and exhaust drain condensate trap. 
f) Checking battery charging system, battery electrolyte level, specific gravity and safety controls 

and alarms 
g) Checking main generator air inlet, outlet for restriction and cleaning generator. 
h) Checking switchgear start switch automatic, instrumentation, power distribution wiring and 

connections, power circuit breakers and transfer switch. 



i) Checking service tool availability, generator load bank test and performance of operational load 
test. 

 
 
Yearly or C-check for 1500 Hrs. or D-check for 6000 Hrs of operation. 
a) Changing engine lubricating full flow filter, by-pass filter, engine oil and hydraulic governor oil. 
b) Changing water filter and cleaning water separator in cooling system. 
c) Changing fuel filters and draining sediments from tanks and cleaning float tank breather, 

calibrating injector, fuel pump and valves. 
d) Checking service tool availability, generator load bank test and performance of operational load 

test. 
 
Q. Battery Bank and Charger: 
 
Daily: 
a) Checking the individual battery cell and battery bank. 
b) Checking the battery charger output voltage and current etc. 
Monthly: 
a) Cleaning the battery bank. 
b) Checking the tightness of the battery terminals and applying petroleum jelly. 
L.T Panel & L.T Line 
 
a) General cleaning of the L.T. Panel, inside and outside for removal of dust and soot once in a month.  
b) Checking the tightness of the connection of the bus-bars, with gear, control wiring for indicating 

lamps, voltmeter with selector switches, ammeter with selector switches, incoming and outgoing 
cables once in a month.  

c) Visual inspection of the main contacts of the ACB is to be carried out once in six months. Minor 
pitting of the contacts of the ACB is to be cleaned with emery cloth and carbon 
tetrachloride/contact cleaning liquid. Major pitting or damaged contacts are to be replaced.  

d) Castle locking arrangement is to be checked for correct operation once in six months.  
e) Relays for protection are to be checked and cleaned once in six months.  
f) Replacement of damaged /burnt out component when necessary.  
g) Greasing /oiling of moving or sliding parts of ACB/MCCB once in six(6) months  
h) Checking of tripping mechanism of ACB/MCCB once in a year.  
i) Testing and calibration of the relays once in a year.  
j) For L.T. Panel, insulation test for phase to phase and phase to earth with 1000V meggar are to be 

carried out once in a year. The contractor is liable to furnish the certificate for the above.  
  
Earth Electrode & Earthing System 
 
a)  Checking of the earth resistance of the combined earth electrode (equipment and neutral 

separately) once in a year. 
b) Checking of earth leads to all equipment for its continuity after tightening all connection once in a 

year.  
c) In case the earth resistance found higher than 1ohm, new earth electrode is to be installed in 

parallel, to reduce the earth resistance. The agency is liable to furnish certificate for this.  
d) Checking of earth continuity of all testing machine/equipment, 3-phase,415V or every section in 

IISC once in a year. 
  
Street lights Maintenance  
 
a. To provide technical support for operation and maintenance of streetlights. 
b. To stock the required electrical materials for maintenance of streetlights. 
c. To appoint qualified personnel & staff to carry out the day-to-day maintenance of streetlights. 
d. To hire /have a jeep fixed with ladder in good condition & shall have a valid R.T.O permit for the 



purpose of maintenance of streetlights. 
e. Streetlights are to be maintained in the following areas. 

 IISc Main campus. 
 Gymkhana area 
 KV School area 
 Yashwantpur area 
 Staff quarters at HMT road 
 Vigyanpura area 

 
f. The agency shall maintain an inventory of a month’s requirement.  After the first three months, such 

inventory shall be a minimum of the previous three months average consumption. 
g. Successful tenderer shall prepare area wise master register comprising of pole number, type of fitting 

and submitted to Engineer-in-charge.  The pole numbers shall be predominantly marked on the 
street post serially preferably in black colour. 

h. The contractor shall submit reports of weekly replacement and consolidated monthly reports. 
i. Regular inspection of all the areas and for proper maintenance of streetlights daily and keep the street 

lights in regular working condition, throughout the year including holidays.   
Break-Down Maintenance 
 
a) Besides the routine maintenance on occurrence of a break down the faulty circuit shall be isolated 

and the power is to be restored to all the other equipment. The job shall be attended and rectified 
urgently.  

b) Short cut method of temporary rectification should be avoided. However, if in the interest of the 
work it is done so, it must be rectified at the earliest available opportunity. 

 
 
List of Major equipment and their main specifications 
 

Sl.no Location Asset Details Make Quantity Specification 

1 66 KV Main 
Receiving 
Station 
Switchyard 

66/ 11 KV, 5 MVA 
Transformer 

Crompton 
Greaves 

01 No DYN11, ONAN 
Tr.Oil Qty:6200 Ltrs.  
OLTC: CG, Oil:1350 
Ltrs. 

2 66/ 11 KV, 12.5 
MVA Transformer 

Toshiba 01 No DYN11, ONAN, 
OLTC(CTR), RTCC, 
NIFPS, 
Tr.Oil Qty:11160 
Ltrs. 

3 66/ 11 KV, 12.5 
MVA Transformer 

CGL 01 No DYN11, ONAN, 
OLTC(CTR), RTCC, 
NIFPS 
Tr.Oil Qty:9780 Ltrs. 

4 66 KV SF6 Circuit 
Breaker 

Crompton 
Greaves 

02 Nos 1250A 

5 66 KV SF6 Circuit 
Breaker 

Siemens  02 Nos 1250A 

6 66 KV Isolator   06 Nos 04 Nos - IISC 
02 Nos - BESCOM 

7 66 KV Lightning 
Arrester 

  12 Nos   



8 Voltage 
Transformer 

  06 Nos 03 Nos - IISC 
03 Nos - BESCOM 

9 Current 
Transformer 

  15 Nos 12 Nos - IISC 
03 Nos - BESCOM 

10 66 KV Main 
Receiving 
Station 
Switchgear 
Room 

Control And Relay 
Panels 

  04 Nos Each Panel consist 
of Pneumeic Realy, 
Electromagnetic 
relay, Annunciation 
Window, Meters, 
TNC switch, 
Hooters, Indication 
Lamps and SCADA 
System 

11 11 KV Switchgear Schneider 
Siemens 
ABB 

17 No's 10 No's : HWX - 
1250A 
04 No's : VIND - 
800A 
02 No's : PIX - 1250A 
01 No : 3AH0-104-
2Z - 1250A 

12 UPS Purelite 1 No 1 KVA 

13 UPS Batteries Exide 3 No's Model: EP-42-12  
42 AH, 12 V 

14 Battery Charger 
Batteries 

Amara 
raja power 
supply 

1 Set  
(55 No's) 

Dry type Batteries 
200AH 

15 ACDB KHODAY 
Control 
Systems 

1 No 250A 

16 DCDB KHODAY 
Control 
Systems 

1 No 250A 

17 Sub-Stations in 
different 
locations of the 
campus 

Sub-station - 1     Transformer-1: 
800KVA 
Transformer-2: 
1250KVA (11/4.4 
KV) 
HT & LT Panel & LT 
Cable Network 

18 Sub-station - 2     CSS: 990 KVA 
Transformer-1: 
500KVA 
LT Panel & LT Cable 
Network 

19 Sub-station - 3     CSS: 2x500 KVA 
LT Panel & LT Cable 
Network 

20 Sub-station - 4     Transformer: 
500KVA 



HT & LT Panel & LT 
Cable Network 

21 Sub-station - 5     CSS: 2x500 KVA 
Transformer-Solar: 
100KVA 
LT Panel & LT Cable 
Network 

22 Sub-station - 6     CSS: 2x500 KVA 
Transformer-1: 
750KVA 
Transformer-2: 
750KVA 
LT Panel & LT Cable 
Network 

23 Sub-station - 7     CSS-1: 1000 KVA 
CSS-2: 2x500 KVA 
LT Panel & LT Cable 
Network 

24 Sub-station - 8     CSS-1: 500 KVA 
CSS-2: 2x500 KVA 
LT Panel & LT Cable 
Network 

25 Sub-station - 9     CSS: 2x500 KVA 
LT Panel & LT Cable 
Network 

26 Sub-station - 10     Transformer-1: 
500KVA 
Transformer-2: 
800KVA 
Transformer-3: 
500KVA 
HT & LT Panel & LT 
Cable Network 

27 Sub-station - 11     CSS: 2x500 KVA 
LT Panel & LT Cable 
Network 

28 Sub-station - 12     Transformer: 
1000KVA 
HT & LT Panel & LT 
Cable Network 

29 Sub-station - 13     CSS: 500 KVA 
LT Panel & LT Cable 
Network 

30 Sub-station - 14     Transformer: 
500KVA 
HT & LT Panel & LT 
Cable Network 



31 Sub-station - 15     CSS: 990KVA 
Transformer-1: 
1600KVA 
Transformer-2: 
1600KVA 
HT & LT Panel & LT 
Cable Network 

32 Sub-station - 16     Transformer-1: 
1600KVA 
Transformer-2: 
1600KVA 
HT & LT Panel & LT 
Cable Network 

33 Sub-station - 17     Transformer: 
1000KVA 
HT & LT Panel & LT 
Cable Network 

34 Sub-station - 18     Transformer: 
750KVA 
HT & LT Panel & LT 
Cable Network 

35 Sub-station - 19     Transformer: 
500KVA 
HT & LT Panel & LT 
Cable Network 

36 Sub-station - 20     Transformer: 
500KVA 
HT & LT Panel & LT 
Cable Network 

37 Sub-station - 21     CSS: 500 KVA 
LT Panel & LT Cable 
Network 

38 Sub-station - 22     CSS: 500 KVA 
LT Panel & LT Cable 
Network 

39 Sub-station - 24     Transformer: 
2500KVA 
HT & LT Panel & LT 
Cable Network 

40 Under Ground 
Cable 

66 KV UG Cable   185 
Sq.mm 
Al. Cable 
4 Runs ( 
1.3 Kms ) 
630 
Sq.mm 
Cu. Cable 
4 Runs ( 
1.6 Kms ) 

UG Cable from 
KPTCL RMV Station 
to IISc 
Campus(185Sq.mm). 
UG Cable Joint near 
centenary visitors 
hostel. IISc Campus 
near CVH to 66 KV 
MUSS 

41 11 KV UG Cable   20 Kms 
(Approx.) 

5 RINGS 
3C, 95 Sq.mm, 150 
Sq.mm & 400 Sq.mm 



42 DG sets in MRS 11 KV 2000 KVA 
DG Set 

Supernova 4 No's Engine:  
Make: Perkins - 04 
No's 
Alternator: 
Make: LEROY-
SOMER - 02 Nos & 
TDPS - 02 Nos 

43 NGR Panel Supernova 4 No's Consist of Vacuum 
contactor of 100A, 
6.3KV, 05 No's of 
current transformers 
60/1-1-1A, Relays, 
Contactors, Fuses, 
and Indicating 
Lamps, etc. 

44 Diesel Tank   5 No's 1 No. 990 L Capacity 
Day tank for each 
DG and 1 No. 990 L 
Capacity Common 
Buffer Tank for DG 
3 & 4 

45 Ventilation Fan Almonard 8 No's 3 Phase, 3 HP Air 
Supply Fan 

46 DG Switchgear 
Room in MRS 

11KV Switchgear 
Panel 

Schneider 5 No's Each Panel consist 
of 11KV SF6 Breaker 
( 630A - 02 No's & 
800 A - 03 No's ), 
60/1 A - 03 Nos 
Current 
transformers, 
11KV/110V - 1 No 
Voltage transformer, 
Voltmeter, Fuses, 
Indication Lamps, 
TNC switch, etc. 

47 Synchronizing 
Panel  

  04 No's 
( 02 Sets ) 

Each Panel Consist 
of Digital Controller 
(Woodward), 
Pneumeric Realy 
(Micom P343 - 02 
No's & REG 615 - 02 
No's), Trivector 
meter, 
Annumciation 
windows, Hooter, 
etc. 

48 Auxiliary MCC 
Panel 

  01 No Consists of 3 Phase 
Starters for Diesel 
pumps and  
Ventilation Fans. 



49 Battery Charger 
Panel 

  01 Set 110V, 30A Float 
Cum Boost Charger 
consists of 
Transformers, 
MCCB, Relays, 
Contactors, Meters, 
Electronic Cards, 
Fuses and Indication 
lamps, etc. 

50 Battery Charger 
Panel Batteries 

HBL 09 No's 12 V  

51 Auxiliary 
Transformer 

Kalpa 01 No 11 KV / 415 V, 100 
KVA, Dry Type 

52 Diesel Pump 
House in MRS 

Main Diesel Tank   02 No's 20,000 ltrs Capacity 
each 

53 Diesel Pumps   04 No's 3 Phase, 1 HP each 

54 LT Diesel 
Generators 

Main Building KOEL 1 No 125 KVA 

55 HE Quarters Cropmton 
Greaves 

1 No 62.5 KVA 

56 Street Light 
Network 

LED Light Fixtures   900 No's 90 W 

57 LED Light Fixtures   300 No's 30/50/60 W 

58 Sodium 
vapour/LED 
Dome Light 

  30 No's 250 W 

59 Street Light Pole     3/5/7/11/13/15 
Mtrs. 

60 UG Cable with 
Feeder Pillars 

    4cx10/16/35 Sq.mm 

 
 
 
 
 
 
 

12. BOQ (Blank) 
 

Name of work :  Annual Operation and Maintenance of HT & LT Electrical installations in IISc 
Campus, Bangalore. 

Sl 
No 

Item Description Unit Qty  Unit 
Rate  

 Total  

1 Providing specialized manpower for the round the clock 
operation and maintenance of HT & LT Electrical 
installations as per tender conditions. 

Month 12     

            



2 Supplying and fixing the following consumables / 
spares for the maintenance of the Electrical assets as 
described in the tender document. The bidder shall 
quote for the unit rate and the items will be used as and 
when required during the maintenance period. The cost 
shall be inclusive of all such as basic cost, transportation, 
loading, unloading, installation, testing and 
commissioning etc as required. 
a) Insulation tape for HT 

Each 1     

3 Insulation Tape for LT Each 1     
4 Distilled Water Ltr 1     
5 Battery for testing equipment (AA,AAA,EE 9 VOLT) Each 1     
6 30 watts LED drive Each 1     
7 60 watts LED drive Each 1     
8 90 watts LED drive Each 1     
9 Hiring charges for Hydro for 20 Mtr. street light 

maintenance 
Day 1     

10 1.5 Sq mm Multi strand cu wire (FRLS)  Mtr 1     
11 2.5 Sq mm Multi strand cu wire (FRLS) Mtr 1     
12  4 Sq mm Multi strand cu wire (FRLS)  Mtr 1     
13 SP  MCB (6-32) A Each 1     
14 TP MCB (6-32) A Each 1     
15 Timer for street light Pole Each 1     
16 4 pole power contactor with NO/NC contacts complete 

with AC-3 Rating as per IS-13947. 
Each 1     

17 Silica gel blue for Transformer Kg 1     
18 Petroleum jelly  Kg 1     
19 PU foam Each 1     
20 Monoplast Kg 1     
21 Supplying and making straight through joint with heat 

shrinkable kit including ferrules and other jointing 
materials for following size of PVC insulated and PVC 
sheathed / XLPE aluminium conductor cable of 1.1 KV 
grade as required. 
 Joint kit for Straight through  10 Sq mm 4C AL LT cable 

Each 1     

22 Joint kit for Straight through  16 Sq mm 4C AL LT cable Each 1     

23 Joint kit for Straight through  25 Sq mm 4C AL LT cable Each 1     

24 Joint kit for Straight through  35 Sq mm 4C AL LT cable Each 1     



25 Joint kit for Straight through  50 Sq mm 4C AL LT cable Each 1     

26 Joint kit for Straight through  95 Sq mm 3.5C AL LT 
cable 

Each 1     

27 Joint kit for Straight through  150 Sq mm 3.5C AL LT 
cable 

Each 1     

28 Joint kit for Straight through  185 Sq mm 3.5C AL LT 
cable 

Each 1     

29 Joint kit for Straight through  240 Sq mm 3.5C AL LT 
cable 

Each 1     

30 Joint kit for Straight through  400 Sq mm 3.5C AL LT 
cable 

Each 1     

31 Lugs for End Termination  (10 to 240 Sq mm AL cable) Each 1     

32 Lugs for Straight through joint (10 to 240 Sq mm AL 
cable) 

Each 1     

33 WD40 Cleaner Each 1     
34 Cotton gloves Pair 1     
35 Cotton waste Kg 1     
36 Floor cleaning Mops Each 1     
37 Brooms Each 1     
38 Chemical to remove grass at yards Ltr 1     
39 HRC Fuses 5A  Each 1     
40 HRC Fuses 10A Each 1     
41 HRC Fuses 25 A Each 1     
42 HRC Fuses 32 A Each 1     
43 HRC Fuses 63 A Each 1     
44 HRC Fuses 100 A Each 1     
45 HRC Fuses 125 A Each 1     
46 HRC Fuses 250 A Each 1     
47 HRC Fuses 400 A Each 1     
48 Caution tape 50 mm width Mtr 1     
49 Street light sintex pole box (with fixing clamp) Each 1     
50 Excavation of earth to attend cable fault i/c bringing 

required tools as required. 
Cu.mt 1     

 


